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ER-WM-129: Rev. 10/96 "
COMMONWEALTH OF PENNSYLVANIA
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Date of Inspection 16 September 2002 Identification Number PAD048603005
Company/Facility/Site Name Boyertown Sanitary Disposal (BSD)

A hazardous waste TSD inspection was conducted on Monday September 16, 2002 by Gerry Radomski,
Waste Management Specialist with the Department.

The following observations were noted:

1) Both of the treated leachate lagoons and the raw leachate lagoon were nearly empty. The liners of
. these lagoons determined to be leaking by BSD have not been repaired..

2) Neither the main flare nor the temporary candle flares were operating during the inspection. There
was a moderate landfill gas odor noted in the area of the flares. *

3) The landfill cover at the pit previously used for leachate recirculation has not been repaired.

The following violations were noted:

1) By failing to repair the cover at the leachate recirculation pit, BSD has failed to maintain the integrity
.of the landfill cover. This is contrary to 40 CFR §§ 265.111 and 265:310(b)(1).

2) By failing to repair the leachate lagoon liners and by failing to collect and flare gas from the landfill,
BSD has failed to control the escape of leachate and hazardous waste decomposition products to the
environment.

In summary, two violations were noted during the inspection. A copy of this report was mailed to the
facility operator on the date noted below. ‘ '

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This report is. formal
notification of any violations observed during the inspection. Additional notification of violations may be issued concerning either violations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records.

This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to grant or
imply immunity from legal action for any violation noted herein. ‘ .

Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowledge that the
person was shown the report or that a copy was left with the person. :

Person interviewed (signature) copy mailed on 9/19/2002 Date
Inspector (signature) éﬁ,% %/% Date 7// 5’/&’?

Page £ of &




2510-FM-LRWMO119 Rev.8/95 . '~ COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

INSPECTION REPORT/DATA ENTRY

sitel.D.#  |P]AIDI0I418]6 lol3lolols ] Telephone # __ £ /0 - 458 - 5300

Site Name _ BOVERTONN AN TALY DIS/oS4 s Operator Name _ w4 02sv  FRE/ME
Address 300 ptERLEL PO Address _ /205  fo77s 7o LL&
GILRERTSVICCE 4 []9525 ‘ Clemrarns . P4 [ 9342
Municipality __ Jgo/6cg9ss  7m/7 County LTON 7 EOrr 4R &
Responsible Official __ Rtz  sredrre ' Title QuA/eRL
Person interviewed Title
Inspector __ CERPV  RAIG/r 754/ Time W00 - 72 20
. Inspection Facility Inspector . ]
Date Inspection Date ype Type Number # Violation
221 g lofz] (o911 12]e]2] L1 L 1217 12]7] lo]2]
Comment | | | | [ [ [ | VP L)L L 0Tt
Sample#Lowl | ] [ l | Sample#HighL_[ | | | l I

Monitoring Points Sampled

Ll Ll bbby el Ly by NNEN)

L by Ly L bbby bt Ll

INSPECTION TYPE ' S FACILITY TYPE
Municipal Residual Hazardous

01 Routine 10 Survey 01 Municipal Waste Landfill 06 Landfill 01 Disposal
02 spill response 11 PartB 02 Construction/Demolition 07 Demolition 02 Treatment
03 Remedial Action 12 Complaint Landfill 08 Processing 03 Storage
04 FollowUp 13 ‘Withdrawn 03 Processing 09 incinerator 04 Transporter
05 Crit Stage 14 Closure 04 incinerator 10 Surface Application 05 Permit by Rule
06 Sample Only 15 Post Closure 05 Surface Application 11 Surface Impoundment” 06 Generator
07 Permitting 16 Form4 12 Surface Injection Well 07 SQG
08 Superfund 17 Form 4 w/sample 13  Generator 08 RRR
09 Ground Water 50 Record Rev 14 SQG 09 Other

99 Other : 50 Superfund

Recycled Paper



ER-WM-129: Rev. 10/96 5
COMMONWEALTH OF PENNSYLVANIA ‘

BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Identification Number PAD048603005

Date of Inspection 14 August 2001
Company/Facility/Site Name Boyertown Sanitary Disposal (BSD)

A hazardous waste TSD inspection was conducted on Tuesday August 14, 2001 by Gerry Radomski, Solid Waste
Specialist with the Department.

The following observations were made:

1) Both treated leachate lagoons were nearly full with approximately two feet of freeboard. The raw leachate
lagoon had more than the required two feet of freeboard. The liners of these lagoons determined to be leaking

by the facility have not been repaired.

2) The main flare was not running during the inspection. The temporary candle flares at the rear of the landfill
were not burning during the inspection. There was a minor landfill gas odor noted during the inspection.

3) The leachate seeps in the landfill cover along and above the treatment facility fenceline have been repaired.

4) The landfill cover at the pit previously used for leachate recirculation has not been repaired.

The following violations were noted:

8\&‘ 1) By failing to repair the cover at the leachate recirculation pvit, BSD has failed to maintain the integrity of the
(\ landfill cover This is contrary to 40 CFR §§ 265.111(c) and 265.310(b)(1).

X 3(\ 2) By failing to repair the leachate lagoon liners and by failing to collect and flare the gas from the landfill , BSD
has failed to control the escape of leachate and hazardous waste decomposition products to the environment.

v 0‘1\\ This is contrary to 40 CFR § 265.111(b).

(Ué) A copy of this report was mailed to Mr. Frame on the date indicated below.

ol

This inspection report is notice of the findings of an inspection conducted by a representative of the Department.
notification of any violations observed during the inspection. Additional notification of violations may be issued concerning either violations noted herein,

or other violations identified as a result of review of laboratory analyses or Department records.
This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to grant or

imply immunity from legal action for any violation noted herein.
Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowledge that the

person was shown the report or that a copy was left with the person.

This report is formal

Person interviewed (signature) copy mailed August 15, 2001 Date

Inspector (signature) M / 1/&/ Date - / 46 r”"/ i
- -

Page _ =2 of —>




2519-FM-ERWMO0119  Rev.8/95

COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION

BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

INSPECTION REPORT/DATA ENTRY

Site 1.D. # IP1AIDIol418lcloRI0ICIS]
Site Name ROYSLTowN LANIFZKC

Telephone # /O - E5 ~ S2D0

Operator Name

L FREN LS TE

Address 200 rMERLEL 24 Address /205 _fpI7S 70wy [LALE
Cueenroyice 24 (2525 clinpmrons LS9 (72 ES
Municipality _ AQoc£gLL 7. nr County /1 JON T COMER o '
Responsible Official __ivaglen/ FRIME Title | OmnER
Person Interviewed - Title
Inspector ___ G&22s  RALQrr LK ( Time /200 =/2L0
Date Inspection Date Ins ;;teion F‘?‘%iéy 'ﬁf.prﬁff&' # Violation

igLAelif

ol gl T ol |

Ll LL kuRP

'Ill|IIIIIIII|II’IIIII||I|‘|IIIU

Comment

14

Sample#Low| L1l 1 Sample#Highl [ L] []]

Monitoring Points Sampled

Ly Lt

CLLLg L) ekt ety Lt

HEENE NN

Lol L

L] ety Lt

Lol

!

INSPECTION TYPE
01 Routine 10 Survey
02 Spill response 11 PartB
03 Remedial Action 12 Complaint
04 FollowUp 13 Withdrawn
05 Crit Stage 14 Closure
06 Sample Only 15 PostClosure
07 Permitting 16 Form4
08 Superfund 17 Form 4w/sample
09 Ground Water S0 Record Rev

99 Other

M
01
02

03
04
05

FACILITY TYPE
unicipal Residual

Municipal Waste Landfill 06 Landfill

Construction/Demolition 07 Demolition

Landfill 08 Processing

Processing 08 Incinerator -

Incinerator 10 Surface Applicaiion

Surface Application 11 Surface Impoundment
13 Surface Injection Well
13 Generator :
14 SQG

Hazardous

01
02
03

. 04
05

06
07
08
09
50

Disposal
Treatment
Storage
Transporter
Permit by Rule - |
Generator

SQG

RRR

Other
superfund

. Recycled Paper E-




ER-WM-129: Rev. 10/96 _ N
COMMONWEALTH OF PENNSYLVANIA - .
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT L

INSPECTION REPORT COMMENTS

Date of Inspection 11 September 2000 ' Identification Number PAD048603005

CompanylFaciIitylSite Name Boyertown Sanitary Disposal (BSD) .

A hazardous waste TSD inspection was conducted on Monday September 11, 2000 by Gerry Radomski, Solid
Waste Specialist with the Department.

The following observations were made:

1) Both treated leachate lagocns were nearly empty. A BSD employee was cleaning the liners with a water hose.
The liners were being cleaned in order for inspection and any necessary repairs. Several holes were noted in

the lmers

2) The raw leachate lagoon had more than the required two feet of freeboard.

3) The leachate seeps around the treatment facility were dry at the time of the inspection. The landfill cover at
the pit previously used for leachate recirculation has not been repaired. '

4) The flare was not running during the inspection. The gas risers at the rear of the landﬁll remain unconnected
to the gas collection and flaring system. ~

The following violations were noted:

1) By failing to repair the leachate seeps and the cover at the leachate recirculation pit, BSD has failed to-
maintain the integrity of the landfill cover This is contrary to 40 CFR §§ 265.111(c) and 265.310(b)(1).

2) By failing to repair the leachate seeps and the holes in the raw leachate lagoon liners and by failing to collect
and flare the gas from the landfill , BSD has failed to control the escape of leachate and hazardous waste
decomposition products to the environment. This is contrary to 40 CFR § 265.111(b).

A copy of this report was mailed to Mr. Frame on the date indicated below.

This inspection report is notice of the findings of an inépection conducted by a representative of the Department. This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued concerning either violations noted herein,

or other violations identified as a result of review of laboratory analyses or Department records.
This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to grarit or

imply immunity from legal action for any violation noted herein.
Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowledge that the

person was shown the report or that a copy was left with the person.

Person interviewed (signature) copy mailed September 12, 2000 Date
Inspector (signature) M M Date g //z / o0

Page _Z of _Z




Lk

IO rvev s/ e

2500-FM-LRWM0302 Rev. 5/98

Pari.A o A !
. COMMONWEALTH OF PENNSYLVANIA
¢ DEPARTMENT OF ENVIRONMENTAL PROTECTION
m BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT
HAZARDOUS WASTE INSPECTION REPORT -
‘ TSD FACILITIES - PART A
Date of Inspection ‘9/// / oQ Time start __//* 30 Time finish __/2 : 20

Name of Inspector GELRY LAIOHSLY _

Company, installation name ___R3Q YERTon/n/ SAMITARY = QIS OLAC Co.
Location 300 /IER4EL RO ROVERTINN, LA [9525 |
County MONTCoMERY _ Municipality _ DQUE(ASS TN P
Identification number ____ PANO4+LE03005

Name of responsible official ___WARLREN FRAIE

Title ____ QWNVER

Mailing Address _ /205 POTISTONN _PIKE  GLENMTIREL , LA (2242

Area code and telephone number &l0 - 458 - 5300

Name of person interviewed

Mailing address (if different from above)

Area code and telephone number

1. Site Characterization: [:] Treatment D Storage ﬂDisposal
Check all that apply: . ,

[0 surface impoundments O tanks O incineration

[0 chemical treatment [0 containers O BF

O physical treatment | - [0 waste piles O recycle

[J biological treatment [ containment bidg. ﬂ/landﬁll

[0 other Specify

2. Does the facility generate hazardous waste? [ Yes E’No

3. Types of hazardous waste produced by Hazardous Waste Number:

4, Are hazardbus wastes transported off-site by the facility? El Yes E’N’o

Page I of '2
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oER-WM-129: Rev. 10/36 :
COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Date of inspection_ 12 November 1997 Identification Number PAD048603005, 100550

Company/Facility/Site Name Boyertown Landfill

A routme inspection of Boyertown Landfill was conducted on Wednesday, November 12, 1997, by John
Mital and Kevin Bauer, Sohd Waste Specialists.

&
T_he followmg obsewauons were made: ,

1) The raw leachate lagoon appeared to have four to five feet of freeboard. Treated lagoon B also had
four to five feet of free board. Treated lagoon A had a ripped liner and appeared to be empty.

2) The flare shed has fallen down

3) Three gas recovery pipes have been broken off on the southem side of the landﬁll A landfill gas
odor was detected in this area of the landfill.

4) The pits at the top of the landfill have been filled in with soil.
5) The landfill waé-inspected for any leachate seeps along its slopesL No seeps were discovered.

6) Waste Management leases space on the landfill and operates a recyclmg center and container storage
site on the leased land.

Just before leaving the site Mr. Warren Frame arrived on site. I explamed the purpose of our visit to Mr.
Frame and discussed our findings with him.

On Thursday, November 13, 1997, I phoned Jim Brady, Berks-Montgomery Municipal Authonty, to
,determme when leachate was last discharged from Boyertown Landfill. Mr. Brady stated that the last time
Boyertown Landfill discharged was on June 25, 1997(52,132 gallons). He then went on to say that Mr. Frame
has to pay his bill and have tests done before he will be able to discharge again.

This mspeet:on report is notice of the findings of an |nspeet|on conducted by- a representative of the Department. This report. is formal
notification of any violations observed during the inspection. Additional notification ‘of violations may be issued conceming either violations noted
herein, or other violations identified as a resuit of review of laboratory analyses or Department records.

This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to grant or
imply immunity from legal action for any violation noted herein.

Signature by the person interviewed does not necessarily imply coneunence with the findings on this report but does acknowledge that the
person was shown the report or that a copy was left with the person.

Person interviewed (signature) (A0 e id Xy quneC ‘ Date 3_o QA gy

Inspector (signature) (,]M?., . ___pate {3 8 )o0q3

Page of
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2510-FM-LRWMO0119 Rev.8/95

Site 1.D. #

COMMONWEALTH OF PENNSYLVANIA

DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

INSPECTION REPORT/DATA ENTRY

UL LLLLlilololsIslol

Site Name __ML@J"\ Lo~nAE\\

Telephone #

(\Q USB-5200

Address _31) WiecYe\ @)c\é

i\:tor Name F

Addr s -

1205 Pefiavn Q%

T ‘s’r«h By
*3 o o2

(DeAamae® D0 14343

L-\_X&;g&h& D \asag

Municipality ass T"\JP County Mr\‘tec”\((g
Responsible Official \aducCi Tame Title _Quirns
Person Interviewed Title
Inspector M\\N\\*e\\ Time _ OO M
Date Inspection Date ins ;;tei o F?';i;laiéy 'ﬂi‘?ﬁéﬁ' # Violation

Wb i2a1y

L M9

ol - ol RN AM

L1

& WY
‘ e
comment |@Ual¢ivle|elUd] [Elvlslelelcidxlelnd | 11T 1] 11 A
sample#tow | | | | | || samptes#nigh | 1 | | |}
Monitoring Points Sampled
e e eyt ey ey gt
ettt byt e ey onrrt
INSPECTION TYPE FACILITY TYPE
- Municipal Residual Hazardous
01 Routine 10  Survey 01 Municipal Waste Landfill 06 Landfill 01 Disposal
02 Spill response 11 Part8 02 Construction/Demolition 07 Demolition 02 Treatment
03 Remedial Action 12 Complaint Landfill 08 Processing 03 Storage
04 Follow Up 13  Withdrawn 03 Processing 09 Incinerator 04 Transporter
05 CntStage 14 Closure 04 Incinerator 10 Sur‘aceApphcatuon 05 Permit by Rule
06 Sample Only 15 PostClosure 05 Surface Application 11 Surface Impoundment 06 Generator
07 Permitting .16 form4 12 Surfacelnjection Well 07 $QG
08 Superfund . 17 Form 4 wisample 13 Generator 08 RRR
09 Ground Water S0 Record Rev 14 SQG 09 Other
99 Other 50 Superfund

(ol




4

ER-WM-129: Rev. 10/96 c
- COMMONWEALTH OF PENNSYLVANIA
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Date of Inspection 16 September 2003 Identification Number PAD048603005
CompanyIEacilityISite Nam'e Boyertown Sanitary Disposal (BSD)

A hazardous waste TSD inspection was conducted on Tuesday September 16 2003 by Gerry Radomski,
Waste Management Speclahst with the Department.

The following observations were noted:

1) Both of the treated leachate lagoons and the raw leachate lagoon had the 2 feet of required freeboard.
_ The liners of these lagoons determmed to be leaking by BSD have not been repaired.

2) Neither the main flare nor the temporary candle flares were operating c_luring the inspection. There
“was a moderate landfill gas odor noted in the area of the flares.

3) Anew gas destruction system is in the process of belng installed at the rear of the landfill near the
temporary flares.

4) BSD has not submltted to the Department quarterly groundwater monitoring results for the second
quarter of 2003,

The following violations were noted:

1) Failure to report to the Department the quarterly groundwater monitoring results for the second
quarter of 2003 for the parameters listed in 40 CF R§ 264.98. This is contrary to 25 Pa Code §
' 264a. 97(2)(11)

2) By failing to repair the leachate lagoon liners and by failing to collect and flare gas from the landfill,’
BSD has failed to control the escape of leachate and hazardous waste decomposmon products to the
environment. This is contrary to 40 CFR §§ 265.111

In summary, two violations were noted during the inspection. A copy of this report was mailed to the
facility operator on the date noted below.

) Thls lnspectlon report is notice of the ﬁndmgs of an inspection conducted by a representative of the Department This report is formal
notification of any violations observed during the mspectlon Additional notification of violations may be issued concerning either violations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records.
-i2.This report does .not constitute an order or other appealable actlon of the Department. Nothing contained herem shail be deemed to grant or
|mply |mmun|ty from’ Iegai actlon fof @iny viclation noted herein. - = e

" Signature by the person interviewed does not necessarily lmply concurrence wrth the findings on this report but does acknowledge that the
person was shown the report or that a copy was left with the person.

':.Person lntemewedr(slgnature) copy malled on 10/10/2003 i © __ Date -
’ Date- /0{/ /Q,/ o
Page _/ of 7/

|nspector (mgnature) =
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2510-FM-LRWMO0306 Rev. 8/95 '
COMMONWEALTH OF PENNSYLVANIA'
. DEPARTMENT OF ENVIRONMENTAL PROTECTION . :
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT "o

HAZARDOUS WASTE INSPECTION REPORT
 TSD FACILITIES - LANDFILLS

_Site Name BSOC o _ lDNumber P/M()%YCO 2005 Date 9//6/03""

1-No Violation Observed .. 2-Not-Applicable - 3-Not—Determined 4-Non-Compliance

STATUS L s ' . CHAPTER " LINE

1]213a ' - REQUIREMENT | cITATION NUMBER
X |Run-on diverted away from the facility . - . - 1265.302(a)(1) H425,> '
' Run-off collection system properly designed, constructed, operated " . 265.302(a)(2) . H426
X and maintained » _
X Run-off collected from the active portions and managedasa = - 265.302(a)(2) H427
hazardous waste if it is a hazardous waste _
X Facility is managed-to prevent wind dispersal of hazardous waste 265.302(a)(4) ‘H428
The exact location and dimension, including depth of each ¢ell with | 265.309(1) ’ H429
X respect to permanently surveyed bench marks kept on map in '
operating record \ .
% The contents of each cell and the approximate location of each - 1265.309(2) H430
hazardous waste type within eadch cell kept in operating record
X |Closure and,post—clqsure requirements complied with 265.310 - Ha31
X ignitable and reactive wastes disposed with Department approval 265,312 H432
X Precautions taken for the dlsposal of incompatible wastes and- {265.313 " H433
materials
Hazardous wastes disposed contain greater than 20% solids content |265.314 H434
o by dry weight, are not flowable and do not contain free liquid ' ' '
% Empty containers crushed flat, shredded or snmllarly reduced in . |265.315 E H435

volume before disposal

. DR N
Recycled Paper 9. . . ' Page @ of :7
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2500-FM-LRWM0302 Rev. 5/99

; PartB
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliéncé
. ' PA CIT. FED CIT. LINE
1 23 4 REQUIREMENT 25 PA CODE 40 CFR' - NO.
x Closure plan on the premises and up-to-date 265a.1 265.112 H250
x Post-closure plan on the premises and up-to-date 265a.1 265.118 H251
> Annual closure cost estimate on the premises and up-to- 264a.1 265.142 H252
date - - . 265a.1 264.142 '
X Annual post-closure cost estimate on the premises and 264a.1. A264.144 ‘ H253 -
~|uptodate . . - 265a.1 265144 '

Page : ? ofﬂ




2500-FM-LRWMO0302 Rev. 5/99

Page 4 :ot é

Part B
Hazardous Waste Inspection Report
, TSD Facilities - Part B-
1-No Violation Observed 2 - Not Applicable 3 - Not Determined - 4 - Non Compliance
STATUS '
: : - PA CIT. FED CIT. LINE
123 4 REQUIREMENT ‘25PACODE _ 40CFR NO.
| | Emergency coordinator desugnated and on the premises 264a.1 264,55 H232
X| |oroncal 265a.1 265.55
Only Department ,approved manifest used, unless 264a.71 ‘ H233
s manifest not required by 40 CFR 262.20(e) 265471 |
> Manifest properly completed and routed within time limits 264a.71 .. |264.71(a)(b) ' H234
265a.71 - 265.71(a)(b)
% Manifest discrepancies resolved or reported w1th|n tlme 264a1 = [264.72(b) H235
| limits 265a.1 265.72(b) ‘
% Written operating record maintained_ on the premisesz 264a.1 264.73(a) ‘ H236
‘ o 265a.1 265.73(2) .
Written operating record contains description and quantity 264a.1 264.73(b)(1) H237
X of waste received and method of treatment, storage or 265a.1 265.73(b)(1)
disposal
| Written operating record contains location and quantity of 264a.1 264.73(b)(2) H238
N X , each hazardous waste 2658.1 | 265.73(b)(2) _
: Written operating record contains results of waste 264a.1 1 264.73(b)(3) H239
A analyses and treatability tests . : ‘[ 265a:1 1265.73(0)(3)
X Written operating record contains reports and details of all = | 264a.1 264.73(b)(4) H240
incidents that required implementing the contingency plan 265a.1 265.73(b)(4) :
X Written operating record contains records and results of 264a.1 264.73(b)(5) .| H241
all inspections - 265a.1 264.73(b)(5) _
x Written operating record contains requwed monitoring, 264a.1 264.73(b)(8) H242
_ testing and analytical data 265a.1- 265.73(b)(6)
I Written operating record contains closure and post-closure ' 264a.1 264.73(8) H243
cost estimates « _ 2653.1 265.73(8)
e All records retained on premises and available for 264a.1 264.74 " H244
inspection ,  |oeBat 265.74
x|, Biennial reports submitted on the Department’s version of 264a.75 264.75 H245
EPA Form 8700-13B a : . 265a.75 265.75 '

, x| .. Emtssnons discharges, fires, explosnons and groundwater 264a.1 264.77(a) H2486.
& | contamination reported as required : 265a.1 | 265.77(a)

X Groundwater monitoring wells located at approved sites 265a.1 265.91 ,' | H247
% Approved groundwater sampling and analysns plan 265a.1 265.92(a) H248
b developed and implemented w . {0 :

{X Groundwater quality assessment outllne on the premlses - 265a.1 265.93 H249




- 4 ~

' 2500-FM-LRWM0302 Rev 6/99

r L PartB ' - ' :
.Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS : _
' " PA CIT. FED CIT. LINE
12314 REQUIREMENT _' 25 PA Code 40 CFR NO.
Ignitableor reactive wastes separated from source of 264a.1 264.17(a) H216
X ignition’ or reaction " | 265a.1 265.17(a)
X .| No smoking signs displayed where the there are hazards 264a.1 - 264.17(a) H217
| | from ignitable or reactive wastes _ 265a.1 265.17(a)
Treatment, storage, disposal of ignitable or reactive wastes | 264a.1 264.17(b) H218
X or mixing of incompatible wastes or materials conducted 265a.1 .265.17(b) ~
according to requirements : _ ‘
- Faciiity maintained/operated to minimize possibility of fire, {264a.1 264.31 H219
X - | explosion or discharge of hazardous waste or hazardous 2654.1 265.31 -
' constituents '
X Facility equipped with internal alarm capable of providing . | 264a.1 1264.32(b) - | H220
_ immediate emergency instruction to personnel 265a.1 265.32(b)
Device for summoning outside emergency assistance - | 264a.1 264.32(b) H221
available at scene of operations 265a.1 265.32(b)
Facility equipped with fire control, sp|II control and 264a.1 -1 264.32(c) H222
' | decontamination equipment 265a.1 |265.32(c) ~
¢ Facility equipped with water at adequate volumeand = = |264a.1 264.32(d) ' H223
pressure to supply fire control equipment . | 265a.1 265.32(d)
Facility communications or alarm systems, fire control, - 264a.1 264.33 . ‘ H224 -
X| | spill control and decontamination equipment tested and 265a.1 264.33
_ maintained - .
- { | Adequate aisle space maintained to allow unobstructed 264a.1 264.35 H225
X movement of personnel and equipment during 265a.1 265.35
emergencies _ 1
x Contingency plan onsite and implemented ' - | 264a.1 264.51 H226 .
‘ : ‘ 265a.1 265.51
% Contingency:plan describes actin taken by personnel in 264a.1 - 264.52(a) H227
the event of an emergency - : 265a.1 ' | 265.52(a)
Contingency plan describes arrangements agreed to for 264a.1 264.52(c) ' H228
X |outside emergency services such as police and fire 265a.1 265.52(c) .
department, hospitals, contractors, etc. -
Contingency plan contains an up-to-date list of names, 264.52(d) H229
‘ addresses and phone numbers of all persons quahf iedto - 265.52(d)
act-as emergency coordinator i ¥ LR -
Contmgency plan contains list of emergency equipment 264.52(e) H230
including Iocatlon phys:cal descnptlon and ca abllmes to S 265.52(€) :
| Contingenc plan contains an evacuation plan if there i is avl'“f’ " | 264.52(%) H231.
possibility that evacuation could be necessary T 2 265.52()

Pege 2



2500-FM-LRWM0302 Rev. 5/99 -

pan® COMMONWEALTH OF PENNSYLVANIA
* DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT
HAZARDOUS WASTE INSPECTION REPORT
. TSDFACILITIES - PART B
site Name __ 8.S0C . D Number /"A’CO%?CO_?OCJS— Date '52,//6_/03
Hazardous Waste Inspection Report '
~ TSD Facilities - Part B
1-- No Violation Observed 2 - Not 'Applicable 3 - Not Determined 4 - Non Compliance
STATUS ‘ - - -
. ' - ) PA CIT. FED. CIT. LINE
1234 . REQUIREMENT , 25 PA Code 40 CFR NO.
o Part A perrnit application submitted - - * - | 265a1 265.1(b)._ . H200
X | | | Identification Number S ~ |'265a.11 | 264.11 H201
>'< Wastes accepted at facility transported by haulers licensed- |-264a.11 H202 .
- by DEP to transport hazardous waste : 265a.11
4 Waste streams not covered by permlt approved by DEP 264a.13 ' _ H203
before acceptance o 265a.13 _
% Chemical and physical analysis repe'ated as required 264a.13 | 264.13 H204
: : : - 265a.13 - | 265.13 .
< All waste shipments inspected and analyzedlwhen -0 | 264a.13 264.13 H205
- necessary | R , . | 265a.13 | 265.13 '
< Waste analysis plan on-site e .| 264a.1 264.13(b)’ H206
_ 265a.13 265.13(b)
e 24 hr. surveillance at ac’ti\re portion . ‘ - 264a.1 264.14(b)(1) 'H207
|- S | 265a.1 265.14(b)(1)
< Artificial barrier around active portiorr»';_" 264a.1 '264.14(p)(2) H208 .
) : ' . 265a.1 265.14(b)(2) L
X Proper signs posted at each entrance mlnrmum 4 inch . 264a.1 . 264.14(c) H209
lettering | . 265a.1 265.14(c)
ER Facility inspection schedule.on-site . .. . .. . .. .. |.264a1 . . '-26',4.1-5(a)(1) -. | . H210
: 5 ' 265a.1 - 265.15(b)(1)
x Facility construction schedule submitted.to Department for | 2644.15 H211
, inspection and approval , | 265a.15 '
Y, Maintenance schedule onsite for equipment or structures 264a.1 . | 264.15(c) . H212
nt which reveal deterroratron or malfunctlon : 26521 265.15(c)
X Immediate remedial action taken where a hazard s 26421 | 264.15(d) H213
imminent or has already occurred . AR 126531 . | 2651 5(d)
Ix| | Approved on the job or classroom j:264a1,  1264.16 ,__H214
program implemented 5 : REEY Crrl 265116 iy
X Records retained for each employee at facrllty of trarnrng. " | 264a.1 264.16(d) _ H215
job title and job descrrptron PR ey ~.| 265.16(d) " =
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2500-FM-LRWMO0302 Rev. 5/99
PartA

. CdMMONWEALTH OF PENNSYLVANIA
& DEPARTMENT OF ENVIRONMENTAL PROTECTION
e/ _hh BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - PART A

Date of Inspection __ 9 / /c/o 2 Time start _ Time finish
Name of Inspector _ _GERRY RAOOrr s,/ _

Company, installation name __ 20 ¥4</2 7 on/n/ SAWITARY N/(Srol2d  co. RSO
Location __3CXD MERREC LIS _

County _ 'MO/I;/}G;CV/Wéﬂ/U ' : Municipality OOUECAST T, /s>
Identification number __ /40 0 48803200 5 - '

Name of responsible official _waRREn /-”—"ﬁ4/‘fé"

Title ___APES/IOE /7 ‘ '

Mailing Address _ /205~ AOT7.L 7owN  Fré < CLEat7aRrE, od (9242

Area code and telephone number

Name of pefson interviewed
Mailing address (if different from ébove)

Area code and telephone number

1. Site Characterization: [ |  Treatment [] storage [] Disposal
Check all that apply: A .

- ] surface impoundments [0 tanks [1 incineration
-[d chemical treatment [0 containers [J BIF
] physical treatment -0 waste piles " [ recycle
i biological treatment [0 containment bidg. landfill
[0 Other - :  Specify

2. Does the facility generate hazardous waste? . [] Yes No

" 3. Types of hazardous waste produced by Hazardous Waste Number:

o

4. Are hazardous wastes transported.off-site by the facility? [ Yes - JZI No . '

Page ’ of Q .
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R-WM-129: Rev. 12/93
COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL RESOURCES
BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Dates of inspection 3/17, 3/18,3/19,3/20,3/21,3/22 ,3/23,3/24,3/5 Identification Number PAD 048603005
4/3.4/13.4/19.4/20.4/25,4/26.5/2,5/4, 1995

Company/Facility/Site name _Boyertown Sanitary Disposal Co.. Inc. (“BSD")

12) 25 Pa Code 265.310(c)(2) “Closure and postclosure maintenance and monitoring of groundwater
monitoring system” Noncompliance observed 4/25 and 4/26, 1995.

Itis recommended that Boyertown Sanitary Disposal start complying with all the closure requirements for the
upkeep and maintenance of the Boyertown Landfill.

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This report » formal
notification of any violations observed during the inspection. Additional notification of violations may be issued conceming either violatons noted
herein, or other violations identified as a resutt of review of laboratory- analyses or Department records.

. This report does not constitute an order or cther appealable action of the Department. Nothing contained herein shall be deemed to grant or
imply immunity from legal action for any violation noted herein. :

Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowiedge that the
person was shown the report or that a copy was left with the person.

Person interviewed (signature) /MJ-OM fﬂ‘ %%_M Date_ ] ~1-9¢
) ' Date_ 1-7-9S

Page ] of ']

Inspector (signature)




R-WM-129: Rev. 12/93 :
COMMONWEALTH OF PENNSYLVANIA
. DEPARTMENT OF ENVIRONMENTAL RESOURCES
- BUREAU OF WASTE MANAGEMENT

'INSPECTION REPORT COMMENTS

Dates of ins'péction WW Identification Number PAD 048603005

Companyi/Facility/Site name _Boyertown Sanitary Disposal Co., Inc. (“BSD")

5.) 25Pa Code 265. 91(d)(2) and 25 Pa Code 273 .283(b)(6) “Monitoring wells locked” Noncomplxance
" observed on 3/23/95 and on 4/13/95.

Note: this violation also noted, previously on 6/29/94.

6.) 25PaCode 265.226(1): “(Hazardous waste) surface 1mpoundment freeboard level mspected once each
: operating day.” ' ‘
7.) 25PaCode 265.226(2) “(Hazardous waste) surface unpoundment and surroundmg structures
inspected weekly”
8.) 25PaCode 265.73(a) - “Written operating record mamtamed on premises.”

9.) 25PaCode273.311(a) “Daily records kept.”
. : Non compliance observed 3/23 and 4/19, 1995. BSD personnel mdlcated that

records have not been kept since 1994.

10.) 25 Pa Code 265.92(a) ‘and 25 Pa Code 273.284  “Annual groundwater sampling”
: Noncompliance observed on 4/2_5 and 4/26, 1995.

11.) 25PaCode 265.92(a) and 25 Pa Code 273.284 “Quarterly groundwater sampling”
: Noncomplxance observed on 4/25 and 4/26, 1995.

Note: the above groundwater vrolatlons also noted, prevxously on 6/29/94.

This inspection report is notice of the ﬁndrngs of an inspection conducted by a representatrve of the Department This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued conceming either violations noted
_ herein, or other violations identified as a result of review of laboratory analyses or Department records.
This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to grant or
imply immunity from legal action for any violation noted herein.
Signature by the person interviewed does not necessarily imply concurrence wrth the ﬁndmgs on this report but does acknowledge that the
person was shown the report or that a copy was left with the. person.

Person interviewed (signature) MW; %’d/’l/tbv MDato ) I ’7 75’

Inspector (signature) : . AL, - - __Date 7)"7‘ ‘H/

Pagel J6 o1
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+  R-WM-129: Rev. 12/93
. . COMMONWEALTH OF PENNSYLVANIA

DEPARTMENT OF ENVIRONMENTAL RESOURCES \
BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Dates of inspection _3/17, 3/18,3/19,3/20,3/21,3/22 3/23,3/24,3/5  Identification Number PAD 048603005
( 4/3.4/13,4/19.4/20,4/25,4/26.5/2,5/4, 1995

Company/Facility/Site name mmmmmw

conversation, basin ‘A’ was filled with treated leachate. This basin was scheduled to be sampled 5-11-95
by Wastex,Inc.

Violati

Listed below are all the violations of the Pennsylvania hazardous waste and municipal waste management
regulations observed at the Boyertown Landfill, from the period 3/17 to 5/4, 1995.

1.) 25 PaCode 265.222 “Hazardous waste surface impoundment maintained with a freeboard of
' two(2) feet.” Noncompliance observed on all_ of the days visited.

2.) 25PaCode 265.310(c)(3) “ Closure and postclosure leachate management requirements”
Noncompliance observed on all of the days visited.

3.) 25PaCode 256.56 “Emergency procedures implemented”
Noncompliance observed 3/17/95

4.) 25 PaCode 270.1(a) and Act 97, Section 401(a) “No person or municipality may dispose of hazardous
' - waste without a permit.” Noncompliance observed on 3/17/95.

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This repont s formal
notification of any violations observed during the inspection. Additional notification of violations may be issued conceming either violstons noted

_ herein, or other violations identified as a result of review of laboratory analyses or Department records. -
This report does not canstitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to grant or

imply immunity from legal action for any violation noted herein. ‘
Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowiedge that the

person was shown the report or that a copy was left with the person.

21§s

Person interviewed (signature %MW# b it }/W'J— Date_!
Inspector (signature) t M;Z ’2& Date__)] ’l 2195
| Page ]S of 11



R-WM-129: Rev. 12/93 : '

' COMMONWEALTH OF PENNSYLVANIA

DEPARTMENT OF ENVIRONMENTAL RESOURCES
. BUREAU OF WASTE MANAGEMENT

" INSPECTION REPORT COMMENTS

Dates of inspection 3/17, 3/18,3/19,3/20,3/21,3/22 3/23,3/124;3/5  Identification Number PAD 048603005
4/3,4/13.4/19.4/20,4/25,4/26,5(2.5/4, 1995

Company/Facility/Site name Boyertown Sanitary Disposal Co.. Inc. (“BSD")

May 2,1995 . I visited the landfill to observe the leachate basins. The raw leachate basin
' appeared to have a minimum freeboard of 8 to 10 inches. Treated leachate
basin ‘A’ appeared empty. ‘Basin’B’ appeared full.

May 4,1995 [ visited the landfill to observe the leachate basins. The raw lagoon appeared to
have a minimum freeboard of 10 to 12 inches. This was the most freeboard in this lagoon
since the crisis began on 3-17-95. Basm ‘A’ appeared empty Basm ‘B’ appeared to be about one-thnrd

empty SRR

My inspection on 5-4-95 concludes the visits of PA DER personnel to Boyertown Landﬁll that are
documented on this inspection narrative. :

The following informatiop was gleaned from sﬁbsequent phone calls:

May 8,1995, I spoke with Jim Brady (BMMA) -Jim Brady said that Wastex, Inc.” re-sampled the treated

leachate basins ‘A’ and ‘B’ on 4-24-95. The results were
reported 4-26- 95 The Cyanide (CN-) concentration was at an acceptable level and BMMA would pcmm BSD
to discharge its leachate to the authority’s treatment plant. Basin ‘A’ began to be discharged 4-26-95.
By 5-3-95, basin ‘A’ was empty. On 5-4-95, basin ‘B’ started to be discharged. -

May 10, 1995, from Charlie Fees (PA DER) to Byron Wenger (BSD) -Byron Wenger stated that, as of this |

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This repont @ tormal
notification of any violations observed during the inspection. Additional notification of violations may be issued eoncemmg either violasons noted
herein, or other violations identified as a result of review of laboratory analyses or Department records. :

This report does not constitute an order or other appealable action of the Depariment. Nothing contained herein shall be dnlm » m or
imply immunity from legal action for any violation noted herein.

- Signature by the person interviewed does not necessarily imply concurrence with the findings on thls report but does admm et he
person was shown the report or that a copy was left with the person.

Person interviewed (signat ' /Mé[ ﬁ' '})’Mﬁb\, Q‘M Date_") ! 2
Inspector (signature) . p ' Date ]J‘ v 1’ a

%?; | . Page _|Y4 o 1]




R-WM-129: Rev. 12/93
COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL RESOURCES
- BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Dates of inspection EY; / 1 / ) /! identification Number PAD 048603005
4/3,4/13,4/19,4/20,4/25,4/26.5/2,5/4. 1995

Company/Facility/Site name _Boyertown Sanitary Disposal Co., Inc. (“BSD")

April 26,1995  Tom Cunningham and PA DER solid waste specialist, Paul Handke, conducted
groundwater sampling at the landfill.

Violations of "

1.) 25PaCode265.92(a) and
25 PaCode-273.284  “Annual groundwater sampling”

Comment; BSD failed to conduct the annual compliance-monitoring-evaluation (CME) sampling of its
. monitoring wells. This necessitated the Department to conduct its own sampling of this
facility, as evidenced by the sampling event conducted on 4/25-26/95.

2.) 25PaCode 265.92(a) and
25 Pa Code 273.284 “Quarterly groundwater sampling”

~ Comment: Acéording to Departmental records, BSD has failed to conduct quarterly (every three months)
sampling of its monitoring wells. BSD has not submitted any groundwater data since the second

quarter of 1993.

3) 25'Pa Code 265.310(c)(2) “Closure and Postclosure maintenahce and monitoring of the groundwater
monitoring system”

Comment: As stated, B.SD has not fulfilled its closure requirements in this area since 1993.

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued conceming either violations noted
herein, or other violations identified as a resuit of review of laboratory analyses or Department records. .

This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to grant or
" imply immunity from legal action for any violation noted herein.

Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowledge that the
person was shown the report or that a copy was left with the person.

>

Person interviewed (signature) . ¢ C’%‘ /)’)M-M ,t“ h U A )/Urmbato 1 !7 Y
Inspector (signature) ' W M : Date_ | '7,1 453

Page _[3 of 1!




R-WM-129: Rev. 12/93 . .
COMMONWEALTH OF PENNSYLVANIA

.. DEPARTMENT OF ENVIRONMENTAL RESOURCES
BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Dates of inspection 3/17, 3/18,3/19,3/20,3/21,3/22 ,3/23,3/24,3/S . Identification Number PAD 048603005

Company/Facility/Site name _Boyertown Sanitary Disposal Co., Inc. (“BSD™)

3/24/95 Basin ‘A’ 0.08 mg/llt Cyanide Present from BSD was Byron’ Wenger |
4/10/95 Basin ‘A’ .0.19 mg/lit Cyanide
4/10/95 Between the Carbon Towers  0.33 mg/lit Cyanide

J.Brady stated that leachate w1th these concentrations of Cyanide are unacceptable for treatment at the BMMA.
The BMMA limit is 0.02 mg/lit. Therefore no leachate could be accepted based on these results. = -

During the afternoon, Tom Cunningham Y v1snted the landﬁll and pulled samples from. the raw leachate lagoon
_ as well as from Basins ‘A’ and ‘B’. "

{

April 25,1995 = PA DER waste management speclahst Maura Trimble, Tom Cunmngha.m and

I visited the landfill and prepared for groundwater sampling. Present from BSD was Byron
Wenger. It appeared, by visual observation, that the raw leachate lagoon had a freeboard. of 6 to 8 inches.
I stayed at the landfill for one hour, and then left to attend to- other work related business..
M. Trimble and T: Cunningham remained onsite. They performed a purgmg of the momtormg wells located
on the landfill property. ,

It was learned, via a phone conservation with Byron Wenger, that BSD personnel had processed some raw
leachate through the onsite pretreatment plant. . This was done on Friday 4-21-95. The purpose, according to
Mr. Wenger, was to increase the freeboard of the raw lagoon by lowering the leachate level. This provided -
extra capacity for the lagoon to accept a greater incoming leachate flow, in anticipation of a weekend storm.

This mspectlon report is notice of the findings of an inspection conducted by a representative of the Department This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued conceming elther violations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records.

This report does not constitute an order or other appealable action of the Department. Nothing eontamed herem shall ‘be deemed to grant or
imply immunity from legal action for any violation noted herein.

Signature by the person interviewed does not necessanly imply concurrence with the ﬁndmgs on this mport but does acknowledge that the
person was shown the report or that a copy was left with the person. )

mwd/awww oo 2295

om")v-rllﬂ"‘
" Page |2 of 1]
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Person interviewed (signature)

Inspector (signature)




R-WM-129: Rev. 12/93
COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL RESOURCES
BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Dates of inspection 3/17, 3/18,3/19.3/20,3/21,3/22 .3/23,3/24,3/5  Identification Number PAD 048603005
4/3,4/13,4/19,4/20.4/25.4/26,512,5/4. 1995

Company/Facility/Site name _Boyertown Sanitary Disposal Co., Inc, (“BSD"™)

Dinesh Rakotjia ~ -engineer
Thomas Cunningham  -hydrologist
Charlie Fees - solid waste specialist

Byron Wenger was pfesent from BSD. The purpose of this visit was twofold:

1. D. Rakotjia and M.Aresary conducted a visual survey of the leachate and storm water basins.
2. T. Cunningham and C.Fees measured the freeboard of the raw leachate lagoon. Surveying equipment
was used to measure the freeboard levels. - :

The raw leachate lagoon was observed to have a freeboard of 1 to 3 inches. This was less freeboard than was
observed on 4-3-95. Byron Wenger stated that the latest Wastex, Inc. analyses showed that the cyanide
levels in both Basin’s ‘A’ and ‘B” were too high to be accepted by the BMMA.  As a result BSD personnel
had pumped some leachate from Basin ‘B’ back to the raw lagoon. That is one reason why the raw leachate
lagoon appeared nearly full (4-19-95) whereas the level was observed to be lower on 4-3-95.  This disturbing
turn of events precipitated the second major crisis of at this facility.

April 20,1995 =~ An internal meeting was held at about 10 am. Discussion centered around how to.-

. encourage BSD owner , Mr. Warren Frame, comply with Departmental regulations, by
properly running the leachate system (as well as adhere to all the other post closure requirements) so as to
eliminate the frequent crises situations occurring at this landfill. '

Via a phone conservation with Jim Brady (from the BMMA) it was learned that Wastex, Inc., test
samples from the two basins yielded the following results:

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This repont @ tormal
notification of any violations observed during the inspection. Additional notification of violations may be issued conceming either violstions ~oted
herein, or other violations identified as a result of review of laboratory analyses or Department records. )

This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be desmes W grast or
imply immunity from legal action for any violation noted herein.

Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowtedge Tt the
person was shown the report or that a copy was left with the person. B .

Person interviewed (signaturg) f Zae m\u,lu[ Z/ ‘}}’MAIMI M Date__) I R f " A’
Inspector (signature) { . Date_") / 1 L 9\

Page L o 1




R-WM-129: Rev. 12/93 . -
. COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL RESOURCES
BUREAU OF WASTE MANAGEMENT '

INSPECTION REPORT COMMENTS

Dates of inspection 3/17, 3/18,3/19.3/20,3/21,3/22 ,3/23,3/24,3/5  Identification Number PAD 048603005 |
4/3,4/13,4/19,4/20,4/25.4/26 5/2.5(4, 1995

Company/Facility/Site name _Boyertown Sanitary Disposal o, Inc. (“BSD")

April 3,1995 [ visited the landfill to observe the lagoons. - Basin ‘B’ appee.red to be three-quarters
' empty. The raw lagoon had a freeboard of about 1 to 3 inches, by a visual observation.

April 13,1995 1 visited the landfill to observe the 1agoons Basin ‘B’ was full, that is , with the :

required two (2) feet of freeboard. Presumably , Basin’B’ was filled with leachate from
the raw leachate lagoon. Leachate is pumped from the raw lagoon through the onsite ‘pretreatment’ plant,
and then to either Basins ‘A’ or ‘B’.  The raw. leachate lagoon 1tself had a minimum freeboard of 6 to 8
inches, by visual observation. This was ‘not the tWo (2) ‘feet requlred by the field comphance order of
3- 22 95, but 1t was the most freeboard since the crisis began on 3-17- 95 -

-1 ) 25 Pa Code 265. 91(d)(2) “Monitoring wells locked”

Comment Momtormg Well no. nine (9) was reported to have no cap lock during the mspectlon of
3-23-95. On 4-13-95 this well was again observed to be lacking a lock. Pictures were

taken of this well.

April 19,1995 Boyertown Landfill was visited by four PA DER personnel:

‘ Matthew Aresary -engineer

: This inspection report is notiee of the findings of an |nspection conducted by a representatwe of the Department This repon ] formal
" notification of any violations observed during the inspection. Additional notification of violations may be ssued coneemlng either violations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records. - .
This report does not constitute an order or other appealable action of the Department Nothing contamed herein shall be deémed to grant or

|mply immunity from legal action for any violation noted herein.

Signature by the person interviewed does not necessarily imply eoneurmnco with the ﬁndmgs on this repon but does acknowbdoo that the .

‘person was shown the report or that a eopy was left with the person.

,Person interviewed (slgnaturo) CJ% /)—ruuM ﬁ" ’;VM/(I/» }M Date ‘}

J 9\
l

1
Inspector (signature)__ _ ?’J& S Date 7/ ll

_'» L Page O of J




R-WM-129: Rev. 12/93
: COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL RESOURCES
BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Dates of inspection _3/17, 3/18.3/19,3/20,3/21,3/22 ,3/23,3/124,3/S  Identification Number PAD 048603005

Company/Facility/Site name _Boyertown Sanitary Disposal Co., inc. (“BSD")

4.) 25 PaCode 265.226( 1») “Surface impoundment freeboard level inspected daily”
5.) 25PaCode265.226(2) “Surface impoundment, including dikes and vegetation surrounding the dike
inspected once each week.

_Comment: BSD failed to maintain two feet of freeboard in the raw leachate lagoon, and failed to produce
daily records to show that the landfill and impoundments are being maintained properly. Thus
BSD is considered in noncompliance with its inspection requirements.

In addition to the above violations , one observation was made which is listed as bemg a non-detenmned”
compliance issue: o

"~ 25 PaCode 273.201(0)(2) “Gas plan implemented”

Comment; It was observed that the flare house, located at the southeast corner of the landfill was not
being utilized. The door of this shack had been completely banged in, allowmg easy entry
by unauthorized personnel. At time of our visit the flare was not working.

March 24/25,1995 BMMA, received the chemical analyses ( from Wastex Lab) of treated leachate from
_ Basin ‘B’. After reviewing the data, the BMMA personnel decided that this leachate
was suitable for discharge to the municipal treatment plant. The pump was turned on, and the draining of
Basin ‘B’ was begun. Because of the slow flow rate, it would take nearly a week ( 7 days) to completely

empty this basin.

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued conceming either violations noted
herein, or other violations identified as a resuit of review of laboratory analyses or Department records.

This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to grant or
imply immunity from legat action for any violation noted herein.

Signature by the person interviewed does not necessarily imply concurrenca with the findings on this report, but does acknowiedge that the .
persor, was shown the report or that a copy was left with the person.

Person interviewed (signature) C’% /rMJ/U[ - Tromum 9‘/,,4@_/' Date j 1] {

Inspector (signature)___ ‘Mé M - - Date 7/ 1/ ‘E)S—
M Page l of |7




R-WM-129: Rev. 12/93 ’
COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL RESOURCES
BUREAU OF WASTE MANAGEMENT " -

INSPECTION REPORT COMMENTS

Dates of inspection 3/17, 3/18,3/19,3/20,3/21,3/22 .3/23.3/24.3/5  Identification Number PAD 048603005

Company/Facility/Site name Boyertown Sanitary Disposal Co., Inc. (“BSD")

lagoon,, in accordance with Section 265.222-of the Department’s Hazardous Waste Management regulations.

March 23,1995 Carol Sharp, Jay Maneval , and I visited BSD, for the purpose of measuring the freeboard
around the raw leachate lagoon. The freeboard is the vertical distance between the 1

~ waterline and the spot where the liner meets the surrounding grass and dirt. The freeboard measured by

- C.Sharp and J. Maneval ranged from 0 inches to 12 inches.

) o ile
ik e R JAEL S L

1.) 25Pa Code 265. 91(d)(2) “Momtormg wells locked”

Comment: It was observed that well no. nine (9) had no lock. It appeared that the haSp had been npped
off The cap of thrs well was easily removed by hand . '

2) 25PaCode 265 73(a)(b) “Operatmg record”
3.) 25PaCode 273 311(a) “Daily records kept”

Comment Daily operatronal records were not available at time of mspectron Past records had been

. taken from the cabinet and thrown on the floor during an act of vandalism. Some of the
papers were smeared with oil. BSD personnel indicated that daily records have not been kept smce ‘the
vandalism that occurred durmg the Christmas holiday.

This mspectton report is notice of the findings of an inspection conducted by a representative of the Department. Thls repon c kxmal
notification of anly violations observed during the inspection. Additional notification of violations may bae issued concemlng either violabons: noted
. herein, or other violations identified as a result of review of laboratory analyses or Department records.
This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deomod to gnn( or
imply immunity from legal action for any violation noted herein.
Signature by the person interviewed does not necessarily imply concurrence with the findings on this report but does ad(nowlodgo that the
person was shown the report or that a copy was left with the peérson.

Person interviewed (slgnaturo) C’?ﬁy /nww&d/ /tv 77’0(/(/&» qu-ml pate_ 1| 1] -
' )
1

_ Inspector (signaturo) ’ C W yyn Date__/ ” 2




R-WM-129: Rev. 12/93
COMMONWEALTH OF PENNSYLVANIA

DEPARTMENT OF ENVIRONMENTAL RESOURCES
BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Dates of inspection 3/17, 3/18,3/19,3/20,3/21,3/22 3/23,3/24,3/5 Identification Number PAD 048603005
. 413,4/13.4/19,4/20,4/25.4/26,5/2,.5/4, 1995

Company/Facility/Site name _Boyertown Sanitary Disposal Co., Inc. (“BSD")

March 19,1995  Carol Sharp visited the landfill. No BSD personnel were observed to be present. She
reported that the water level was below the top of the berm.

March 20,1995. PA DER Water Quality Specialist Jay Maneval and I conducted water sampling at BSD.’
On this date the stream (minister creek), the storm water
sedimentation pond, and the outfall from this pond were sampled.

March 21,1995  Jay Maneval and I continued sampling at BSD. On this date, treated

, leachate lagoons 9 Basin A and Basin B, were sampled. The raw leachate lagoon was
also sampled. I drove the samples to the PA DER laboratory in Harrisburg. The samples were
received by chemist Dennis Neuin. The samples were analyzed for various inorganic constituents, including,
but not limited to metals , cyanide, biological oxygen demand (bod), and pH. These parameters are
covered under PA DER Bureau of Laboratories Code “210”.  Analyses specified under this code was
chosen to satisfy the request from the BMMA that tests be performed on those parameters that are found
in the Environmental Protection Agency’s (EPA) Table ‘A’ analyte list.

March 22,1995  Carol Sharp and Solid Waste Supervisor Robert France hand delivered a field compliance
order to Mr. Warren Frame , the owner of Boyertown Landfill (BSD).

This order required Mr. Frame toymaintain a minimum freeboard level of two (2) feet in the raw leachate

lagoon , in accordance with Sectidp 265.222 of the Department’s Hazardous Waste Management regulations.

Q e, p) and

) This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This repont » formal
notification of any violations obseérved during the inspection. Additional notification of violations may be issued conceming either vioistions noted
herein, or other violations identified as a result of review of laboratory analyses or Department records.

This report doas not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemaed to grant or
imply immunity from legal action for any violation noted herein.

Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowledge that the
person was shown the report or that a copy was left with the parson.

Person interviewed (signature) _; C’?/‘v /)r\JWCUI ,t,— ’)L_MJV/» }M Date 1 7J 95

Inspector (signature)

Date ’711‘7:1‘6) \
Page _] of |




R-WM-129: Rev. 12/93 1
C COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL RESOURCES
BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Dates of inspection’_3/17. 3/18,3/19.3/20,3/21,3/22 ,3/23,3/24.3/5 ~ _ Identification Number 'PAD 048603005
4/3.4/13.4/19,4120,4125.4126,5(2.5/4, 1995 . A

Company/Facility/Site name _Boyertown Sanitary Disposal Co., Inc. (“BSD")

Comment: By allowmg the raw leachate-lagoon to overflow, BSD is in noncompliance with the
“these regulations. ( The overflow situation was corrected on 3-18-95, but the required
two(2) feet of freeboard was not attarned in the period of time covered by this report.)

3) 25Pa Code 265.56 “Emergency procedures: notification of designated response facilities and the
subsequent containment and cleanup of a fire, explosion, emission or drsgh.arge_.
e e UL LSRR O ol
Comment BSD personnel did not notlfy the Departrnent of the discharge of leachate when the raw
lagoon overflowed. Also BSD did not initiate any remedial action to contain the overflow.

It was PA DER personnel who first reported and responded to thrs drscharge

4) 25 PaCode 270.1(a) and |
Act 97, Section 401(a) - “No person or municipality may operate a hazardous waste drsposal fac1lrty
without first obtaining a permit from the Department » o

Comment BSD was in v101at10n of the above regulatron/statute when it allowed its hazardous waste
leachate unpoundment to overﬂow

March 18,1995 In Carol Sharp s inspection report of 3/18/95 she states that she observed Mr. Frame .
pumping raw leachate from the lagoon into a tanker truck. ‘

- This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued conceming either viclations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records. *

This report does not constitute an order or other appealable action of the Department. Nothing eontalned herein shall be deemed to grant of
imply immunity from legal action for any violation noted herein.

Signature by the person interviewed does not necessarily imply concurrence with the ﬁndmgs on this report but does aeknowtedq. that the
person was shown the report or that a copy was left wrth the person.

Person interviewed (slgnaturo) Z% /bub&/ Ié- OV:LWA, )’/u/mL Date__/ l 1 } 9<
' Date 7{1[ 'II/ 7:

e » Page _( of |1

Inspector (signature)




R-WM-129: Rev. 12/93
COMMONWEALTH OF PENNSYLVANIA

DEPARTMENT OF ENVIRONMENTAL RESOURCES
- BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Dates of inspection _3/17, 3/18,3/19,3/20,3/21,3/22 ,3/23,3/24 3/5 Identification Number PAD 048603005
4/3.4/13,4/19.4/20.4/25,4/26,5/2,5/4, 1995

Company/Facility/Site name _Boyertown Sanitary Disposal Co., Inc. (“BSD")

The following is a summary of visits to Boyertown Landfill from March to May, 1995.
At the end of this report are listed the violations of the Pennsylvania Hazardous Waste and Residual waste
management regulations.

March 17,1995  Relevant to the inspection report of 3/17/95, PA DER Compliance Specialist Carol Sharp
first observed that BSD’s raw leachate lagoon was overflowing. No BSD personnel were onsite. Back in the
office later the same day, the Department held an emergency meeting on how to resolve this situation.  The
owner of BSD, Mr. Warren Frame, could not immediately reached by phone.. The Berks-Montgomery
Municipal Authority (BMMA) was contacted. BMMA operator Jim Brady stated that he could not accept
treated leachate until BSD conducted a chemical analyses of the treated leachate and submitted them to
BMMA. In particular, the BMMA was concerned with the concentration of cyanide(CN-).

At about 6:15 PM Mr. Frame was contacted by phone and informed that the BSD raw leachate lagoon was
overflowing. He agreed to bring liquid tanker trucks onsite to temporarily store some of the leachate
an attempt to stop the overflow. -

Violations O! I

1) 25PaCode265.222 “Hazardous Waste surface impoundments shall be maintained to prevent over-
flowing and the impoundment shall have a minimum freeboard of two (2) feet”.

2) 25 PaCode 265.310(c)(3) “Closure and Postclosure maintenance & monitoring of the leachate
collection, removal, and treatment system.”

This inspection report is notice of the findings of an inspection conductsd by a rapresentative of the Department. This report = fomal
notification of any violations observed during the inspection. Additional notification of violations may be issued conceming either viciations noted
herein, or other violations identified as a result of review of laboratory analyses or Depaitment records.

This report does not constitute an order or other appealable action of the Department. Nothing contained hersin shall be deemed to grant or

imply immunity from legal action for any violation noted herein.
Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowiedge that the

person was shown the report or that a copy was left with the person.

L Tyarher. Frarn.  vae 1] 1199
Date_1/7] 95

Page 5 ot1]

Person interviewed (signature)

Inspector (signature)




ER00E-310: Rav. 1133

COMBAONWEALTH OF PENNSYLYAMIA
DEPARTMENT OF ENVIRONMENTAL RESOURCES
SUREAU OF WASTE MANAGEMENT

HAZARDOUS WASTE INSPEWdN REPORT
TSD FACILITIES - SURFACE IMPOUNDMENTS

SiteName __ [0YERT0 wil IDNumber PAD 04 8( 03405 Date
LARPFILL |
1-No Violation Observed  2-Not-Applicable  3-Not-Determined  4-Non-Compliance
STATUS CHAPTER LINE
1/2]3]a REQUIREMENT QTATION | NUMBER
Surface impoundment managed to maintain at least 60 cm (2ft.) of. | 265.222 H366
freeboard
Protective cover on earthen dikes, such as suitable vegetation, rock  |265.223 H367
)( rip-rap or non-erodible material to minimize wind and water erosion
Waste analysis and/or trial tests conducted when hazardous wastes  |265.225(a) H368
substantially different from wastes previously treated or stored, or
X when hazardous waste is chemically treated with a substantially
different process than any previously used in thatimpoundment
X |Freeboard level inspected once each operating day 265.226(1) H369
Surface impoundment, including dikes and vegetation surrounding | 265.226(2) H370
X | the dike, inspected once each week
‘ Placement of ignitable or reactive waste only with Department's 265.229 H371
X “|approval _
y Precautions taken for handling ignitable, reactive or incompatible  1265.230 H372
material
X Closure and post-closure requirements complied with 265.228(a-c) H373

q_ Page __ of _



Hazardous Waste Inspection Report
TSD Facilities-Part B

1-No Violation Observed  2-Not-Apoplicable  3-Not-Determined  4-Non-Compliance

STATUS '
R REQUIREMENT CHAPTER ATATION
1121314
. | Approved groundwater sampling and analysis plan developed and 265.92(a)
X limplemented
X |Adequate protection for groundwater monitoring wells 265.92(d)
“* Groundwater quality assessment and abatement outline on the premises 265.93(a)
X Closure plan on the premises and up-to-date 265.112(a}
Y Post-closure plan on the premises and up-to-date 265.118(a)
X Annual closure cost estimate on the premises and up-to-date 265.142(a)
)( Annual post-closure cost estimate on the premises and up-to-date : 265.144(a)
X CLOSVREZ > POST (LOSVRE LENCHAE
;‘ HARNPAEHENT REQUIREHENTS 265 . 3100)(3)
X ALOSURE o PoST CLoSURE CROUND WTER

HONLTORINA ?EQ“'?E”E“T& __205.310(e)(2)

".3- Page ___of




Huardoos Waste Inspection Report
TSD Facilities - Part8

1-No Violation Observed  2-Not-Applicable  3-Not-Determined  4-Non-Compliance

STATUS
21314 ) REQUIREMENT CHAPTER OTATION
Facility equipped with fire control, spill control, and decontamination 265.32(3)
*| |equipment
Facility equipped with water at adequate volume and pressure to supply fire |265.32(4)
control equipment
Facility communications or alarm systems, fire control, spill control, and 265.33
decontamination equipment tested and maintained
‘{/ Adequate aisle space maintained to allow unobstructed movement of 265.35
personnel and equipment during emergencies
X | Contingency plan onsite and implemented A/ ~p 2(5. 5 ¢ 265.51(a)
Contingency plan describes action taken by personnel in the event of an 265.52(a)
emergency : .
Contingency plan describes arrangements agreed to for outside emergency | 265.52(c)
services such as police and fire department, hospitals, contractors, etc.
Contingency plan contains an up—to—date list of names, addresses and phone | 265.52(d)
numbers of all persons qualified to act as emergency coordinator
Contingency plan contains list of emergency equipment including location,  |265.52(e)
physical description and capabilities of each item
Contingency plan contains an evacuation plan if there is a possibility that 265.52(f)
evacuation could be necessary
Emergency coordinator designated and on the premises or on call 265,55
; Facility acceptihg only PA manifests 265.71(3)
\ . |Manifest properly completed and routed within time limits 265.71(b)}{(<)
W *Manifest discrepancies resolved or reported within time limits 265.72(b)
X | Written operating record maintained on the premises 265.73(a).
\( Written operating record contains description and quantity of wastes and 265.73(b)(1)
¢ method of treatment, storage or disposal
Written operating record contains location and quantity of each hazardous  |265.73(b)(2)
waste
Written operating record contains results of waste analyses and treatability  |{265.73(b)(3)
tests
Written ope'rating record contains reports and details of all incidents 265.73(b)(4)
; Written operating record contains records and results of all inspections 265.73(b)X(S)
f Written operating record contains required monitoring, testing, and 265.73(b)(6)
! analytical data
‘ - | Written operating record contains closure and post-closure cost estimates 265.73(bX7)
All records retained on premises and available for inspection 265.74(a)
N/ [Quarterly reports submitted to DER 265.75(a)
Emissions, discharges, fires, explosions, and groundwater contamination 265.77(a)
)( reported as required
X Groundwater monitoring wells located at approved sites 265.90(b)

.2-
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ER-WA-302: fev. 1143

ot

COMMONWEALTH OF PENNSYLVANIA
DEPAATMENT OF ENVIRONMENTAL RESOQURCES
SUREAU OF WASTE MANAGEMENT

HAZARDOUS.WASTE INSPECTION REPORT
TSD FACILITIES - PART B

s.-z.u"m BorepTow)) LNDEL- iDNumber PAD 04 6( 03005 Date

Hazardous Waste Inspection Report
TSD Facilities - Part 8
1-No Violztion Observed  2-Not-Applicable  3-Not-Determined _ 4-Non-Coripliance
STATUS
sl2ls REQUIREMENT CHAPTER QTATION

Part A permit application submitted 265.1(b)

X ' 265.431(2)
identification number 26S.11
Wastes accepted at facility transported by haulers licensed by DER to * ]1265.11(a)
transport hazardous waste
Waste streams not covered by permit approved by DER before acceptance 265.13(a)
Chemical and physical analysis repeated as required 265.13(2)(1-3)
All waste shipments inspected and analyzed when necessary 265.13(b)
Waste analysis plan on-site 265.13(c)
24 hr. surveillance at active portion 265.14(bX1)
Artificial barrier around active portion 265.14(bX2)
Proper signs posted at each entrance, minimum 4 inch Iettenng 265.14(c)
Facility inspection schedule on-site : 265.15(bX1)
Maintenance schedule onsite for equipment or structures whcch reveal ' 1265.15(d)
deterioration or malfunction
Immediate remedial action taken where a hazard isimminent or has aiready |265.15(d)
occurred
Approved on the job or classroom personnel training program implemented |265.16
Records retained for each employee at facility of training, job title, and job  |265.16(f);(g)
description '
Ignitable or reactive wastes separated from source of ignition or reaction | 265.17(a)

{ No smoking signs displayed where there are hazards from ignitable or 265.17(a)
reactive wastes
Treatment, storage, disposal of ignitable or reactive wastes or mixing of 265.17(b)
incompatible wastes or materials conducted according to requirements
Facility maintained/operated to minimize possibility of fire, explosion, or 265.31
discharge of hazardous waste or hazardous constituents
Facility equupped with internal alarm capable of provudmg immediate 265.32(1)
emergency instruction to personnel

\'/ Device for wmmonmg outsude emergency assustance avanlahe at scene of 265.32(2)
operations shg e s

2 Page __of



Corrclsanie

ER-WM-302: Rev. 1238
PartA
) COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL RESOURCES
BUREAU OF WASTE MANAGEMENT

HAZARDOUS WASTE INSPECTION REPORT
3|, 2is, 319, 3fee SD FACILITIES - PART A
3, 32T 323, )3y, 3125, 413, 4 /i3, 419, /2 4[zS, %[z

C.Onper

Date of Inspection §!L ) ! 4 1995 Timestart Time finish

7
Name of Inspector A H ARLIE FEES

Company, installation name BoYERT ewN I‘N,mE[L(.
Location___3°0 MHERKFL RD. Luseppsvieee  PA. 19SS

County__ [1oNTAOHERY Municipality _ DOVELACS Twp.
identification number_ LPA | D PoD 048603005

Name of responsibie official WARREN FRAHE

Title 0\ \\ER PRE S\DEWUT

Mailing Address 1205 PoTiSTown PIFE LLEN00LE PA,

19343

Area code and telephone number (Clo) 458-S300

Name of person interviewed BYReWw WENLER

Title ASSISTANT

Mailing address (if different from above)

Area code and telephone number

1. Site characterization:

a. (R Treatment - [Jsurface impoundments Ochemical [3physical X biological
b. BjStorage-  [Jcontainers O tanks A surface impoundments [Jwaste piles

¢. [JDisposal - [Jland treatment Olandfill Oincineration O thermal

d. OUse ' Oreuse a recyclé Oreclaim
2.  Does the facility generate hazardous waste? [R Yes [] No

3.  Types of hazardous waste produced by Hazardous Waste Number:
Fo39 MuLT|- SOVREE LEACHATE

4. Are hazardous wastes transported off-site by the facility? [ Yes 3 No

treatment



ER-WM-129: Rev. 10/96
COMMONWEALTH OF PENNSYLVANIA
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Date of Inspection 8 September 2004 Identification Number PAD048603005
Company/Facility/Site Name Boyertown Sanitary Disposal (BSD)

A hazardous waste TSD inspection was conducted on Thursday September 9, 2004 by Gerry Radomski,
Waste Management Specialist, and Dennis Harney, Compliance Specialist with the Department. Mr. Warren
Frame, Preseident of BSD, was present during the inspection.

The following observations were noted:

1) Both of the treated leachate lagoons and the raw leachate lagoon had the 2 feet of required freeboard.
The liners of these lagoons determined to be leaking by BSD have not been repaired.

2) Neither the main flare, the temporary candle flares nor the newly installed flare system were
operating during the inspection. There was a moderate landfill gas odor noted in the area of the
leachate treatment plant.

3) The new gas destruction system has been test run.

4) BSD has not submitted to the Department quarterly groundwater monitoring results since the fn st

quarter of 2003.

The following violations were noted:

1) Failure to report to the Department the quarterly groundwater monitoring results for the second
quarter of 2003 through the second quarter of 2004 for the parameters hsted in 40 CFR§ 264.98.
This is contrary to 25 Pa Code § 264a.97(2)(ii). ‘ o

2) By failing to repair the leachate lagoon liners and by failing to collect and flare gas from the landfill,
BSD has failed to control the escape of leachate and hazardous waste decomposition products to the
environment. This is contrary to 40 CFR §§ 265.111.

In summary, two violations were noted during the inspection. The results of the inspection were reviewed
with Mr. Frame during the inspection. A copy of this report was retained by the facility.

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued concerning either violations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records.

This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to grant or
imply immunity from legal action for any violation noted herein.

Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowledge that the
person was shown the report or that a copy was left with the person.

Person intérviewed (signature) Z; A - /P Date (7/ 7 / 0%
Inspector (signature) é /Vé/ /i % - Date / g / G4

Page of




2510-FM-LRWMO0306 Rev. 8/95
. COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - LANDFILLS

Site Name ___ <HC ID Number _fANQ L2005 Date 9/.9,/0 4

1-No Violation Observed  2-Not-Applicable 3-Not-Determined 4-Non-Compliance

STATUS , ' . CHAPTER LINE
1121314 REQUIREMENT CITATION NUMBER
X Run-on diverted away from the facility 265.302(a)(1) H425

Run-off collection system properly designed, constructed, operated |265.302(a)(2) H426
X and maintained ' o
Run-off collected from the active portions and managed asa 265.302(a)(2) H427
x hazardous waste if it is a hazardous waste ,
X ' Facility is managed to prevent wind dispersal of hazardous waste 265.302(a)(4) H428
The exact location and dimension, including depth of each cell with |265.309(1) H429
X. respect to permanently surveyed benchmarks kept on map in .
- |operating record . .
x The contents of each cell and the approximate location of each 265.309(2) H430
hazardous waste type within each cell kept in operating record
X Closure and post-closure requirements complied with ' 265.310 H431
, Ignitable and reactive wastes disposed with Department approval 265.312 H432
Precautions taken for the disposal of incompatible wastes and 265.313 * H433
x materials C e o ‘ -
X Hazardous wastes disposed contain”g-reater'than:ib%-solids content--1265.314 - - - " H434
by dry weight, are not flowable and do'not contain free-liquid ~:" *:fz.. -~ -
X Empty containers crushed flat, shredded or similarly reduced in 265.315 H435
volume before disposal :

R cledPaer ’ .
ecy PET { -1- Page of



2500-FM-LRWMO0302 Rev. §/99

Part B
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
PA CIT. FED CIT. LINE
123 4 REQUIREMENT 25 PA CODE 40 CFR NO.
> Closure plan on the premises and up-to-date 265a.1 265.112 H250
x Post-closure plan on the premises and up-to-date 265a.1 265.118 H251
x Annual closure cost estimate on the premises and up-to- 264a.1 265.142 | H252
“| |date . 265a.1 . 264.142
Iy | Annual post-closure cost estimate on the premises and ‘264a.1 264.144 H253
up-to-date | 265a.1 265.144

Page of




2500-FM-LRWMO0302 Rev. 5/99

Part B
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS '
PA CIT. FED CIT. LINE
123 4 REQUIREMENT 25 PA CODE 40 CFR _NO.
* Emergency coordinator designated and on the premises 264a.1 264.55 H232
or on call 265a.1 265.55
X Only Department approved manifest used, unless 264a.71 H233
manifest not required by 40 CFR 262.20(e) 265a.71 _
x Manifest properly completed and routed within time limits 264a.71 -1 264.71(a)(b) H234
265a.71 265.71(a)(b)
Manifest discrepancies resolved or reported within time 264a.1 264.72(b) H235
x limits 265a.1 265.72(b)
X Written operating record maintained on the premises 264a.1 264.73(a) H236
) 265a.1 265.73(a)
Written operating record contains description and quantity 264a.1 264.73(b)(1) H237
X of waste received and method of treatment, storage or 265a.1 265.73(b)(1)
disposal ,
x| Wiritten operating record contains location and quantlty of 264a.1 264.73(b)(2) H238
' each hazardous waste 265a.1 265-73(b).(2) -
S( Wiritten operating record contains results of waste 264a.1 264.73(b)(3) H239
: analyses and treatability tests 265a.1 26'5.73(b)(3)
>i Written operating record contains reports and details of all 264a.1 264.73(b)(4) H240
incidents that required implementing the contingency plan 265a.1 265.73(b)(4)
Y Written operating record contains records and results of 264a.1 264.73(b)(5) H241
{7 | |allinspections - w0 7 |265a.1 264.73(b)(5)
X Written operating record_contains reqmred momtonng, ‘1-264a.1- 264.73(b)(8) H242
: testing and analytical data 265a.1 265.73(b)(6)
Written operating record contains closure and post-closure 264a.1 264.73(8) H243
x cost estimates . 265a.1 265.73(8)
All records retained on premises and availabie for . . 264a.1 264.74 H244
X inspection ' 265a.1 265.74
X Biennial reports submitted on the Department'’s version of 264a.75 26475 ‘H245
‘ EPA Form 8700-138 . 2652.75 265.75
X Emissions, discharges, fires, explosions and groundwater 264a.1 264.77(a) H246
contamination reported as required - 265a.1 265.77(a)
X Groundwater monitoring wells located at approved sites 265a.1 265.91 H247
>( Approved groundwater sampling and analysis plan 265a.1 265.92(a) H248
developed and implemented ]
X Groundwater quality assessment outline on the premises 265a.1 265.93 H249

Page of
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2500-FM-LRWM0302 Rev. 5/99

Part B .
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS
PA CIT. FED CIT. LINE -
1 23 4 REQUIREMENT 25 PA Code 40 CFR NO.
Ignitable or reactive wastes separated from source of 264a.1 264.17(a) H216
X ignition or reaction 265a.1 265.17(a)
No smoking signs displayed where the there are hazards 264a.1 264.17(a) H217
X from ignitable or reactive wastes 265a.1 265.17(a)
Treatment, storage, disposal of ignitable or reactive wastes | 264a.1 264.17(b) H218
X or mixing of incompatible wastes or materials conducted 265a.1 265.17(b)
' according to requirements
, Fécnllty' maintained/operated to minimize possibility of fire, 264a.1 264.31 H219
X explosion or discharge of hazardous waste or hazardous 265a.1 265.31 ’
constituents
X Facility equnpp_ed with internal alarm capable of providing 264a.1 264.32(b) H220-
immediate emergency instruction to personnel 265a.1 265.32(b)
.. Device for summoning outside emergency assistance 264a.1 264.32(b) H221
ks available at scene of operations 265a.1 265.32(b)
Facility equipped with fire control, spill controf and - 264a.1 264.32(c) H222
SRl P2 decontamination equipment - 265a.1 265.32(c) o
. Facmty equ1pped with water at adequate volume and 264a.1 264.32(d) H223
R pressure to.supply fire control equipment 265a.1 265.32(d) - _
Facility communications or alarm systems, fire control, 264a.1 264.33 H224
X|:7| |spill control and decontamination equipment tested and 265a.1 264.33
maintained _
Adequate aisle space maintained to allow unobstructed 264a.1 264.35 H225
X movement of personnel and equipment during 265a.1 265.35°
emergencies 1
N | Contingency plan onsite and implemented | 264a.1 " 264.51 H226
‘ 265a.1 265.51
. Contingency plan describes actin taken by personnel in 264a.1 264.52(a) H227
X the event of an emergency 265a.1 265.52(a)
; Contingency plan describes arrangements agreed to for 264a.1 264.52(c) H228
X outside emergency services such as police and fire 265a.1 265.52(c)
department, hospitals, contractors, etc.
Contingency plan contains an up-to-date list of names, 264a.1 264.52(d) H229
x addresses and phone numbers of all-persons qualified to 265a.1 265.52(d)
.| act as emergency coordinator . ,
Contingency plan contains list of emergency equipment 264a.1 264.52(¢e) H230
* including location, physical description and capabilities to 265a.1 265.52(e)
each item_
X Contingency plan contains an evacuation plan if there is a 264a.1 264.52(f) H231
possibility that evacuation could be necessary 265a.1 265.52(f)
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2500-FM-LRWM0302 Rev. 5/99

PartB ’
. COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT
HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - PART B _
Site Name ___8<A2C ID Number _/A)Q0 %8 {0200 5~ Date ,9/ ,9,494
Hazardous Waste Inspection Report '
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS ' ‘
PA CIT. FED. CIT. LINE
1 23 4 REQUIREMENT 25 PA Code 40 CFR NO.
X Part A permit application submitted 265a.1 265.1(b) H200
x | Identification Number 265a.11 | 264.11 H201
X Wastes accepted at facility transported by haulers licensed | 264a.11 H202
by DEP to transport hazardous waste 265a.11
Waste streams not covered by permit approved by DEP 264a.13 H203
)( before acceptance 265a.13
>< Chemical and physical analysis repeated as required 264a.13 264.13 H204
- . : : : 265a.13 265.13 o
X 17 AII waste shipments mspected and analyzed when 264a.13 . | 26413 ~. H205
1 necessary 265a.13 265.13 .
% Waste analysis plan on-site 264a.1 264.13(b) "H206
: 265a.13 265.13(b)
)( 24 hr. surveillance at active portion _264a.1 264.14(b)(1) H207
265a.1 265.14(b)(1)
X Artiﬁ_cia_l barrier around ,aet_ive pg_c;iqn T | 264a.1 | 264.14(b)(2) H208
: e s e i ”. RN ~ | 265a:1 265.14(b)(2)
X 1 Proper signs posted at each entrance mmlmum 4 mch -~ 264a.1 264.14(c) H209
lettering 265a.1 265.14(c)
Y Facility mspection, schedule on-site 264a.1 264.15(a)(1) H210
. L , 265a.1 265.15(b)(1) , ,
Facility construction schedule submitted to Department for | 2543 15 H211
X inspection and approval 265a.15
Maintenance schedule onsite for equipment or structures 264a.1 264.15(c) H212
X which reveal deterioration or malfunction -. 265a.1 265.15(c)
% Immediate remedial action taken where a-hazard is 264a.1 264.15(d) H213
| imminent or has already occurred 265a.1 265.15(d)
% Approved on the job or classroom’ personnel tralnlng 264a.1 264.16 H214
: program implemented . 2653.1 265.16
¥ Records retained for each employee at facility of training, 264a.1 264.16(d) H215
job title and job description 265a.1 | 265.16(d)
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2500-FM-LRWM0302 Rev. 6/99

Part A
COMMONWEALTH OF PENNSYLVANIA
D DEPARTMENT OF ENVIRONMENTAL PROTECTION
ity / g BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT
HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - PART A
Date of Inspection __ ¢ / '9 / (&) 4 Time start Time finish

Name of Inspector __ GERCRY  BAIO7SAK/

Company, installation name _ BQfEL 7oA SANI TALY A ,o578 (O (R )
Location ___ 200 pIERKEC [P0

County Mo TEor?ER Municipality _ Joo/ce 78S TaAr”
Identification number 240 Q4R TO2005

Name of responsible official WARLEN  FRAr7&

Title LRESIBEN T

Mailing Address /205  LOFISTONN _Lréeés CLENITORE ] [I2F L2
Area code and telephone number ___ /0 - 22/~ /22&

Name of person interviewed WARREN  FRZ 7&

Mailing address (if different from above)

Area code and teleﬁﬁbne number

1. Site Characterization: [ |  Treatment [[] storage X Disposal
Check all that apply:

[J  surface impoundments 0 tanks O incineration

[J chemical treatment ] containers O BIF

0 physical treatment ]  waste piles ] recycle

IY  biological treatment [0 containment bldg. X landfill

] Other Specify

2. Does the facility generate hazardous waste? []Yes [XINo

3. Types of hazardous waste produced by Hazardous Waste Number:

4. Are hazardous wastes transported off-site by the facility? ] Yes B No

Page of




ER-WM-129: Rev. 7/95
Commonwealth of Pennsylvania
Department of Environmental Protection
Bureau of Land Recycling & Waste Management

Inspection Report Comments

Date of Inspection August 2, 2005 Identification Number PAD000429589

Company/Facility/Site GROWS Landfill

ensure that it obtains the signed return manifest for its shipment of hazardous waste within 30 days of shipment. The
signed copies were at the WWTP and were not viewed during the inspection.

7. The daily, weekly, and monthly inspection reports and operational logs for the treatment plant, roll-offs,
tanks, pad, safety equipment, etc. as well as the PPC Plan were reviewed.

No violations were noted during the inspection.

This inspection report is notice of the findings of an inspection conducted by a representative of the
Department. This report is formal notification of any vicolations observed during the inspection.
Additional notification of violations may be issued concerning either vicolations noted herein, or other
violations identified as a result of review of laboratory analyses or Department records.

This report does not constitute an order or other appealable action of the Department. Nothing
contained herein shall be deemed to grant or imply Iimmunity from legal action for any violation noted
herein.

Signature by the person interviewed does not necessarily imply concurrence with the findings on this
report, but does acknowledge that the person was shown the report or that a copy was left with the person.

Person interviewed (51gnatureW Date ? X ~S

Inspector (signature) %4/ C&ﬂ% / Date }}@/@-ﬁ
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ER-WM-129: Rev. 7/95
Commonwealth of Pennsylvania
Department of Environmental Protection
Bureau of Land Recycling & Waste Management

Inspection Report Comﬁents

Date of Inspection August 2, 2005 - Identification Number PAD000429589

Company/Facility/Site GROWS Landfill

A routine inspection of the hazardous waste activities occurring at GROWS Landfill located in Falls Township,
Bucks County was conducted on August 2, 2005, by Mr. Kevin Bauer of the Department. Mr. Don Demkovitz and
Mr. Doug Wood were present for the facility. The following observations were noted:

1. GROWS Landfill is a large quantity generator of hazardous waste, operates a wastewater treatment plant
(WWTP) under PBR for the treatment of F039 leachate, and is operating under a RCRA post-closure permit for the old
GROWS Landfill. The facility has a USEPA identification number of PAD000429589.

2. The old GROWS Landfill has a sprayed asphalt liner. Leachate from the old GROWS Landfill is gravity
drained to the WWTP. The leachate (F039), segregated from other leachate generated at the landfill, enters a collectior
sump. On average, 4300 to 4800 gallons of leachate from the old GROWS is generated daily. Grit is periodically
removed from the sump and placed into a grit-dewatering chamber. Leachate drained from this process is piped into the
plant. The grit-dewatering chamber was properly labeled, dated, and covered with a tarp. The tarp on one end of the
chamber is opened during sunny days to help dry the material. Within 90 days from placement of the grit into the
chamber, the grit is loaded into a roll-off and disposed as a hazardous waste (F039) at Model City, NY.

3. The hazardous leachate combined with leachate from the landfill is then treated in the plant. Operations at
the plant and the treatment process were reviewed and explained. The plant is limited to a 100,000 gpd average
discharge and is now treating about 80,000 to 87,000 gpd of leachate. Filter cake from the treatment process is placed
into a roll-off, labeled as hazardous waste, and placed onto a containment pad. Every 28 days, the filter cake is
sampled. If the samples meet the delisting criteria, the filter cake is handled as a residual waste and disposed at
GROWS. If the sample results are not back within 90 days or if it fails the delisting criteria, the material is handled as
a hazardous waste and disposed at Model City. It has been at least 10 — 12 years since this has happened.

4. Waste Management should remove weeds from and make repairs as needed to the roll-off containment pad.

5. Waste Management should look into recoating the ammonia stripping towers and the effluent storage tank.
Rust is forming on these tanks.

6. The facility utilizes three Safety Kleen parts washers (petroleum naphtha) at the WWTP and the truck
maintenance facility. Manifests for the disposal of the naphtha and the grit were reviewed. Waste Management should

This inspection report is notice of the findings of an inspection conducted by a representative of the
Department. This report is formal notification of any violations observed during the inspection.
Additicnal notification of violations may be issued concerning either violations noted herein, or other
violations identified as a result of review of laboratory analyses cr Department records.

This report deoes not constitute an order or other appealable action of the Department. Nothing
contained herein shall be deemed to grant or imply immunity from legal action for any violation noted
herein. ’

Signature by the person interviewed does not necessarily imply concurrence with the findings on this
report, but does acknowledge that the person was shown the report or that a copy was left with the person.

Person interviewed (signature) ;’ﬁ’/jjfbé& Date 7-2—05——
] 447'
Inspector (signature) M/f C,{?W Date ?/5(/67.5
! VA4
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2500-FM-LRWNM0302 Rev. 5/99

Part B
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
PA CIT. FED CIT. LINE

1 234 REQUIREMENT 25 PA CODE 40 CFR NO.
X\ Closure plan on the premises and up-to-date 265a.1 265.112 H250
X Post-closure plan on the premises and up-to-date 265a.1 265.118 H251
X Annual closure cost estimate on the premises and up-to- 264a.1 265.142 H252

date 265a.1 264.142
X Annual post-closure cost estimate on the premises and 264a.1 264.144 H253

up-to-date 265a.1 265.144
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2500-FM-LRWM0302 Rev. 5/99

\ ' Page % of ”

Part B
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3- Nst Determined 4 - Non Compliénce
STATUS ' | IR
R ' PA CIT. FEDCIT. LINE
1 2 34 REQUIREMENT 25 PA CODE 40 CFR - NO.
X Emergency coordinator deS|gnated .and on the premises. . . 264a.1 264.55 H232
oron call - : 265a.1 | 265.55 '
X Only Department approved manifest used, unless | 264a.71 ‘ H233
manifest not required by 40 CFR 262.20(e) | 265a.71
1X Manifest properly completed and routed within time limits 264a.71 264.71(a)(b) H234
' : L 265a.71 [265.71(a)(b) |
X Manifest discrepancies resolved or reported within time 1264a.1 264.72(b) H235
limits : 265a.1 265.72(b)
X Written operating record maintained on the premises 264a.1 | 264.73(a) H236
_ ‘ 265a.1 265.73(a)
X Written operating record contains descnptron and quantity 264a.1 264.73(b)(1) H237
of waste received and method of treatment, storage or 265a.1 265.73(b)(1)
dlsposal ‘ ‘ .
X ertten operating record contains location and quantlty of 264a.1 264.73(b)(2) H238
each hazardous waste A 265a.1 265.73(b)(2)
X Wiritten operating record contains results of waste | 264a.1 | 264.73(b)(3) H239
analyses and treatability tests 265a.1 265.73(b)(3)
X Wiritten operating record contains reports and details of all 264a.1 1264.73(b)(4) H240
incidents that required implementing the contingency plan 265a.1 265.73(b)(4) .
X Written operating record contains records and results of 264a.1 264.73(b)(5) H241
all inspections 265a.1 264.73(b)(5)
X Written operating record contains required monitoring, 264a.1 | 264.73(b)(8) H242
' testing and analytical data 265a.1 - | 265.73(0)(6)
X Written operating record contains closure and post-closure - | 264a.1 264.73(8) | H243
| cost estimates . 2652.1 265.73(8) '
X All records retained on premrses and avallable for 264a.1 264.74 H244
inspection 265a.1 265.74
X Biennial reports submitted on the Department s version of 264a.75 264.75 H245
EPA Form 8700-13B 265a.75 - 265.75 t
X Emissions, discharges, fires, explosions and groundwatér 264a.1 ) 264.77(a) H246
| contamination reported as required 265a.1 265.77(a)
X Groundwater monitoring wells focated at approved sites 265a.1 265.91 H247
X Approved groundwater sampling and anaIyS|s plan .| 265a.1 1265.92(a) H248
developed and implemented 7 : .
X Groundwater quality assessment outline on the premises 26'53.1 265.93 H249




2500-FM-LRWM0302 Rev. 5/99

Part B
Hazardous Waste Inspection Report
TSD Facilities - Part B ‘
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS
PA CIT. FED CIT. LINE
1234 REQUIREMENT 25 PA Code 40 CFR NO.
X Ignitable or reactive wastes separated from source of 264a.1 264.17(a) H216
ignition or reaction - | 265a.1 265.17(a)
X No smoking signs displayed where the there are hazards 264a.1 264.17(a) H217
from ignitable or reactive wastes 265a.1 265.17(a)
X Treatment, storage, disposal of ignitable or reactive wastes | 264a.1 264 .17(b) H218
or mixing of incompatible wastes or materials conducted 265a.1 265.17(b)
according to requirements
X Facility maintained/operated to minimize possibility of fire, 264a.1 264.31 H219
explosion or discharge of hazardous waste or hazardous 265a.1 265.31
constituents
X Facility equipped with internal alarm capable of providing 264a.1 264.32(b) H220
immediate emergency instruction to personnel 265a.1 265.32(b)
X Device for summoning cutside emergency assistance 264a.1 264.32(b) H221
available at scene of operations 265a.1 265.32(b)
X Facility equipped with fire control, spilt control and 264a.1 264.32(c) H222
decontamination equipment 265a.1 265.32(c)
X Facility equipped with water at adequate volume and 264a.1 264.32(d) H223
pressure to supply fire control equipment 265a.1 265.32(d)
X Facility communications or alarm systems, fire control, 264a.1 264.33 H224
spill control and decontamination equipment tested and 265a.1 264.33
maintained
X Adequate aisle space maintained to allow unobstructed 264a.1 264.35 H225
movement of personnel and equipment during 265a.1 265.35
emergencies .
X Contingency plan onsite and implemented 264a.1 264.51 H226
265a.1 265.51
X Contingency plan describes actin taken by personnel in 264a.1 264.52(a) H227
the event of an emergency 2653.1 265.52(a)
X Contingency pian describes arrangements agreed to for 264a.1 264.52(c) H228
outside emergency services such as police and fire 265a.1 265.52(c)
department, hospitals, contractors, etc.
X Contingency plan contains an up-to-date list of names, 264a.1 264.52(d) H229
addresses and phone numbers of all persons qualified to 265a.1 265.52(d)
act as emergency coordinator ‘
X Contingency plan contains list of emergency equipment 264a.1 264.52(e) H230
including location, physicai description and capabilities to 265a.1 265.52(€)
each item
X Contingency plan contains an evacuation plan if there is a 264a.1 264.52(f) H231
possibility that evacuation could be necessary 2653.1 265.52(f)
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2500-FM-LRWMO0302 Rev. 5/99

PartB

Site Name GROWS Landfill

COMMONWEALTH OF PENNSYLVANIA'

DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

HAZARDOUS WAST'E INSPECTION REPORT

TSD FACILITIES - PART B

ID Number PAD000429589

Hazardous Waste Inspection Report

TSD Facilities - Part B

" Date 8/2/2005

1 - No Violation Observed 2 - Not Applicable ‘ 3 - Not Determined 4 - Non Compliance

STATUS : ,
PA CIT. FED. CIT. LINE
12 3 4 _REQUIREMENT _ 25 PA Code 40 CFR NO.
X Part A permit application submitted, 265@.1 265.1(b) H200
X Identification Number . ‘| 265a.11 264.11 H201
X Wastes accepted at facility transported by haulers licensed | 264a.11 ‘ H202
by DEP to transport hazardous waste 2653.11: g
X Waste streams not covered by permit approved by DEP 264a.13 H203
before acceptance 265a.13
X Chemical and physical analysis repeated as required 264a.13 264.13 H204
‘ : - 265a.13 265.13
X All waste shipments inspected and analyzed when .264a.13 264.13 H205
necessary ' 265a.13 265.13
X Waste analysis plan on-site 264a.1 264.13(b) H206
_ 265a.13 265.13(b)
X 24 hr. surveillance at active portion - 264a.1 | 264.14(b)(1) H207
. o " 265a.1 265.14(b)y(1)
X Artificial barrier around active portion 264a.1 264.14(b)(2) H208
. 265a.1 . 265.14(b)(2) :
X Proper signs posted at each entrance, minimum 4 inch 264a.1 264.14(c) ) H209
lsttering 265a.1 265.14(c). )
X Facility inspection schedule on-site 264a.1 264.15(a)(1) H210
' : 265a.1 265.15(b)(1)’ '
I x| Facility construction schedule submitted to Department for | 5544 15 H211
inspection and approval 2652.15 .
X Maintenance schedule onsite for equipment or structures 264a.1 264.15(c) H212
which reveal deterioration or'malfunctllonv 265a.1 265.15(c) -
X Immediate remedial action taken where a hazard is 264a.1 264.15(d) - H213
| imminent or has already occurred 265a.1 265.15(d)
X Approved on the job or classroom personnel training | 264a.1 264.16 H214
program implemented ‘ , . 265a.1 265.16
X Records retained for each employee at facility of training, 264a.1 264.16(d)‘ H215
job title and job description 265a.1 265.16(d)

) "F’agé (P of l/




2500-FM-LRWM0302 Rev. 5/99

Part A
COMMONWEALTH OF PENNSYLVANIA
D DEPARTMENT OF ENVIRONMENTAL PROTECTION
Rty Ui BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT
HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - PART A
Date of Inspection August 2, 2005 Time start 11:00 ’ Time finish

Name of Inspector Kevin Bauer

Company, installation name GROWS Landfill

Location 1000 New Ford Mill Road _Morrisville, PA 19067

County Bucks , Municipality Falls Township

Identification number PAD000429589

Name of responsible official Don Demkovitz

Titie Manager of Environmental Protection

Mailing Address 1121 Bordentown Rd Morrisville, PA 19067

Area code and telephone number 215-428-4377

Name of person interviewed Don Demkovitz , Doug Wood — Treatment Plant Operator

Mailing address (if different from above)

Area code and telephone number

1. Site Characterization: [X]  Treatment - [X] Storage- Disposal -
' PBR WWTP roll-offs post- closure
Check all that apply:
D surface impoundments Xl tanks [1 incineration
B chemical treatment XI containers [] BIF
X physical treatment [] waste piles [l recycle
X biological treatment [0 containmentbldg. X landfill
[0 other Specify
2. Does the facility generate hazardous waste? X Yes [1No

3. Types of hazardous waste producéd by Hazardous Waste Number:
F039, D001, D018, D039

4. Are hazardous wastes transported off-site by the facility? []Yes X No

Page5 of [/




2500-FM-LRWM0276c Rev. 7/99 .
COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION -
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

HAZ'ARDOUS.WASTE INSPECTION REPORT
GENERATORS -- SMALL QUANTITY GENERATORS
FACILITY SPECIFICS

Site Name GROWSvLandfilI‘ L .IDNumberPAD000429589 .- Date 8/2/2005

1 - No Violation Observed 2 - Not Applicable .. 3 - Not Determined . 4 - Non Compliance
STATUS ' ‘

. K ‘ ' _ ( PA CIT. FED CIT. LINE
1 2 34 A - REQUIREMENT - 25PACODE  40CFR____ NO.
LQG TANKS (Subchapter J) . _
X |3 || O] Tanks labeled “Hazardous Waste” . . . 262a.10 - 262.34(a)(3) H040
X [0 | 1] O] written certification by registered professional engineer for | 262a.10 265.192(a) HO41
| proper tank (system) design and installation on file ‘ : _
X | O || | secondary containment provided for tanks (systems) as | 265a.193 265.193 H042
required ,
1 || | Tanks (systems) managed to prevent rupture, leak, corrode - | 265a.1 265.194 Ho4:
or fail . : ‘
X | O] O] Tanks labeled to accurately identify contents N 2652.194 HO044
X | (| 0§ Required inspections completed and documented in .. |265a.195 - |[265.195 H045
operating log L -
| [ || 0| Release reported to Department W|th|n 24 hours, unless 265a.1 1265.196 H046
exempted ' . . :
X [ | O} | Special requirements for ignitable and reactive wastes 265a1  -|265.198 H047
followed . . , L
X |1 11 ] Special small quantljenerator requnrements _ 265a.1 265.201 H048
: SQG TANKS
O IXIO0 Waste contents compatible with tank’ i 265a.1 265.201(b)(2) HO051
O | X | ] 1| Uncovered tanks operated with 2 feet of freeboard or . . [ 265a.1 265.201(b)(3) HO5? -
' equivalent containment capacity ' - ‘ :
(] | X [J{ 1] If continuously fed, tank has method to stop inflow , 265a.1 265.201(b)(4) __H053
[J | X | O] | Daily tank inspection requirements complied with 265a.1 °  [265.201(c)(1-3) | HO54
] [1] [ | weekly tank inspection requirements complied with 265a.1 . | 265.201(c)(4,5) | HO055
(1 (B {1} 7| All waste removed at closure . 265a.1 . |265.201(d) H056
O 1| C1| Special requirements for ignitable or reactive waste - [265%a.1 . 265.201(e)(1) H057
complied with ‘ 4
[ [ X |[J] 1 Covered tank buffer zone requirements complied with ‘ 265a.1 .1 265.201(€)(2) HO058
L1 | X || | Incompatible waste requirements met 265a.1 . - |265.201(0) HO059

Page LI of ’/




2500-FM-LRWMO0276b Rev. 5/99 ‘
COMMONWEALTH OF PENNSYLVANIA

DEPARTMENT OF ENVIRONMENTAL PROTECTION

BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

HAZARDOUS WASTE INSPECTION REPORT
GENERATORS -- SMALL QUANTITY GENERATORS

FACILITY SPECIFICS
Site Name GROWS Landfill ID Number PAD000429589

Date 8/2/2005

1 - No Violation Observed 2 - Not Applicable

]

" 3 - Not Determined

4 - Non Compliance

STATUS
| PA CIT. FED CIT. LINE
1 2 3 4 REQUIREMENT 25 PA Code 40 CFR NO.
CONTAINERS (Subchapter I) ’
X OO | | Containers managed in compliance with 40 CFR Part 265 262a.10 262.34 H025
_ Subpart | and 25 PA Code Chapter 265a Subchapter |

X | L1010 |0 | Containers of hazardous waste in good condition 265a.1 265.171 H026
X |1 {[1 |1 | Containers and stored waste compatible 265a.1 265.172 H027
= 1010 | O | containers kept closed except during addition or removal 265a.1 265.173(a) H028

of wastes )
1 {1 |C] | Containers managed to prevent leaks 265a.1 265.173(b) H029
X [ | [ | Container configuration and spacing insures safe 265a.173 H030

management and access for inspection purposes and

emergency equipment
X {0 |1 [ | Container storage areas inspected at least weekly 265a.1 265.174 H031
D |10 | | Special requirements for ignitable or reactive and 265a.1 265.176-177 H032

incompatible waste complied with '
(1 [[T110 |1 | Proper containment and collection systems in place 265a.179 H033
X | ] | |1 | Air emission standards complied with (AA, BB, CC) 265a.1 265.178 H034
X (OO |3 | | Containers clearly marked with accumulation date and - 262a.10 262.34(a)(2) HO035

7 visible for inspection ,
X [[J [ {1 | Containers labeled "Hazardous Waste” 262a.10 262.34(a)(3) H036
M OO {0 [Containers labeled accurately identify contents SWMA : HO37
6018.403(b)
@
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2500-FM-LRWM0276a Rev. 5/99 ,
. COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

HAZARDOUS WASTE INSPECTION REPORT

‘GENERATORS -- SMALL QUANTITY GENERATORS

Site Name GROWS Landfill ID Number PAD000429589

1 - No Violation Observed 2 - Not Applicable

3 - Not Determined

- Date 8/2/2005

4 - Non Compliance

STATUS
o : PA CIT. FED.CIT.  LINE
1 2 3 4 REQUIREMENT 25 PA Code 40 CFR NO.
X O | O | (| Hazardous waste determination performed on all waste 262a.10 262.11 Ho01
, streams | A , - .

| [0 | | ] Identification Number 262a.10 262.12 H002

XI [ |.[1] [l Authorized transporters only 262a.10 262.12(c) H003

XiOlOlO Subsequent notification requirements met 262a.12(b) H004

(] { [0 | 1l Proper manifest used ' ' 262a.10 262.21 HO05
1) O | 01 ] Ol Manifests filled out corréctly and cbmpletely 262a.20 H006

[J | [ | [} Manifests signed and routed properly 262a.23(a) | 262.23 H007

| 0] | O | (] Generator waste accumulated on site for 90 days or less 262a.10 262.34(a) HO08

Ol X 1 O | O} sQG waste accumulated on site for 180 days max unless 262a.10 262.34(e)(f) H009

: 200 mile distance rule applies - 270 days

OJf X | [0 { [J| SQG waste accumulated on-site never exceeds 6000 kg 262a.10 262.34(e)()_ H010
X! O | 3| [ satellite accumulation requirements complied with 262a.10 262.34(c) HO011

XI| OI | O | O} Personnel training program per 265.16 complied with 262a.10 262.34(a)(4) HO12

o _ _, 262.34(d)

X[ [ | [ | [O] Manifest exception and biennial reports retained for 3 years 262a.10 262.40(a)(b) HO13

i L1 { £ | [T Specified records retained for three years 262a.10 | 262.40(c) H014

X\ [J | [0 | O]} Biennial reports submitted to the Department (LQG only) 262a.41 262.41 H015

| 01 | [ [} Exception reporting procedures followed ‘| 262a.42 262.42 H016

X[ O | O | ] spill reporting procedures followed 262a.10 262.34(d) HO17

X1 [ { 1| [T PPC plan developed and implemented _ 262a.10 262.34(a) HO018

O Ol gd Special requirements followed for international shipr'né'.hts | 262a:10 262.50 HO19

' | ] 262,60
X O | O O source reductlon strategy prepared and avallable (LQG 262a.100. H020
only) A - - X

(1} BJ | [ | [J| Excluded waste complies with exclusionary requirements’ 261a.4 261.4 " H021
oo o

OO0

L O 0 a

goiain

migEgInjin
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2500-FM-LRWM0276 Rev. 5/99

COMMONWEALTH OF PENNSYLVANIA Inspection Date 8/2/2005
\ DEPARTMENT OF ENVIRONMENTAL PROTECTION
1Ly Uiy BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT Time Start 11:00
Time Finish
HAZARDOUS WASTE INSPECTION REPORT Hwben — 146216Y
X GENERATOR [] S QGENERATOR Hwf8R~ 1469961
W TS0chapesf) — (44,797C
Company name GROWS Landfill I.D. Number PAD000429589
Site Address 1000 New Ford Mill Road Morrisville, PA 19067
County Bucks Municipality Falls Township Zip 19067

Name of Inspector Kevin Bauer

Name & Title of Responsible Official Don Demkovitz - Manager of Environmental Protection

Person Interviewed Don Demkovitz, Doug Wood Telephone (215) 428-4377
Mailing Address (if different from above) 1121 Bordentown Rd. Morrisville, PA 19067
Amount of Hazardous Waste Generated per Month: >2200 Pounds Kgs

1. Site Characterization:
STORAGE: [X Container [X] Tanks [] Containment Bldg.[] Drip Pad Other
PBR: X Neutralization/WWTP  [] Reclaim Other
GENERATOR TREATMENT [] Containers [] Tanks [] Containment Bidg. [] Drip Pad
2. Universal Waste: [ ] Large Quantity Handler [C] small Quantity Handler

Universal Waste Types

3. Hazardous Waste Transporters:

Transporter Name Horwith Trucks License Number PA-AHO0176
Transporter Name Safety Kler License Number PA-AH0172
Transporter Name License Number

4. Types of hazardous w- ‘on facility (location & type).

i
/5
Waste Code 'g/ on Destination Facility
FO39 ad - grit CWM Chem Services
Model City, NY
D001, 19, 39 petroleum naphtha 5 Safety Kleen FairlessHills
FO39 leachate from old GROWS Landfil| treated on-site

Page , of //
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¢ 3ER-WM-129: Rev. 12/03

COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
 BUREAU OF WASTE MANAGEMENT

'INSPECTION REPORT COMMENTS

Date of inspection  05/17/2005 Identification Number: PAD 048603005

Company/Facility/Site Name: ' Boyertown Landfill (aka Boyeriown Sanitary Disposal “BSD”)

Sampling Event

On this day the weather was partly sunny and pleasant, approx. 75° F.

The sampling event began at aﬁproxi‘mately 8am, and lasted until approx. 1:30pm.

The following wells were sampled: |

ASMW—l, AMW-1, MW-5, MW-6, Mw-7, MW-8, MW-9, MW-10, MW-1 1, and MW-12,

I'he sample bottles were labeled and given the proper fixatives prior to sampling. The following parameters were
sampled: '

a) Volatile organic compounds (VOC) e) Phenols

b) Total organic halides (TOX) , f) Ammonia

¢) Inorganics . g) Total Metals

d) Total organic carbon (TOC) h) Dissolved Metals

After sampling, each group of bottles were given a legal seal, and packed with ice in a cooler.

After returning to the DEP building, in Norristown PA, the bottles were shipped to the PA DEP labs, located in
Harrisburg, PA.

The sampling event was conducted on Tuesday (5-17-05), and Thursday (5-19-2005)

Conclusion

It is recommended that BSD perform all future groundwater sampling events in order to return to compliance with
40 CFR 264.99(a).

This inspeétion report is notice of the findings of an inspection conducted by a representative (_)f the Depanmgnt. 'This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued concerning either violations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records. ] ] _

This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to grant or
imply immunity from legal action for any violation noted herein. o '

Py Sigtgature bygthe person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowledge that the
person was shown the report or that a copy was left with the person.

Person interviewed (signature) g a Date

Inspector (signature) (M // /'}‘Qg Date S / [ ,} 20(91-
/ Page . __ of _1_




3ER-WM-129: Rev. 12/93

COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Date of inspection  05/17/2005 R ' Ide_ntification Number: PAD 048603005

Company/Facility/Site Name: Boyertown Landfill (aka Boyertown Sariitary Disposal “BSD™)

Introduction

On this date, The Department of Environmental Protection performed a groundwater-sampling event. The Department

performed this split sampling event along with “ Tetra Tech, Inc.” who are the consultants contracted by The Department
to perform this sampling event. - . : \ :

Background .

Boyertown Landfill is a closed landfill that has been determined to be hazardous because it had in the past accepted

hazardous wastes from industry. Groundwater sampling is routinely performed at this facility to detect ay signs of
groundwater contamination should it occur. - ' “

Because of its hazardous designation, the Department requires BSD to conduct annual compliance-monitoring—evaluation

(CME) sampling at this landfill. The owner of this landfill, Warren Frame, has failed to perform this annual sampling of
the wells at this landﬁll. This is contrary to

40 CFR 264.99(a) “Owner or operator must monitor the groundwater...”

' Because Mr. Frame failed to conduct this required sampling, the Department contracted Tetra-Tech, inc. to assist with the
CME sampling of this landfill ' '

At today’s sampling event the following personnel were present:

Boyertown Landfill PA DEP . - Tetra Tech
Warren Frame ‘ Jennifer Wilson Todd Riger
' Andrew Haneiko S Derrick Pinkham

Charlie Fees

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued conceming either violations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records. . o ‘

This report does not constitute an order or other appealable action of the Department. Nothing contained herein shail be deemed to grant or
imply immunity from legal action for any violation noted herein. . : .

Signature by the person interviewed does not necessarily imply concurrence with the findings on thﬁs report, but does acknowledge that the
person was shown the report or that a copy was left with the person.

Person interviewed (signa 4 : ' _ - Date
Inspector (signature) %‘-\,/ )4L , Date S l/ {7 / Z00C ‘
/ I ' Page é of ]




’ ;’ 2500-FM-LRWM0302 Rev. 5/99

Part B
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
' . PA CIT. FED CIT. LINE
123 4 REQUIREMENT 25 PA CODE 40 CFR NO.
Y| | Closure plan on the premises and up-to-date 265a.1 265.112 H250
1% Post-closure plan on the premises and up-to-date 265a.1 265.118 H251
Annual closure cost estimate on the premises and up-to- 264a.1 265.142 H252
y| |date - 265a.1 264.142
Annual post-closure cost estimate on the premises and 264a.1 264.144 H253
3| | up-to-date _ 265a.1 265.144 :

Pagé g of (—7




2500-FM-LRWM0302 Rev. 5/99

Page Ll' of (7

PartB
Hazardous Waste Inspection Report
TSD Facilities - Part B |
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS | | | . ‘
_ ‘ - .PACIT. FED CIT. LINE
1 23 4 REQUIREMENT 25 PACODE -~ 40CFR NO.
Emergency coordinator designated and on the premlses 264a1 264.55 - H232
b or on call : 265a.1 |265.55. - 4
Only Department approved manifest used, unless 264a.71 H233
N manifest not required by 40 CFR 262.20(e) '265a.71 '
4 Manifest properly completed and routed within time limits 264a.71’ 264.71(a)(b) H234
{ ’ 265a.71 1265.71(a)(b)- )
4 ~ Manifest dlscrepancnes resolved or reported within time 264a.1 264.72(b) H235
fimits - 265a.1 265.72(b) -
L -
Written operating record maintained on the premises 264a.1 264.73(a) - H236
. . ' . 265a.1 265.73(a)
Written operating record contains description and quantity - |264a.1 264.73(b)(1) H237
of waste received and method of treatment, storage or '265a.1 265.73(b)(1) -
)( dlsposal .
[4
Written- operatmg record contains location and quantity of 264a.1 264.73(b)(2) H238
v each hazardous waste - - A 265a.1 - 265.73(b)(2)
! | | written operating record contains results of waste 264a.1 ‘264.73'(b)(3) H239
Y analyses and treatability tests : 265a.1 265.73(b)(3) ,
" Written operating record ¢ontains reports and details of all | 264a.1 ‘ 264.73(b)(4) H240
Y incidents that required implementing the contingency plan 265a.1 265.73(b)(4) : '
Written operatmg record contains records and results of 264a.1 264.73(b)(5) H241
X all inspections . 265a.1 264.73(b)(5)
' Written operating record contains required monitoring, 264a.1 - 264.73(b)(8) H242
IX testing and analytical data ' 265a.1 ' 265.73(b)(6) .
Written operating record contains closure and post—closure ' | 264a.1 264.73(8) - | H243
v .| cost estimates 265a.1 1 265.73(8) o
All records retalned on premises and available for 264a.1 264.74 H244
X inspection - 265a.1 265.74
Biennial reports submitted on the Department’s version of | 264a.75 . 264,75 H245
EPA Form 8700-13B , : ' 265a.75 | 265.75 -
7 . V , —
Emissions, discharges, fires, explosions and groundwater 264a.1 264.77(a) .H246
b A contamination reported as required 265a.1 .- | 265.77(a) :
}( Groundwater monitoring wells located at approved sites 265a.1 265.91 i 1 H247
" Approved groundwater samplmg and anaIySIs plan 265a.1 265.92(a)' H248
developed and implemented . '
X Groundwater quality assessment outline on the preniises 265a.1 - 265.93 H249




2500-FM-LRWM0302 Rev. 5/99
Part B

Hazardous Waste Inspection Report
TSD Facilities - Part B

1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS '

PA CIT. FED CIT. LINE
1 23 4 ] REQUIREMENT 25 PA Code 40 CFR NO.
Ignitable or reactive wastes separated from source of 264a.1 264.17(a) H216
¥ ignition or reaction ' 265a.1 265.17(a)
' No smoking signs displayed where the there are hazards 264a.1 264.17(a) H217
\ from ignitable or reactive wastes 265a.1 265.17(a)
' Treatment, storage, disposal of ignitable or reactive wastes | 264a.1 264.17(b) H218
or mixing of incompatible wastes or materials conducted 265a.1 265.17(b)
Y according to requirements ‘
7 i -
Facility maintained/operated to minimize possibility of fire, 264a.1 264.31 H219
explosion or discharge of hazardous waste or hazardous 265a.1 265.31
N constituents '
Facility equipped with internal alarm capable of providing 264a.1 264.32(b) H220
X immediate emergency instruction to personnel 265a.1 265.32(b) ,
’ Device for summoning outside emergency assistance 264a.1 264.32(b) H221
X available at scene of operations 265a.1 265.32(b)
Facility equipped with fire control, spill control and 264a.1 264.32(c) H222
N decontamination equipment S 265a.1 265.32(c)
Facility equipped with water at adequate volume and 264a.1 264.32(d) H223
\ pressure to supply fire control equipment 265a.1 265.32(d)
' Facility communications or alarm systems, fire control, 264a.1 264.33 ' H224
spill control and decontamination equipment tested and 265a.1 264.33
Yx maintained
Adequate aisle space maintained to allow unobstructed 264a.1 264.35 H225
movement of personnel and equipment during 265a.1 265.35
7( ) emergencies '
Contingency plan onsite and implemented : 264a.1 264.51 H226
X . 265a.1 265.51
Contingency plan describes actin taken by personnel in 264a.1 264.52(a) H227
\(| |the event of an emergency 265a.1 265.52(a)
Contingency plan describes arrangements agreed to for 264a.1 264.52(c) H228
outside emergency services such as police and fire 265a.1 265.52(c)
Y department, hospitals, contractors, etc. : ‘
Contingency plan contains an up-to-date list of names, 264a.1 264.52(d) H229
‘ addresses and phone numbers of all persons qualified to 265a.1 265.52(d) )
Y[ |[act as emergency coordinator
Contingency plan contains list of emergency equipment 264a.1 264.52(¢e) H230
including location, physical description and capabilitiesto . | 2653 1 265.52(e)
N each item :
Contingency plan contains an evacuation plan if there is a 264a.1 264.52(f) .| H231
\L possibility that evacuation could be necessary 265a.1 265.52(f)

Page 2 of (1




2500-FM-LRWMO0302 Rev. 5/99
Part B
4 COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - PART B
Site Name BOI)((’r YlOw)—s Luv\)\[\ || 1o Number_ PAD 04& (6399 pate Ha\/ [7 ‘2008

Hazardous Waste Inspection Report
TSD Facilities - Part B

1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS
PA CIT. FED. CIT. LINE
1 23 4 REQUIREMENT 25 PA Code 40 CFR NO.
X Part A permit application submitted 265a.1 265.1(b) H200
N4 Identification Number 265a.11 264.11 H201
Wastes accepted at facility transported by haulers licensed | 264a.11 H202
X by DEP to transport hazardous waste 265a.11
Waste streams not covered by permit approved by DEP 264a.13 H203
X before acceptance 265a.13
Chemical and physical analysis repeated as required 264a.13 264.13 H204
)( 265a.13 265.13
All waste shipments inspected and analyzed when 264a.13 264.13 H205
X necessary | 265a.13 265.13
Waste analysis plan on-site . 264a.1 264.13(b) H206
X 265a.13 265.13(b)
24 hr. surveillance at active portion 264a.1 264.14(b)(1) H207
)¢ 265a.1 265.14(b)(1)
Artificial barrier around active portion 264a.1 264.14(b)(2) H208
)( 265a.1 265.14(b)(2)
Proper signs posted at each entrance, minimum 4 inch 264a.1 264.14(c) H209
% lettering 265a.1 265.14(c)
Facility inspection schedule on-site 264a.1 264.15(a)(1) H210
X 265a.1 265.15(b)(1)
Facility construction schedule submitted to Department for | 264a.15 H211
Y inspection and approval 265215
3 Maintenance schedule onsite for equipment or structures 264a.1 264.15(c) H212
X which reveal deterioration or malfunction 265a.1 265.15(c)
Immediate remedial action taken where a hazard is 264a.1 264.15(d) H213
X imminent or has already occurred 265a.1 265.15(d)
Approved on the job or classroom personnel training 264a.1 264.16 H214
b4 program implemented 265a.1 265.16
Records retained for each employee at facility of training, 264a.1 264.16(d) H215
X ' job title and job description 265a.1 - | 265.16(d)

Page 2 of 7
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2500-FM-LRWM0302 Rev. 5/99
Part A

COMMONWEALTH OF PENNSYLVANIA
S DEPARTMENT OF ENVIRONMENTAL PROTECTION
m BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

HAZARDOUS WASTE INSPECTION REPORT

TSD FACILITIES - PART A
Date of Inspection M ay |7 ‘20 oS Time starj Time finish
Name of Inspector C)l\aa ’4&‘ Feer : Ab 2w/ Hdhet l[—CP \Sﬂhh NS \/VI lfﬂh

Company, installation name BO X4 r 1{0 2 L U4 11 ]4”

Location ?00 H‘Qhk{, /E 1 C}\lL#»‘llfu\”{i FA qglg

County H 0L T4 tnadry Municipality D ova laﬂ Top -
e J / . ag

Identification number PAD 048 oz ooS

Name of responsible official \A/& Fhdn F Fam

Title O whn¥r

Mailing Address

Area code and telephone number
Name of person interviewed

Mailing address (if different from above)

Area code and telephone number

1. Site Characterization: |:| Treatment |:| Storage [:] Disposal
Check all that apply:
X surface impoundments [J tanks [ incineration
[0 chemical treatment [0 containers O BIF
[0 physical treatment b= [J recycle
X biological treatment o . B landfill
[0 Other P} g '

| 4

(o0

2. Does the facility genera LA X No
3. Types of hazardous waste produced by mazaiuv..- - te Number:

4. Are hazardous wastes transported off-site by the facility? [ Yes & No

Page ] of ‘)
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' RCRAInfo

{

Page 1 of 2

U 5. Enwmnmemal Protection Agency

eFSearcn:| |

Resource Conservatnon and Recovery Act °
(RCRAINnfo)

Recent Additions |.Contact Us | Print Version
EPA Home > Envirofacts > RCRAlnfo > Query Results

Query Results

Consolidated facility information (from 'l'nultiple EPA systems) was searched to select facilities

Handler ID: Beginning With: pad048603005

Results are based on data extracted on JUL-10-2005

Note: Click on the underlined CORPORATE LINK value for links to that company s environmental web pages.

Click on the underlined MAPPING INFO value to obtaln mapping information for the facility.

[Go To Bottom Of The Page|

HANDLER NAME: BOYERTOWN SANITARY DISPOS HANDLER ID:

A

PAD048603005 - ) I 3[ ol

STREET: 300 MERKEL RD 1 FACILITY INFORMATION: View Facility Information
CITY: GILBERTSVILLE \ CORPORATE LINK: No
STATE: PA COUNTY: MONTGOMERY
ZIP CODE: 19525 MAPPING INFO: MAP
. EPAREGION: . 3 ‘ '
CONTACT INFORMATION .
| NAME STREET oy [lsTATE EP CODE" PHONE ch:%%FT I
MICHAEL MILLER|[300 MERKEL RD|[GILBERTSVILLE]| PA || 19525|p1536775624] __ Public
HANDLER / FACILITY CLASSI"ICATION » ' A
' : LAND ‘ - BOILER AND OR ‘ '
HANDLER TYPE | &880, |INCINERATOR] |\ BORERAND OR 'storace|mreatmen]
[Full Enforcement || Y I | ' I Y
[Permit Progress || Y I | I Y
Permit Workload || I B |l IL Y |
Post-Closure y _ o ' ‘ ,-
Workload ‘ L. B
[ — HANDLERTYPE |
LDFs Potentially Subject to Corrective Action Under Section 3004 (u)/(v |
[ — SubjecttoCA |
| 'CA Workload I -
Thqvxspﬁn‘l'q .
http://oaspub.epa.gov/enviro/ﬁi_master.ﬁi_retn'eve?féc_seafch=hand1er_id&fac_value=pa... 7/25/2005

\'



_3ER-WM-129: Rev. 12/93

COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS |

Date of inspe‘ction_ __05/17/2005 Identification Number: PAD 048603005

Company/Facility/Site Name: Boyertown Landfill (aka Boyertown Sanitary Disposal “BSD”)

Sampling Event
On this day the weather was partly sunny and pleasant, approx. 75° F
The sampling event began at apbfoximately 8am, and-lasted until approx. | 1:30pm.
The following wells were sampled:
 SMW-], AMW-], MW—S, MW-6, Mw-7, MW-8, MW-9, MW-10, MW-11, and MW-12.

The sample bottles were labeled and given the proper fixatives prior to sampling. The following parameters were
sampled: ' : ’

a) Volatile organic compounds (VOC) e) Phenols

b) Total organic halides (TOX f) Ammonia

c) Inorganics : . g) Total Metals

d) Total organic carbon (TOC), h) Dissolved Metals

After sampling, each group of bottles were given a legal seal, and packed with ice in a cooler.

After returning to the DEP building, in Norristown PA, the bottles were shipped to the PA DEP labs, located in
Harrisburg, PA. .

The sampling event was. conducted on Tuesday (5-17-05), and Thursday (5-19-2005)

Conclusion

It is recommended that BSD perform all future groundwater sampling events in order to return to compliance with
40 CFR 264.99(a).

This inspection report is notice of the findings of an inspection conducted by a representative gf the Departmgnt. .This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued concerning either violations nqted
herein, or other violations identified as a result of review of laboratory analyses or Department records. ) ] _

This report does not constitute an order or other appeatable action of the Department. Nothing contained herein shall be deemed to grant or
i i i ion for any violation noted herein. .
mely lmmgli'gtgaftrlzr: l!;g::: f)te?gor? ir?te)l'lviewed does not necessarily imply concurrence with the findings on this report, but does acknowledge that the
person was shown the report or that a copy was left with the person.

Person interviewed (signaturem ?\ﬁ/ L\NJ 1-35-0% Date . ’—-
Inspector (signature) VLYV N/ '}J_g , Date S / [7') 2001
/ ' Page _ - _ of _7__




3ER-WM-129: Rev. 12/93

COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Date of inspection  05/17/2005 ' B Identifiéation Number: PAD 048603005

Company/Facility/Site Name: - Boyertown Landfill (aka Boyertown Sahitary Disposal “BSD”)

Introduction

On this date, The Department of Environmental Protection performed a grohndwater-saﬁlpling event. “The Department

performed this split sampling event along with * Tetra Tech, Inc.” who are the consultants contracted by The Department
to perform this sampling event. -

Background |

Boyertown Landfill is a closed laridfill that has been determined to be hazardous because it had in the past accepted

hazardous wastes from industry. Groundwater sampling is routinely performed at this facility to detect ay signs of
groundwater contamination should it occur.

Because of its hazardous designation, the Department requires BSD to conduct annual comp1iéncé-monitoring-evaluation

(CME) sampling at this landfill. The owner of this landfill, Warren Frame, has failed to perform this annual sampling of
the wells at this landfill. This is contrary to : '

40 CFR 264.99(a) “Owner or operator must monitor the groundwater. ..”

Because Mr. Frame failed to conduct this required sampling, the Department contracted Tetra-Tech, inc. to assist with the
CME sampling of this landfill :

At today’s sampling event the following personnel were present:

Boyertown Landfill PADEP Tetra Tech
Warren Frame Jennifer Wilson : " Todd Riger
' ' Andrew Haneiko Derrick Pinkham
Charlie Fees ‘

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This report is format
notification of any violations observed during the inspection. Additional notification of violations may be issued conceming either violations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records. ' .

This report does not constitute an order or other appealable action of the Department. Nothirig contained herein shall be deemed to grant or
imply immunity from legal action for any violation noted herein. : .

-Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowledge that the
person was shown the report or that a copy was left with the person:

Person interviewed (signa f— — Date __ :
Inspector (signature) WJ/ ,,)'-gz ' ' A : Date S'/ {7 I/ raxl9

! ‘ | o , Page_é,ofj__




2500-FM-LRWM0302 Rev. 5/99

PartB
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2- Not Applicable 3 - Not Determined - 4 - Non Compliance .
' ) , PA CIT. FEDCIT.  LINE
123 4 REQUIREMENT - ! 25 PA CODE 40 CFR NO.
Closure plan on the premises and up-to-date o 265a.1 265.112 H250
X Post-closure plan on the premises and up-to-date 265a.1 265.118 H251
Annual closure cost estimate on the premises and up-to- 264a.1 265.142 -| H252
\| |date , . 265a.1 264.142
Annual post-closure cost estimate on the premises and 264a.1 264.144 H253
}| | up-to-date 265a.1 265.144

Page S’ of j




2500-FM- LRWM0302 Rev. §/99

Part B
Hazardous Waste Inspection Report
| TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Cbmplian’ce
STATUS | o
PA CIT. FED CIT. LINE
1 23 4 REQUIREMENT 25 PA CODE 40 CFR NO.
Emergency coordinator designated and on the premises 264a.1 264.55 H232
by or on call _ 265a.1 265.55
"| Only Department approved manifest used, unless 264a.71 H233 -
N manifest not required by 40 CFR 262.20(e) 265a.71
4 Manifest properly completed and routed within time limits 264a.71 | 264.71 (@)b) H234
N , . ' 265a.71 265.71(a)(b) '
4 Manifest discrepancies resolved or reported within time 264a.1 264.72(b) H235
Y limits . - 265a.1 265.72(b)
' Wiritten operating record maintained on the premises 264a.1 264.73(a) H236
‘ | 265a.1 265.73(a)
Wiritten operating record contains description and quantity - | 264a.1 264.73(b)(1) H237
of waste received and method of treatment, storage or 265a.1 265.73(b)(1)
N disposal ‘ ,
f B
Wiritten operating record contains location and quantlty of 264a.1- 264.73(b)(2) H238
Vi each hazardous waste _ 265a.1 265.73(b)(2)
! Written operating record contains results of waste 264a.1 264.73(b)(3) H239
Yy analyses and treatability tests 265a.1 265.73(b)(3) )
) Wiritten operating record contains reports and-details of all 264a.1 - 264.73(b)(4) H240
Ve incidents that required implementing the contingency plan 265a.1. 265.73(b)(4)
Written operating record contains records and resuits of 264a.1 - 264.73(b)(5) H241
X all inspections 2652.1 264.73(b)(5)
Written operating record contains requ1red momtonng, | 264a.1 264.73(b)(8) H242
x testing and analytical data . 265a.1 | 265.73(b)(6) ’
Wiritten operating record contains closure and post-closure | 264a.1 264.73(8) H243
v cost estimates . | 265a.1 265.73(8)
‘ All records retained on premises and available for- 264a.1 264.74 ‘| H244
\ inspection 265a.1 265.74 :
7 - — ,
Biennial reports submitted on the Department's version of - | 264a.75 264.75 H245
| EPA Form 8700-13B - 265a.75 | 265.75 ‘
i Emissions, discharges, fires, explosions and groundwater 264a.1 264.77(a) H246
Y| - contamination reported as required 265a.1 265.77(a)

';( ' Groundwater monitoring wells located at approved sites 265a.1 265.91 H247
Approved groundwater sampling and analysis plan 265a.1 265.92(a) H248
developed and implemented » . '

X Groundwater quality as;essmen} outline on the premises 265a.1 265.93 . H249

Page L"
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2500-FM-LRWM0302 Rev. 5/98
Part B

Hazardous Waste Inspection Report
TSD Facilities - Part B

"1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS '

_ : PA. CIT. FED CIT. LINE
1234 REQUIREMENT 25 PA Code 40 CFR NO.
Ignitable or reactive wastes separated from source of 264a.1 264.17(a) H216
X ignition or reaction 265a.1 265.17(a)
’ No smoking signs displayed where the there are hazards 264a.1 264.17(a) H217
\ from ignitable or reactive wastes 265a.1 | 265.17(a)
’ Treatment, storage, disposal of ignitable or reactive wastes | 264a.1 264.17(b) H218
or mixing of incompatible wastes or materials conducted 265a.1 265.17(b) :
Y according to requirements
4
Facility maintained/operated to minimize possibility of fire, 264a.1 264.31 H219
= explosion or discharge of hazardous waste or hazardous 265a.1 265.31 B
D constituents :
Facility equipped with internal alarm capable of providing 264a.1 264.32(b) H220
X immediate emergency instruction to personnel 265a.1 265.32(b)’
Device for summoning outside emergency assistance 264a.1 264.32(b) - [ H221
available at scene of operations 265a.1 265.32(b)
_ Facility equipped with fire control, spill control and 264a.1 264.32(c) .| H222
N, decontamination equipment 7 265a.1 265.32(c) _
' Facility equipped with water at adequate volume and 264a.1 264.32(d) - H223
\ pressure to supply fire control equipment 265a.1 265.32(d)
’ Facility communications or alarm systems, fire control, 264a.1 264.33 H224
| spill control and decontamination equipment tested and 265a.1 - 264.33
X maintained
Adequate aisle space maintained to allow unobstructed 264a.1 264.35 H225
movement of personnel and equipment during 265a.1 265.35
)( emergencies_
Contingency plan onsite and implemented ' 264a.1 264.51 H226
X ' , | 265a.1 265.51
. Contingency plan describes actin taken by personnel in 264a.1 264.52(a) H227 -
\( the event of an emergency 265a.1 265.52(a)
Contingency plan describes arrangements agreed to for 264a.1 264.52(c) H228
outside emergency services such as police and fire - | 265a.1 265.52(c)
X | | department, hospitais, contractors, etc.
Contingency plan contains an up-to-date list of names, 264a.1 264.52(d) H229
addresses and phone numbers of all persons qualified to 265a.1 265.52(d)
Y| | act as emergency coordinator A
Contingency plan contains list of emergency equipment 264a.1 264.52(e) H230
including location, physical description and capabilities to 265a.1 265.52(¢)
each item '
Contingency plan contains an evacuation plan if there is a 284a.1 264.52(f) H231
3{ possibility that evacuation could be necessary 265a.1 265.52(f)

Page 2 of (]




2500-FM-LRWMO0302 Rev. 5/99
Part B : ' -
. COMMONWEALTH OF PENNSYLVANIA
~ DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - PARTB

Site Name: BO)((’h‘I‘O\.uh Laml\[ 1| 1D Number_ PAD 048 (63995 pate Ha\/ {7 ‘2 005

Hazardous Waste Inspection Report
TSD Facilities - Part B

1 No Violation Observed - 2- No_t,Applicabl_e 3 - Not Determined ~ 4'- Non Compliance

STATUS

. ‘ _ PA CIT. FED.CIT. . LINE
123 4. ' : - REQUIREMENT __~_25PA Code 40 CFR NO.
X Part A permit ap'plication submitted ‘ ; L 265a.1 265.1(b) . H200
¥ Identification Number A - 265a.11 264.11 H201
| Wastes accepted at facility transported by haulers licensed 264a.11 o 'H202
X| by DEP to transport hazardous waste. . . 265a.11 »
) Waste streams not covered by permlt approved by DEP 264a.13 A - H203
before acceptance . 265a.13 . ,
- Chemical and physrc_al»,analysis repeated as re_quired ‘ ' 264a.13 264.13 | H204
: | 265a.13 265.13
All waste shipments inspected and analyzed when 264a.13 . 264.13 -H205
X necessary : i . 265a.13 265.13
Waste analysis plan on-site Co ' 264a.1 264.13(b) .| H206 -
X ', ‘ 265a.13 265.13(b)
v | 24 hr. surveillance at active portion . 264a.1 264.14(b)(1) . H207
b ' 265a1 .| 265.14(b)(1)
| Artificial bam‘er around active portio'n ' 264a.1 264.14(b)(2) H208
Y - 2652.1 265.14(b)(2)
Proper signs posted at each entrance minimum 4 inch 264a.1 264.14(c) - - H209
b lettering . : .. | 265a.1 265.14(c)
Facllnty rnspectidn schedule on-site : | 264a.1 - 264.15(a)(1) H210
X 265a.1 . | 265.15(b)(1) :
Facrhty construction schedule submltted to Deparlment for 264a.15 ' 7l H211
X | inspection and approval 285215 .
’ Maintenance schedule onsite for equipment or structures 264a1 - ‘| 264.15(c) - H212
which reveal deterioration or malfunction | 265a. 1 265.15(c)
- | Immediate remedial action taken where a hazard is | 264a.1 - 264.15(d) H213
X .imminent or has already occurred - 265a.1 265.15(d)
Approved on the job or classroom personnel tralnmg -| 264a.1 264.16 ‘ H214
X program implemented ‘ " . |265a.1 265.16 _
ol Records retained for each employee at facrllty of tralnmg, 264a.1 | 264.16(d) - H215
)( job title and job description _ * | 265a.1 . | 265.16(d)

-Page;l Q of () .
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COMMONWEALTH OF PENNSYLVANIA
D DEPARTMENT OF ENVIRONMENTAL PROTECTION
L L g - BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - PART A

Date of Inspection M ay |7 2005 Time sta Time finish

Name of inspector C)l\aa M D«zr r)kow Ham?l lL
Company, installation name B 0 X¥ %Owh L J ‘F;I [

Location 300 MQAK{I /E 1 Q\lL~4)~‘l‘£U\”~(’,i PA ﬂS:)_S

County N 0LT4 0hadry Municipality Doud Iaﬂ Tt:a_l’ .
Identification numtgr PA’D o48 (o3 008 v

Name of responsible official \A/ﬁ Frhdn F)‘ Gy,

Title O whir

Mailing Address 1205 Prbhlown AV . Clenmesr PA 19343
Area code and telephone number ( Gl 0\, 3Al- 133(, l

Name of person interviewed

Mailing address (if different from above)

Area code and telephone number

1. Site Characterization: [:] Treatment D Storage |:] Disposal
Check all that apply:

B surface impoundments [l tanks [0 incineration

[ chemical treatment [0 containers ] BIF

[J physical treatment [1 waste piles [J recycle °

X biological treatment O containment bidg. B landfill

[] Other Specify

2. Does the facility generate hazardous waste? [ ]Yes [&No

3. Types of hazardous waste produced by Hazardous Waste Number:

4. Are hazardous wastes transported off-site by the facility? ] Yes &j No

Page 1 of 7
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COMMONWEALTH OF PENNSYLVANIA
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Date of Inspection 9 September 2004 : Identification Number PAD048603005
Company/Facility/Site Name Boyertown Sanitary Disposal (BSD)

A hazardous waste TSD inspection was conducted on Thursday September 9, 2004 by Gerry Radomski,
Waste Management Specialist, and Dennis Harney, Compliance Specialist with the Department. Mr. Warren
Frame, Preseident of BSD, was present during the inspection.

The following observations were noted:

1) Both of the treated leachate lagoons and the raw leachate lagoon had the 2 feet of required freeboard.
The liners of these lagoons determined to be leaking by BSD have not been repaired.

2) Neither the main flare, the temporary candle flares nor the newly installed flare system were
operating during the inspection. There was a moderate landfill gas odor noted in the area of the
leachate treatment plant.

3) The new gas destruction system has been test run.

4) BSD has not submitted to the Department quarterly groundwater monitoring results since the first
quarter of 2003.

The following violations were noted:

1) Failure to report to the Department the quarterly groundwater monitoring results forthe second
quarter of 2003 through the second quarter of 2004 for the parameters listed in 40 CFR§ 264.98.
This is contrary to 25 Pa Code § 264a.97(2)(ii). ' o

2) By failing to repair the leachate lagoon liners and by failing to collect and flare gas from the landfill,
BSD has failed to control the escape of leachate and hazardous waste decomposition products to the
environment. This is contrary to 40 CFR §§ 265.111. '

In summary, two violations were noted during the inspection. The results of the inspection were reviewed
with Mr. Frame during the inspection. A copy of this report was retained by the facility.

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued concerning either violations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records.

This report does not constitute an order or other appealable action of the Department. Nothing contained herein shalil be deemed to grant or

imply immunity from legal action for any violation noted herein.
Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, but does acknowledge that the
person was shown the report or that a copy was left with the person. :

Person interviewed (signature: 52{1 g e ‘2' i zj% /P&L Date ?/ 7/ O¥
Inspector (signature) A,,ﬂ / - Date 7/ 2 / CF

Page of




2510-FM-LRWMO0306 Rev. 8/95
COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU ‘OF LAND RECYCLING AND WASTE MANAGEMENT

HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - LANDFILLS

Site Name R<HC " IDNumber _£A)Q 28532005 Date 9/9,/() &Z

1-No Violation Observed 2-Not-Applicable _3-Not=Determ'ined 4-Non-Compliance

STATUS . | N CHAPTER LINE
1{2(3]4 " REQUIREMENT CITATION NUMBER
X Run-on diverted away from the facility 4 ' - 1265.302(a)(1) H425

.|Run-off collection system properly designed, constructed, operated |265.302(a)(2) H426
X and maintained '
Run-off collected from the active portions and managed as a 265.302(a)(2) H427
x hazardous waste if it is a hazardous waste .
X Facility is 'ménaged to prevent wind dispersal of hazardous waste 265.302(a)(4) Ha428
| The exact location and dimension, including depth of each cell with | 265.309(1)  H429
x respect to permanently. surveyed benchmarks kept on map in
operating record
x The contents of each cell and the approximate location of each 265.309(2) H430
hazardous waste type within each cell kept in operating record
X | Closure and post-closure requirements complied with o 265.310 H431
by Ignitable and reactive wastes disposed with Department approval 265.312 . H432
Precautions taken for the dlsposal of incompatible wastes and 265.313 H433
x materials
x Hazardous wastes disposed contain greater than 20% solids content |265.314 Ha34
_ by dry weight, are not flowable and do not contain free liquid _
X Empty containers crushed flat, shredded or similarly reduced in 265.315° H435
volume before disposal :

Recycled Pa rﬁ .
ey pe g Co-1- Page of ___
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2500-FM-LRWM0302 Rev. 5/99

Part B
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance )
PA CIT. FEDCIT.  LINE
1 23 REQUIREMENT 25 PA CODE 40 CFR NO.
%| |Closure plan on the premises and up-to-date 265a.1 285.112 H250
x Post-closure plan on the premises and up-to-date 265a.1 265.118 H251
x Annual closure cost estimate on the premises and up-to- 264a.1 265.142 H252
| date | , 265a.1 264.142
1y Annual post-closure cost estimate on the premises and '264a.1 264.144 H253
up-to-date g 265a.1 265.144

Page
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2500-FM-LRWM0302 Rev. 5/99

_PartB
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance -
STATUS . | N
PA CIT. FED CIT. LINE
1 23 4 REQUIREMENT 25PACODE - 40CFR NO.
x Emergency coordinator designated and on the premises 264a.1 ' 264.55 H232
. or on call 265a.1 265.55
X Only Department approved manifest used, unless 264a.71 H233
- manifest not required by 40 CFR 262.20(e). 265a.71 ,
>-‘ Manifest properly completed and routed within time limits - | 264a.71 -1.264.71(a)(b) H234
‘ 265a.71 265.71(a)(b)
. Manifest discrepancies resolved or reported wnthm time 264a.1 264.72(b) H235
x limits | 265a.1 265.72(b)
X | Written operating record maintained on the premises 264a.1 264.73(a) | H236
) _ 265a.1 265.73(a) .
Written operating record contains description and quantity 264a.1 264.73(b)(1) H237
X of waste received and method of treatment, storage or 265a.1 265.73(b)(1)
dusposal . -
IX Written operatmg record .contains Iocatlon and quantlty of 264a.1 264.73(b)(2) H238
each hazardous waste - , 265a.1 | 265.73(b)(2)
N Written operating record contains results of waste 264a.1 ,264.73(b)(3) H239
! analyses and treatability tests N 1265a.1 - 265.73(b)(3) -
')( '\Nritten’operating record contains reports and details of all 264a.1 264.73(b)(4) H240
incidents that required implementing the contingency plan 265a.1 265.73(b)(4) -
¥ Wiritten operafing record contains records and results of | 264a.1 - '264.73(b)(5). | H241
‘ all inspections . 265a.1 264.73(b)(5)
X Written operating record contains reqmred momtormg, 264a.1 264.73(b)(8) H242
. testing and analytical data 265a.1 '| 265.73(b)(6)
' Written operating record contains closure and post-closure 264a.1 264.73(8) H243
X { cost estimates 265a.1 265.73(8)
All records retained on premises and available for 264a.1 264.74 H244
X inspection 265a.1 265.74
X Biennial reports submitted on the Depanment s version of 264a.75 | 264.75 H245
b EPA Form 8700-13B 265a.75 265.75 :
X Emissions, discharges, fires, explosions and groundwater 264a.1 264.77(a) H246
contamination reported as required 265a.1 265.77(a) :
X Groundwater monitoring wells located at approved sites 265a.1 265.91 H247
>< Approved groundwater sampling and analysis plan 265a.1 265.92(a) H248
developed and implemented ‘ : _
x Groundwater quality assessment outline on the premises 265a.1 265.93 ‘H249

Page - of
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2500-FM-LRWM0302 Rev. 5/99

Part B
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicéble 3 - Not Determined 4 - Non Compliance
STATUS
: PA CIT. FED CIT. LINE -
1 23 4 REQUIREMENT 25 PA Code 40 CFR NO.
. Igmtable or reactive wastes separated from source of 264a.1 264.17(a) H216
x ignition or reaction » 265a.1 265.17(a)
No smoking signs dispiayed where the there are hazards 264a.1 264.17(a) H217
I from ignitable or reactive wastes 265a.1 265.17(a)
Treatment, storage, disposal of ignitable or reactive wastes | 264a.1 264.17(b) H218
A or mixing of incompatible wastes or materials conducted 265a.1 265.17(b)
' according to requirements
Facility maintained/operated to minimize possibility of fire, 264a.1 264.31 H219
x explosion or discharge of hazardous waste or hazardous 265a.1 265.31
' constituents
x ' Facility equipped with internal alarm capable of providing 264a.1 264.32(b) H220-
immediate emergency instruction to personnel 2652a.1 265.32(b)
. Device for summoning outside emergency assistance 264a.1 264.32(b) H221
R available at scene of operations 265a.1 265.32(b)
Facility equipped with fire control, spill control and . 264a.1 .| 264.32(c) 1 H222
decontamination equipment 265a.1 265.32(c) )
. Facility equipped with water at adequate volume and 264a.1 | 264.32(d) H223
B pressure to supply fire control equipment 265a.1 265.32(d)
‘ Facility communications or alarm systems, fire control, 264a.1 264.33 H224
X|[::] |spill control and decontammatlon equupment tested and 265a.1 264.33
maintained
Adequate aisle space maintained to allow unobstructed 264a.1 264.35 H225
X movement of personnel and equipment during 265a.1 265.35
emergencies 7
\ . Contingency plan onsite and implemented 264a.1 264.51 H226
) 265a.1 265.51
. Contingency plan describes -actin taken by personnel in 264a.1 264.52(a) H227
s 'the event of an emergency 265a.1 265.52(a)
Contingency plan describes arrangements agreed to for - 264a.1 264.52(c) H228"
X outside emergency services such as police and fire 265a.1 265.52(c)
department, hospitals, contractors, etc. -
Contingency plan contains an up-to-date list of names, 264a.1 264.52(d) H229
x addresses and phone numbers of all persons qualified to 265a.1 265.52(d)
act as emergency coordinator
Contingency plan contains list of emergency equipment 264a.1 264.52(e) H230
* includ_ing location, physical description and capabilities to 265a.1 265.52(¢)
each item_ .
X Contingency plan contains an evacuation plan if there is a 264a.1 264.52(f) H231
’ possibility that evacuation could be necessary 265a.1 265.52(f)
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2500-FM-LRWMO0302 Rev. §/99

Part B '
. COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT
HAZARDOUS WASTE INSPECTION REPORT
4 TSD FACILITIES PART B
Site Name __ 38< )< ID Number _/ZOO¢& (,02005' Date 9/9/04’
| Hazardous Waste Inspection Report
' TSD Facilities - Part B
1 - No Violation Observed’ 2 - Not Applicable 3 - Not ‘Dete'rmined 4 - Non Compliance
STATUS ’ : : .
_ ' PACIT. . FED. CIT. LINE
1 2 3 4 REQUIREMENT 25 PA Code 40 CFR NO.
X Part A permit application submitted | 265a.1 265.1(b) H200
X Identification Number 265a.11 264.11 H201
X Wastes accepted at facmty transported by haulers licensed | 264a.11 H202
by DEP to transport hazardous waste 265a.11 _
Waste streams not covered by permlt approved by DEP 264a.13 H203
>( before acceptance 2653.13 ]
| % Chemical and physical analysis repeated as required 264a.13 264.13 H204
) : : 265a.13 265.13 '
X All waste shlpments mspected and anaIyzed when 264a.13 264.13 . H205
necessary 265a.13 265.13 :
* Waste analysis plan on-site _ 264a.1 264.13(b) H206 -
) 265a.13 265.13(b)
)( 24 hr. surveillance at active portion 264a.1 264.14(b)(1) H207
265a.1 265.14(b)(1)
e Artificial barrier around active portion -264a.1 264.14(b)(2) H208
) 265a.1 265.14(b)(2)
' Proper signs posted at each entrance mlmmum 4 inch 264a.1 264.14(c) H209
X lettering 265a.1 ' 265.14(c)
e Facility inspection schedule on-site | 264a.1 264.15(a)(1) H210
: 265a.1 265.15(b)(1)
X ' Facility construction schedule submltted to Department for | 2544 15 : H211
Z mspectlon and approval 265815 _ .
Maintenance schedule onsite for equipment or structures 264a.1 264.15(c) H212
X which reveal deterioration or maIflInctlon 265a.1 265.15(c)
% Immediate remedial action taken where a hazard is 264a.1 264.15(d) H213
imminent or has already occurred 265a.1 265.15(d) _
% Approved on ihejob or classroom personnel training 264a.1 264.16. H214
program implemented ' , 265a.1 265.16
X Records retained for each employee at facility of training, 264a.1 264.16(d) H215
job title and job description 265a.1 265.16(d)

Page of
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2500-FM-LRWM0302 Rev. 5/99

Part A
COMMONWEALTH OF PENNSYLVANIA
D DEPARTMENT OF ENVIRONMENTAL PROTECTION
Uy BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT
HAZARDOUS WASTE |NSP’ECT|ON REPORT
TSD FACILITIES - PART A -
Date of Inspection __ & / V4 / a 4 - Time start “Time finish

i

Name of Inspector . GERRY  AJa 754/ ,
Company, installation name __ RO ERTOWN SOV 74LY  2cr057¢ o [(RCOc )
Location 200 peRREC PO '
County MM TEor?ER Municipality __ 202678 — 7A/~
Identification number__ 240 QL0200 5
Name of responsible official WARREN  FRAIE
Title LRESIDENT
Mailing Address /205 LOFIS 70wy  Lré&s CLENIPPEE , 2 [ I2R 2

" Area code and telephone number ____ (/0 - 22/ - /226 '
Name of person interviewed WARREN  FRZ 7E
Mailing address (if different from above)

Area code and telephone number

1. Site Characterization: E] Treatment |:| Storage XDisposal
Check all thatv‘ ;agply:

I3 surface i%ﬁbundments [0 tanks [0 incineration

[d chemical treatment [1 containers [] BIF

[0 physical treatment [J. waste piles [J recycle

[T biological treatment 1 containment bidg. > landfill

[ other ) Specify '

2. Does the facility generate hazardous waste? [JYes X No

3. Types of hazardous waste produced by Hazardous Waste Number:

4. Are hazardous wastes transported off-site by the facility? [dyes BfNo

Page of




2510-FM-LRWMO0306 Rev.8/95
COMMONWEALTH OF PENNSYLVANIA
. DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - LANDFILLS ‘

siteName  A.S O C ID Number _/A00 4c?€0300 5~ Date 9,//6 '/o_e

1-No Violation Observed ~ 2-Not-Applicable  3-Not-Determined " 4-Non-Compliance

STATUS ' . CHAPTER LINE
112134 REQUIREMENT . CITATION | NUMBER:
X |Run-on diverted away from the facility ... }265.302(a)(1) { . H425
, Run-off collection system properly designed, constructed, operated 265.302(a)(2) H426
X and maintained
X Run-off collected from the active portions and managed as a 265.302(a)(2) H427
_ _ hazardous waste if it is a hazardous waste ‘ 7
X Facility is managed to prevent wind dis’persal of hazardous waste 265.302(a)(4) H428
The exact location and dimension, including depth of each cell with |265.309(1) H429
X respect to permanently surveyed benchmarks kept on map in
operating record ‘
X The contents of each cell and the approximate location of each 265.309(2) © H430
hazardous waste type within each cell kept in operating record
X Closure and post-closure requiremehts complied with 265.310 H431
X Ignitable and reactive wastes disposed with Department approval 265.312 H432
X Precautions taken for the disposal of incompatible wastes and 265.313 © H433
materials
Hazardous wastes disposed contain greater than 20% solids content |265.314 H434
X by dry weight, are not flowable and do not contain free liquid _
% Empty containers crushed flat, shredded or similarly reduced in 265.315 H435
-|volume before disposal ' '

: . _
Recycled Paper -1-




2500-FM-LRWMO0302 Rev. 5/99

PartB
Hazardous Waste Inspection Report
TSD Facilities - Part B
1'- No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
- PA CIT. FED CIT. LINE
1 23 4 REQUIREMENT 25 PA CODE 40 CFR NO.
X | | Closure plan on the premises and up-to-date 265a.1 265.112 H250
x Post-closure plan on the premises and‘up-to-date 265a.1 265.118 H251
> Annual closure cost estimate on the premises and up-to- 264a.1 265.142 H252
| |date 265a.1 | 264.142
X Annual post-closure cost estimate on the premises and | 264a.1 264.144 H253
up-to-date 265a.1 265.144




’ 2500-FM-LRWM0302 Rev.5/99

P;ge 4' of é

Part B
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined ‘4 - Non Compliance
STATUS
PA CIT. FED CIT. LINE
123 4 REQUIREMENT 25 PA CODE 40 CFR NO.
. Emergency coordinator designated and on the premises 264a.1 264.55 H232
X |oroncall _ 265a.1 265.55
. Only Department approved manifest used, unless 264a.71 H233
I manifest not required by 40 CFR 262.20(e) 265a.71 _
> Manifest properly completed and routed within time limits . [ 264a.71 . 264.71(a)(b) H23@
265a.71 265.71(a)(b)
>'< Manifest discrepancies resolved or reported within time 264a.1 264.72(b) H235
limits 265a.1 265.72(b)
% Written operating record maintained on the premises 264a.1 264.73(a) H236
265a.1 265.73(a)
Written operating record contains description and quantity 264a.1 264.73(b)(1) H237
X of waste received and method of treatment, storage or 265a.1 265.73(b)(1)
disposal :
Written operating record contains location and quantity of 264a.1 264.73(b)(2) H238
X each hazardous waste : 265a.1 265.73(b)(2) :
Written operating record contains results of waste 264a.1 264.73(b)(3) H239
A analyses and treatability tests - 265a.1 | 265.73(b)(3)
X Written operating record contains reports and details of all 264a.1 264.73(b)(4) H240
incidents that required implementing the contingency plan 265a.1 | 265.73(b)(4)
Written operating record contains records and results of 264a.1 264.73(b)(5) H241
X i .
all inspections 265a.1 264.73(b)(5)
x Written operating record contains required monitoring, 264a.1 264.73(b)(8) H242
testing and analytical data 265a.1 265.73(b)(6)
¢ Written operating record contains closure and post-closure | 264a.1 264.73(8) H243
cost estimates 265a.1 265.73(8) -
e All'records retained on premises and available for 264a.1 264.74 H244
inspection 265a.1 265.74 g
X Biennial reports submitted on the Department’s version of 264a.75 264.75 H245
EPA Form 8700-13B 265a.75 265.75 :
X Emissions, discharges, fires, explosions and groundwater .
contamination reported as required
X Groundwater monitoring wells located at approved sites
% Approved groundWater sampling and analysis plan ' E
/™| developed and implemented ‘  .'
X Groundwater quality assessment outline on the premises
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PartB ’ :
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS h _ .
PA CIT. FED CIT. LINE
1 23 4 REQUIREMENT 25PACode  40CFR NO.
Ignitable or reactive wastes separated from source of 264a.1 264.17(a) H216
X ignition or reaction 265a.1 265.17(a) :
No smoking signs displayed where the there are hazards 264a.1 264.17(a) H217
X from ignitable or reactive wastes 265a.1 265.17(a)
Treatment, storage, disposal of ignitable or reactive wastes | 264a.1 264.17(b) H218
X or mixing of incompatible wastes or materials conducted 265a.1 265.17(b)
according to requirements ' _
Facility maintained/operated to minimize possibility of fire, 264a.1 264.31 H219
X explosion or discharge of hazardous waste or hazardous 265a.1 265.31
constituents ' ,
X Facility equipped with internal alarm capable of providing 264a.1 264.32(b) H220
’ immediate emergency instruction to personnel 265a.1 265.32(b)
Device for summoning outside emergency assistance 264a.1 264.32(b) H221
available at scene of operations 265a.1 265.32(b)
Facility equipped with fire control, spill control and 264a.1 264.32(c) H222
decontamination equipment 265a.1 265.32(c) '
}( Facility equipped with water at adequate volume and 264a1 264.32(d) H223
pressure to supply fire control equipment 265a.1 265.32(d) ,
‘ Facility communications or alarm systems, fire control, 264a.1 264.33 H224
X | |spill control and decontamination equipment tested and 265a.1 264.33
maintained ’
Adequate aisle space maintained to allow unobstructed 264a.1 264.35 H225 -
X movement of personnel and equipment during 265a.1 265.35
emergencies _ ,
X Contingency plan onsite and |mplemented 264a.1 264.51 H226
265a.1 265.51 '
% Contingency plan describes actin taken by personnel in 264a.1 264.52(a) H227
) the event of an emergency 265a.1 265.52(a)
Contingency plan describes arrangements agreed to for 264a.1 264.52(c) - H228
x| |outside emergency services such as police and fire 265a.1 265.52(c) '
department, hospitals, contractors, etc. ) ‘
Contingency plan contains an up-to-date list of names, 264a.1 264.52(d) -
>S addresses and phone numbers of all persons quallf ied to 265a.1 265.52(d) -
1 act as emergency coordinator : - :
Contingency plan contains list of emergency equipment 264a.1 264.52(e)
X including location, physical description and capablhtles to . _ e)
265a.1 265.52( )_
each item :
| Contingency plan contains an evacuation plan if there is a 264a.1 264.52(f) -
‘ possibility that evacuation could be necessary 265a.1 | 265.52(f)




2500-FM-LRWM0302 Rev. 5/99
PartB
COMNMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT

- HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - PART B

site Name __ 8.S0C : ID Number _£A0048E 02095 Date ?,/ g / 5.3

Hazardous Waste Inspection Report
TSD Facilities - Part B

1-No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance

STATUS :
) ' B PA CIT. FED. CIT. LINE
"1 2 3 4 - REQUIREMENT - ~25'PA‘Code ..~- . 40 CFR *:- NO.
Part A permit application submitted : 265a.1 265.1 (b) _ H200
X Identification Number v 265a.11 26411 H201
X Wastes accepted at facility transported by haulers licensed | 264a.11 .1 H202
by DEP to transport hazardous waste
J 265a.11 A
% Waste streams not covered by permit approved by DEP 264a.13 H203
before acceptance 265a.13
X Chemical and physical analysis repeated as required 264a.13 264.13 - H204
: : A . : 265a.13 265.13 :
'X All waste shipments inspected and analyzed when ' 264a.13 264.13 H205
necessary " | 265a.13 265.13
X Waste analysis plan on-site o 264a.1 264.13(b) H206
. : 265a.13 265.13(b)
X 24 hr. surveillance at active portion 264a.1 | 264.14(b)(1) H207
265a.1 265.14(b)(1)
x Artificial barrier around active portion 264a.1 264.14(b)(2) H208
) : 265a.1 265.14(b)(2)
X Proper signs posted at each entrance, minimum 4 inch 264a.1 264.14(c) H209
lettering | 265a.1 265.14(c)
Facility inspection schedule on-site _ 264a.1 264.15(@)(1) H210
265a.1 265.15(b)(1) '
¢ Facmty constructlon schedule ‘submitted to Department for | 264a.15 ‘ H211
: inspection and approval 265a.15
W Maintenance schedule onsite for equipment or structures 264a.1 . 264.15(c) - H212
e which reveal deterioration or malfunction - 265a.1 265.15(c) AR
X Immediate remedial action taken where a hazard is 264a.1 264.15(d)
.| imminent or has already occurred 265a.1 265.15(d)
X Approved on the job or classroom personnel tra|n|ng 264a1 . |264.16: -
“ [ | program implemented - - - | 265a.1 265.16 -
x Records retamed for each employee at fac1l|ty of tramlng, - | 264a.1 .| 264.16(d) :
ol jOb title and job descnptlon , 265a.1 26516(d) .+

Page 2 of 1




2500-FM-LRWM0302 Rev. 5/99

Part A
" COMMONWEALTH OF PENNSYLVANIA
D DEPARTMENT OF ENVIRONMENTAL PROTECTION
L BUREAU OF LAND RECYCLING AND WASTE MANAGEMENT
HAZARDOUS WASTE .NSPECTION REPORT
‘TSD FACILITIES - PART A
" Date of -Inspection 2 / £ /0 < Time start Time finish

Name of Inspector _~ (S ERRY RALOr Sk /

Company, installation name __ RO YR 7ou// SAA/T. 2PV N/<roL Al Cco.  BSOC
Location 3D MERKEL LOAD ' |
County MO ZEOMHERLH Municipality 800 &c25.5 7/l
dentification number __ A24 048602005 '

Name of responsible official A RREN R e

Title __ PRES/OEL T _

Mailing Address __ /205 FO77L TowN Fré s Grenriors. 29 [/ 9243

Area code and telephone number

Name of person interviewed

Mailing address (if different from above)

Area code and telephone number _

1. Site Characteri?ation: ] Treatment [] Storage |:| Disposal
Check all that apply: ' .

] surface impoundments [] tanks [0 incineration -
[J chemical treatment [0 containers O BIF

[0 physical treatment [ waste piles [1 recycle

B’ biological treatment [0 containment bldg. landfill

0 other Specify '

2. Does the facility generate hazardous waste? . [ Yes No

. 3. Types of hazardous waste produced by Hazardous Waste Number:

X1 No




) . C _ n ) . ‘ L
“ s B . ‘l . ‘i‘. A
3ER-WM-129: Rev. 12/93 ' , ' \ : il

COMMONWEALTH OF PENNSYLVANIA -
DEPARTMENT OF ENVIRONMENTAL PROTECTION
" BUREAUOF WASTE MANAGEMENT o -

INSPECTION REPORT COMMENTS
Déte of inspection - 07121(2006 .

' Identification Number: ~_PAD 048603005

Company/Facility/Site Name: -Boyertown Landfill (aké Boyertown Sanitary Dispbsal “BSD';)

ADDENDUM

7

Warren Frame provided a brief outlinc_ of the treatment steps for the leachéte ge_:nerated by the landfill:.

a) Leachate enters the large raw leachate surface impoundment. . ~ _

b) Leachate is pumped up to the “air house”. This is a small treatment basin (covered by a roof) in which air
is continuously bubbled through the leachate water. This step gives biological treatment to the leachate.
At the clarifier end of this air house, Warren Frame says he adds a bio-energizing chemical that prevents -
sludge precipitation. ’ . _ |

¢) The leachate is then pumped into a 250-gallon square, plastic tank, inside the maintenance building, -

d) From this tank, the leachate is pumped up thru a “stripping tower”, in order to rémove volatile
compounds. S _ _

€) Then the leachate is pumped back into the building, into another 250-gallon square plastic tank.

f) The leachate is then pumped thru large blue-colored carbon tanks. ’ T

g) Finally the leachate water is pumped into either of two (2) small treated leachate surface impoundments

Warren Frame said that effluent from the bathroom and the washing machine occasionally is added to the
treatment process at the air house stage. o o '

This inspection report is notice of the findings of an inspection conducted by a represéntative of the Department. - ‘This report is formal
notification of any violations observed during the inspection. Additional notification of violations may be issued concemning either violations noted
herein, or other violations identified as a result of review of laboratory analyses. or Department records. ' T . . )

This report does not constitute an order or other appealable action of the Department. Nothing contained herein.shall be deemed to grantor

“imply immunity from legal action for any violation noted herein, o T :
Signature by the person.interviewed does not necessarily im

ply concurren'ce'v)ith the findings on this report, but does acknowledge that the -
person was shown the report or that a copy was left with the person. : ’ '

a | M/\ anlel - . . . Date- -8‘25_-56"
2y, L ‘ __ Date -2+ 0@
: ' - | Page g ofg

Person interviewed (signatu?ﬂv A
Inspector (signature) l

L
S

Vo
-

{
J




L]
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. 3ER-WM-129: Rev. 12/93

COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WASTE MANAGEMENT

INSPECTION REPORT COMMENTS

Date of inspection 07/21/2006 ' Identification Number: PAD 048603005 .

Company/Facility/Site Name:: Boyertown Landfill (aka Boyertown Sanitary Disposal “BSD")

The following violations were noted:
1) 40 CFR 265.111(b) “Operator prevents leachate from leaking into the grbund”

2) 40 CFR 265.92(a) “Groundwater sampling plan developed and implemented” |
~~3) 40 CFR 264.99(a) “Groundwater monitoring performed”

4) 40 CFR 264.73(a),(b) “Written operating record...”

It is recommended that Boyertown Sanitary Disposal Company correct the violations listed above.

Ireviewed the results of this inspection with Warren Frame prior to my departure.

This inspection report is notice of the findings of an inspection conducted by a representative of the Department. j’his rgpor:t is formal
notification of any violations observed during the inspection.  Additional notification of violations may be issued conceming either violations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records. :

This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to grant or
imply immunity from legal action for any violation noted herein. '

Signature by the person interviewed does not necessarily imply concurrence with the findings on this report, bqt does acknowledge that the
person was shown the report or that a copy was left with the person.

1

Person interviewed (signatyre) A hayle J Date g_-a)_ ool
Inspector (signature) _ZZ@]« '// /’% : _ Date __[-2.}- 0l

g Page’ —7 of 8




3ER-WM-129: Rev. 12/93

| COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTECTION
' BUREAU OF WASTE MANAGEMENT

* INSPECTION REPORT COMMENTS

Date of inspection  07/24/2006 _ Identification Number: PAD 048603005

CompanyIFaciIityISite Name: Boyertown Landfill (aka Boyertown Sanitary Disposal “BSD”)

On this date Charlie Fees of the PA DEP conducted a hazardous waste, treatment, storage, and disposal (TSD)
facility inspection. Warren Frame granted access. ' '

The following dbsérvatibns were made:

L.

1 did not detect 'ény landfill gas odors during today’s inspéction.

The EPA assigned an identification number to this landfill after it r portedly accép'ted hazardous waste prior
to its closing. : ' ' - .

. At time of inspection the freeboard of the raw leachate irﬁpoundmeﬁf appeared to be 2 feet, while the free

board of the treated impoundments appeared to be approx. 1% feet.

Warren Frame said that the impoundment linérs have not been repéired. The impoundments were determined
to be leaking by BSD. B o

- BSD has not submitted to the Department quarterly groundwater monitoring results since the 1% quarter of

2003. (The Department conducted a sampling event on May 17, 2005.)

. At time of inspection, none of the flares were working. Warren Frame said that the newly installed flare
system does not work because the landfill does not generate enough gas to support combustion.

e

. Warren Frame said ﬂle two treated leachate surface.impouhdments have a combined total of 135,837 gallons.

. BSD does not have a complete record of the _quantitiés and time when leachate is discharged to the local

sewage treatment plant. Also, chemical analyses were not available at time of inspection. (Warren Frame
appears to have a partial record of leachate discharges on file at the landfill maintenance building)

This inspection réport is' notice of the findings of an inspection conducted by a representative of the Department. This report is formal

notification of any violations observed during the inspection. Additional notification of violations 'may be issued concerning either violations noted
herein, or other violations identified as a result of review of laboratory analyses or Department records.

This report does not constitute an order or other appealable action of the Department. Nothing contained herein shall be deemed to. grant or

imply immunity from legal action for any violation noted herein. ; :

Signature by the person interviewed does not necessarily imply concurrence with thelﬁndings on this report, but does acknowledge that the

person was shown the report or that a copy was left with the person. |

Person interviewed (sign_atm N | W\Cﬂl 4‘()' * Date - G‘QS'OQ

Inspector (signature)

{/dgL/ S " Date .'7}3)509 .
| | | | -Page 6 of 6




2510-FM-BWMO0302 6/2005 COMMONWEALTH OF PENNSYLVANIA
PartB DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WASTE MANAGEMENT

Hazardous Waste Inspection Report
TSD Facilities - Part B

1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance

: PACIT.  FEDCIT. LINE
123 4 REQUIREMENT 25 PA CODE 40 CFR "~ NO.
X Closure plan on the premises and up-to-date _ 265a.1 265.112 . H250
X Post-closure 'p|ah on the premises and up-to-date 265a.1 265.118 H251
Annual closure cost estimate on the premises and up-to- = | 264a.1 265.142 ‘ H252
Y| |date 265a.1 264.142
Annual post-closure cost estimate on the premises and up- | 264a.1 264.144 H253
>( to-date 265a.1 265.144

Page K of 8




251 0-FM-BWM0302 6/2005

COMMONWEALTH OF PENNSYLVANIA

Part B - DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WASTE MANAGEMENT
Hazardous Waste Inspectlon Report
| o TsD Facllltles Part B-
A 1 - No Violation Observed 2 - Not Applicable - 3 - Not Determined 4 - Non Compliance
STATUS » o -
: ~ . s -~ PACIT. FED CIT. LINE
123 4 REQUIREMENT "25 PA CODE 40 CFR NO.
Emergency coordinator designated and on the premlses or 264a.1 264.55 . H232
x| [oncal 265a.1 265.55, _
Only Department approved manlfest used unless manlfest " |264a.71 H233
X not required by 40 CFR 262.20(e) - 2654.71 v e
|| .| Manifest properly completed and routed within time limits. 264a.71 '264.71(a)(b). H234
N A ! 265a.71 265.71(a)(b)
1 Manlfest dlscrepancles resolved or reported within time .| 264a.1 264.72(b) H235
N limits {26521 |265.72(b) |
.' Written operating record maintained on the premises 264a.1- - 264.‘73(a) H236
X : 265a.1 . - |265.73(a) :
: _ Written operating record contains descrlptlon and quantity 264a.1 . . 1264.73(b)(1) H237
of waste received and method of treatmient, storage or 265a1 . |265.73(b)(1) :
)( disposal -,
Written operatlng record contains Iocatlon and quantlty of 264a.1 264.73(b)(2) H238
X each hazardous waste 1 265a.1 265.73(b)(2)
e | Written operating record contains results of waste R 264a.1 . 264.73(b)(3) H239
Y | analyses and treatability tests S¥¢ " @ Ohg b #1n %" B 6 265a.1 265.73(b)(3)
Written operating record contains reports and details of all 264a.1. 264.73(b)(4) H240
X incidents that required implementing the contingency plan 265a.1 265.73(b)(4)
: 'Written operating record contalns records and results of all 264a.1-‘ 264.73(b)(5) H241
x| - |inspections A 265a.1 264.73(b)(5) |
: Written operating record contains requnred monltorlng. 264a.1 264.73(b)(8) H242
" K| [testing and analytical data - C 265a.1 265.73(b)(6) ,
| |written operatmg record contanns closure and post-closure 264a.1 264.73(8) . H243
X cost estimates s _ ‘ 265a.1 265.73(8)
| - | All records retained on premlses and avallable for 264a.1 264.74 H244
X | [inspection _ .265a.1 265.74 . -
' Biennial reports submitted on the Department's version of 264a.75 - | 264.75 | H245
X' . EPA Form 8700-13B ' 265a.75. 265.75 .
Emissions, discharges, fires, eproS|ons and groundwater 264a.1 264.77(a) H246
X contamination reported as required | 265a.1 265.77(a) :
4 Groundwater monitoring wells located ‘at approved"sites - 265a.1 265.91 ‘H247
g Approved groundwater sampling and analysrs plan , 265a.1 . - |265.92(a) H248
X | developed and implemented S84 "Commends’ H# 3 - S : ,
X Groundwater quality assessment.outline on the premises 265a.1 265.93° H249

Page _ LIL of 8




2510-FM-BWMO0302 6/2005 COMMONWEALTH OF PENNSYLVANIA
Part B DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WASTE MANAGEMENT

Hazardous Waste Inspection Report
- TSD Facilities - Part B

1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance

STATUS _
PA CIT. FED CIT. LINE
123 4 REQUIREMENT 25 PA Code 40 CFR NO.
Ignitable or reactive wastes separated from source of 264a.1 264.17(a) H216
X ignition or reaction : ‘ 265a.1 265.17(a)
No smoking signs displayed where the there are hazards 264a.1 264.17(a) H217
X% from ignitable or reactive wastes 265a.1 265.17(a)
Treatment, storage, disposal of ignitable or reactive wastes | 264a.1 264.17(b) H218
or mixing of incompatible wastes or materials conducted 265a.1 265.17(b)
X according to requirements
' Facility maintained/operated to minimize possibility of fire, 264a.1 264.31 H219
explosion or discharge of hazardous waste or hazardous 265a.1 265.31
N constituents
Facility equipped with internal alarm capable of providing 264a.1 264.32(b) H220
y immediate emergency instruction to personnel 265a.1 265.32(b)
' Device for summoning outside emergency assistance 264a.1 264.32(b) H221 -
\( available at scene of operations 265a.1 265.32(b)
Facility equipped with fire control, spill control and 264a.1 264.32(c) H222
\ decontamination equipment 265a.1 265.32(c)
B Facility equipped with water at adequate volume and 264a.1 264.32(d) H223
N pressure to supply fire control equipment 265a.1 265.32(d)
Facility communications or alarm systems, fire control, spill | 264a.1 264.33 . H224
control and decontamination equipment tested and 265a.1 264.33
N maintained
Adequate aisle space maintained to allow unobstructed 264a.1 264.35 H225
movement of personnel and equipment during 265a.1 265.35
X emergencies
Contingency plan onsite and implemented ' 264a.1 ' 264.51 H226
Y 265a.1 265.51 :
/
Contingency plan describes actin taken by personnel inthe | 264a.1 264.52(a) H227
Y event of an emergency 265a.1 265.52(a) ‘
' Contingency plan describes arrangements agreed to for 264a.1 264.52(c) H228
outside emergency services such as police and fire 265a.1 265.52(c)
>( department, hospitals, contractors, etc.
Contingency plan contains. an up-to-date list of names, 264a.1 264.52(d) H229
addresses and phone numbers of all persons qualified to 265a.1 265.52(d) '
Y act as emergency coordinator
Contingency plan contains list of emergency equipment 264a.1 264.52(e) H230
- including location, physical description and capabilities to 265a.1 265.52(e)
X | |each item
Contingency plan contains an evacuation plan if there is 264a.1 264.52(f) H231
X possibility that evacuation could be necessary ' 265a.1 265.52(f)

Page 3 of 8




2510-FM-BWM0302 6/2005 ° E COMMONWEALTH OF PENNSYLVANIA :
PartB DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WASTE MANAGEMENT '

HAZARDOUS WASTE INSPECTION REPQRT
~ . TSD FACILITIES - PART B
Site Name KSDQ . 1D Number PAD 046 (u3 oS Date:SU’){ 9] ! OU(/

‘Hazardous Waste Inspection Report
TSD Facilities - Part B ‘

1- No Violation Observed 2 - Not Apphcable . 3- Not D_ete'rmined, 4 - Non Compliance .

STATUS Lo -
r . ‘ o ; PACIT.  FED.CIT. LINE
12 3 4 o REQUIREMENT - - 25 PA Code 40 CFR NO.
. Part A permit application 'submitted ’ 265a.1 - 265.1(b) H200
v Identification Number e ' : - .. | 265a.11. . 126411 - . H201
i Wastes accepted at facility transported by haulers licensed | 264a.11 H202
v by DEP to transport hazardous waste : | 265a.11 ) '
| Waste streams not covered by permrt approved by DEP 264a.13 . . H203
i | before acceptance 265a13 '
Chemical and physical analysis repeated as required | 264a.13 264.13 1 H204
X - : o 7 : 265a.13 265.13 .
All waste shipments inspected and analyzed when 264a.13 264.13 H205
X necessary 5 | 265a.13 | 265.13
' Waste analysis.plan on-site r ‘ ' © ] 264a.1 264, 13(b) H206
X 2 " -  265a.13 265.13(b) . .
24 hr. surveillance at active portion S o | 264a.1 264.14(b)(1) H207
1Y : ) 265a.1 ] 265.14(b)(1) .
Artificial barrier around active portion - . | 264a.1 264.'14(b)(2) .H208
X - 265a.1 265.14(b)(2) '
Proper signs posted at each entrance minimum 4 rnch 264a.1 264.14(c) | H209
lettering . = | 26521 | 265.14(c)
Facrhty mspection schedule on-site 264a.1 264.15(a)(1) “H210
X ' 265a.1 | 265.15(b)(1)
' Fagcility constructlon schedule submltted to Department for * 1 264a.15 ~ ] He
)( ‘ inspection and approval ) . | 265a.15 _
Maintenance schedule onsite for equipment or structures 264a1 - 264.15(c) | H212
X which reveal deterioration or malfunction ‘ 265a.1 265.15(c) |
1 Immedlate remedial.action taken where a hazard i is 264a1 264.15(d). | H213 .
)( imminent or has already occurred | 265a.1 265.15(d)
Approved on the job or classroom personnel training . 264a.1 | 264.16 . H214
X1 program implemented . ) © 7 | 265a.1 265.16 = o
Records retained for each employee at facmty of tralmng, job | 264a.1 264.16(d) - H215
X title and job descrlptlon .

265a.1 265.16(d)

A.Page Q A”’of’ 8



"' 2510-FM-BWM0302 6/2005 COMMONWEALTH OF PENNSYLVANIA Inspectlon Date vV , ! ' 2 006
Part A DEPARTMENT OF ENVIRONMENTAL PROTECTION TimeStart ______~
) / BUREAU OF WASTE MANAGEMENT Time Flnlsh

T 15cq07] ¥ HAZARDOUS WASTE INSPECTION REPORT
2FACTs 1559071 " TSD FACILITIES - PART A

Company, installation name B 42h‘)-o W h S}(;\ .--}a 2, D\ S ‘b 0{& ' (\L ( R<SD C‘}

Name of Inspector ﬂ ¢ Fegs : '

Location __300 MQh\({)) Br} a”ﬁh svilly . PA. 9534

County M h 4' Omeh\/ . Municipality D ov glace Tw p.
EPA I.D. Number?jib ob8 6o oo Employer 1.D. Number EN)

Name of responsible official W a Fheh Fha I~

Title _Pusdent '

Mailing Address ___ | 05~ Pottchown Pl C}% moord, PA 19343

Area code and telephone number Glo 32l - | 23 ( '
- Name of person interviewed ° Warren, Fra m¥

Mailing address (if different from above)

Area code and telephone number

1. Site Characterization: [X]  Treatment [] Storage Disposal

Check all that apply:

B surface impoundments [0 tanks [0 incineration -
[ chemical treatment [0 containers O BF

[0 physical treatment E]" wastepiles - [] recycle

P® biological treatment [0 containment bidg. X landfil .

[0 other . Specify

2. Does the facility generate hazardous waste? MYes [ONo

3. Types of hazardous waste produéed by Hazardous Waste Number:

F 037 MgHj Courcy Lfi q cL cd'%f

4, Are hazardous wastes transported off-site by the facility? [ Yes E No

Page ' of 8’




RCRAInfo CM&E Evaluation-Violation Form, Page 2

EPA ID Number Handler Name
PAD 04.&403 008 BUY%”‘-‘WI—\ SM«[‘"MM blf} of & | (‘0
VIOLATIONS SECTION
(Additional Violations can be added/updated/deleted using the RCRAInfo CM&E Additional Violations Form)
VIOLATION [JAdd [JUpdate []Delete Link to Above Evaluation
Violation Determined Date Return to Compliance (RTC) Actual RTC Date
Se.No Type Agency (mm/ddlyyyy) Qualifier (mm/ddlyyyy)
\ s 7 ] A RTC Qualifier is required if
JCL} E N / 2 / o 06 entering an Actual RTC Date.
Notes: Tb‘f‘om’»I{“[Y 0 .}\é’ru‘/\hﬁ b4 cond
LINK CITATIONS TO ABOVE VIOLATION? & [ YES NO D If Yes, fill in information below
Citation g Citation a2
Type Citation Type Citation
Fe. | bo—erp :zw 13()58
4 | d J (/s +~ 1N 3
VIOLATION X( Add  [JUpdate []Delete Link to Above Evaluation [7]
Violation Determined Date Return to Compliance (RTC) Actual RTC Date
Seq. No Type Agency (mm/dd/yyyy) Qualifier (mm/dd/yyyy)
) o i 2 o A RTC Qualifier is required if
( L(C“ S / [0 entering an Actual RTC Date.
Notes:
LINK CITATIONS TO ABOVE VIOLATION? [ YES E NO E] Llf Yes, fill in information below
Citation o Citation chid
Type : Citation Tvos Citation
FI2 AR . 92w
HANDLER SECTION (Fill out if RCRA Non-Notifier)
landler Name ! Contact I
Street
City | state | [ Zip Code |
County
UNIVERSE CHANGE SECTION (Fill out if Universe Change Required)
i. Indicate the Facility’s current Universe(s): l
ii. Indicate the new RCRAInfo Generator Universe:
Note: All TSD activity changes must bé handled by the IOR and Lac L] C'SQg S kG - L]
cannot be made using this form. Non-Handler  [] oen
Transporter D Non-Transporter D
¢ s check t check at
L Wit g pinaptiwratmunt | [ smmonetoe oot et ook |y o e e i
(Only fill out if the facility requires a i currently listed in RCRAInfo as a
transporter status change) o Alr [ water transporter AND no longer transports
% Ei;ﬂhway [0 Other hazardous waste.

*Required Fields




March 2006

RCRAInfo CM&E EVALUATION - VIOLATION FORM

*EPA ID Number

PAD 048 (o3 005

EIN

Handler Name

Boyertown S—,ﬂm%"*‘/ le,b"ﬂi/ Co. ...

Street

200 Menke| P

City

0!! L#g‘*jvn”-( State

PA

Zip Code | 49§ TS

Actual Generator Status
Check only if different from Notified Status. Lac i

O

CESQG [ Closed [] Non-Handler []

Universe Change Required?
(Generator Status Change Required)

YES D NO ' If YES, complete the Universe Change Section (on reverse side of this form).

RCRA Non-Notifier?

| YES D NO If YES, complete the Handler Section (on reverse side of this form).

Other Facility Information Changes?

YES D NO E If YES, complete the Handler Section (on reverse side of this form).

* You must provide an Evaluation Identifier (also
EVALUATION [ Add  [JUpdate  []Delete rrowli sk e SA e M tas)
*Evaluation * *Evaluation Start Date * Responsible b izati
Identifier ipe (mm/dd/yyyy) o id Person Stborgsnization
ool ||SN¥| [7/21 /204 < CSF boteste WM
r A - /
m \Ja

Day Zero (mm/dd/yyyy):

You need to specify Day Zero for all evaluation types except CDI, CSE, FUI,
SNY, and SNN, otherwise it defaults to Evaluation Start Date. For CDlI,
CSE, FUI, and SNY evaluations, you must select a previous CEIl Start Date
for the Day Zero. SNN evaluation type does not require a Day Zero.

Notes:

b}

A1 \| O Only applicable for SNY

Reclassified SV Date:

valuation type as
ppropriate.

Evaluation Indicator Field (Check all that apply)

[0 citizen Complaint O Multimedia Inspection

[0 sampling [J Not Subtitle C

BIF . [] CCl
L] uic
CAR [0 cPC

Focused Coverage Areas (Use Only for Evaluation Type FCI)

_Regulation-Specific FCI
O ca+fT INCTHB—DRrR O

O uvo O uwwr O

OTHER (specify):

Routine/Standardized FCI

O bos O emrR O

el

PTB [ PTX [

st O RTI O

Does this Evaluation Add/Update/Delete a Violation?

(£ If Yes, fill in the Violations Section(s) on page 2
ves(@ no [ o pee

of this form.

Does this Evaluation link to a Commitment?

~ If Yes, please use the RCRAInfo 3007
YEs [] No »

Information Requests and Commitments Form.

Does this Evaluation link to a 3007 Request?

7 ) RCRAInfo 3007
YES D NO . If Yes, please use the ni

Information Requests and Commitments Form.

OUTSTANDING VIOLATIONS COVERED BY ABOVE EVALUATION? YESFIE‘ no [] l If Yes, fill in information below.

*Seq. No.

o W 4

*Regulation Citation

*Violation Type ~ *Agency (Type + Citation) (mm/ddlyyyy)
) A : (ex. FR 262.1)

*Date Determined

/"; “;‘v
e l

|

265+ || < |[ho o1 74475

9.q-2 ool

) O

4

VAL

S 4o crp :)4,9!”@;{ 9-9-2 0oy

*Required Fields




RCRAInfo > Violation List

1of2

<EPA

\ 4

United States
Environmentsi Protection
Agency

BOYERTOWN SANITARY DISPOS

EPA Unaddressed SNC: N

State Unaddressed SNC: Y

Show All Evaluations

Enforcements
A

Act Seq - ol

Log i | [P | Deaneee
1 PA 40 264E 0772172006
2 PA 41 265F 07/21/2006
3 PA 37 265F 05/17/2005
4 PA 264N 09/09/2004
5 PA 264N 09/09/2004
6 PA 262.A 09/16/2003
7 PA 262.A 09/16/2003
8 PA 31 264G 0911172000
9 PA 32 264N 09/11/2000
10 PA 30 264N 10/23/1995
11 PA 29 264N 10/23/1995
12 PA 23 264G 05/04/1995
13 PA 27 264G 0412511995
14 PA 26 2624 03/23/1995
15 PA 24 264D 03/17/1995

NUPS//IMTEnct.cpd. gOV/ ICranuyy Cic/CIic_ VIOL_ ST JSP (abuui— UsLuep. ..

Violation List

GILBERTSVILLE

EPA Addressed SNC: N

RCRA

PAD048603005

EPA SNC with Compliance Schedule

Established: N
) State SNC with Compliance Schedule
State Addressed SNC: N Established: N
Soow Al 36 Violation(s) were found.
Page: 1 GoTo '{
Violations Evaluations Enforcements
Dgye’ Resp ActualRTC RTC Linked . e
Agency Agency Date Qual Citations
Show No enforcements
S S 264.73(b) 1 Evaluations found.
Show No enforcements
S S 265.92(a) 1 Evaluations found.
s s 1 Show No enforcements
Evaluations found.
Show No enforcements
S S 2 Evaluations found.
Show No enforcements
S s 2 Evaluations found.
s s 1 Show No enforcements
Evaluations found.
s s 1 Show No enforcements
Evaluations found.
Show No enforcements
s s 3 Evaluations found.
s S 3 Show No enforcements
Evaluations found.
Show Show
9 2 ? Evaluations X Enforcements
' Show Show
s S 09/1172000 O 2 Evaluations 3 Enforcements
Show Show
S S 09/11/2000 O 1 Evaluations 3 Enforcements
Show Show
S S 09/11/2000 O 14 Evaluations 3 Enforcements
Show Show
S S 09/11/2000 O 1 Evaluations 3 Enforcements
Show Show
S S 09/11/2000 O 2 Evaluations Enforcements
lioked & cwar &Ik
VihaXias

5/30/2007 2:09 PM



a start date of 4/18/07.
4. Regarding the violations specxfled Your

However, in RCRAInfo there are 10 outstandmg v10|atloris I've attached the violation page from
RCRAInfo. Please let me know which violations should be linked to the 4/18/07 inspection and whether
any of the outstanding violations in RCRAInfo have already been RTC d. If so, please provide the

qualifier and RTC date. If we are mlssmg any. jnfotmatlon (an 1nspect|on that RTC'd the violations, then

Y ¢

or't atmspectlon to me either by mail or fax).

PR

Chun/R3/USEPA/US]

please submit the Inspection Report a‘ d CME for

B x‘u( ], [ :“.

[attachment "boyertown violation list. htm“ deleted by Susn _

P WIS BT

If you have any questions or need additional mformatlon please let me know
Thank you,

Susie Chun i
Environmental Scientist S
US EPA Region llI el
Technical Support Branch (3WC1 1)
Waste and Chemicals Management, DlVlSlOﬂ
1650 Arch Street o
Philadelphia, PA 19103 AR,
Phone- (215) 814-2469 it
Fax - (215) 814-3113
chun.susie@epa.gov

s LHHOTIAaGY (N i
C e




Susie Chun/R3/USEPA/US To kbauer@state.pa.us
06/05/2007 12:10 PM cc Claudette Reed/R3/USEPA/US@EPA
bec  Susie Chun/R3/USEPA/US@EPA
Sut)ject Fw: Boyertown Sanitary Disposal Co. - PAD048603005

Kevin,

Thank you for all the mformatlon in cleaning up this data. This is just to confirm what we discussed on the
phone.

I-'will be changing Violation Seq # 30 to 265.G with a citation of 265.111 (determined date 10/23/1995)
| will be changing Violation Seq # 34 to 264.F with a citation of 264.99(a)
| wili also be keeping Violation Seq 40.

All other violations will be deleted.except 40 andi41..iyaiperi 2 - R

All evaluation after 1995 will be linked to the outstanding V|olatlons of 30.

All evaluations after 2003 will be linked to the outstariding” “Violations of 30 and 34.
e . ‘)h '\:‘ih‘ t'

Violation Seq 41 will be RTC with the 4/18/07,inspections i sa;

If you have any questions or need additional information please let me know.

Thank you, i capibisdnta, This o b
Susie Chun

Environmental Scientist . 2 S0 with a liation 1
US EPA Region |li 4 Faswith g cilaton ol T

Technical Support Branch (3WC11)::
Waste and Chemicals Management DIVISIon
1650 Arch Street 0 angiatyg
Philadelphia, PA 19103 o ]
Phone- (215) 814-2469 .
Fax - (215) 814-3113

. chun.susie@epa.gov S iSE e
----- Forwarded by Susie Chun/R3/USEPA/US on 06/05/2007 12 05 PM -----

Susie Chun/R3IUSEPA/U§ i .
05/30/2007 02:11 PM T Y ST HEER@S TATEIPA. us

.11 16 @laudette; Reed/R3[USEPA/US@EPA
Subject Boyertown Sanitary Disposal Co. - PAD048603005

vttt a cilaticeo .

- i -y ey Y ey . N e
JoE with a ol on O B

Susan, . ;‘ i
' PN U
This e-mail is in regards toc an mSpectlon performed on 4/18/07 at. Boyertown Sanitary. The following

needs clarification before the CME forms can bennputted info RCRAInfo.

1. SNY evaluations are never linked.to v10lat|ons In the future you need to submit one CME form for the
violation and a separate CME form for. the SN)(,,evaIuatron 4This. is also the case for SNN.
2 From what | can gather, you want.the Day Zero for the SNY to be 9/9/04.

. | will add an CME form with a CEl ‘evaluation for thre.date of. 4/1 8/07 The SNY CME form will also have

!
3




. FR-WM-129: Rev. ;/95
N ) Commonwealth of Pennsylvania
Department of Environmental Protection
Bureau of Land Recycling & Waste Management

Inspection Report Comments

Date of Inspection 4/18/2007 Identification Number PAD(048603005

Company/Facility/Site Name Boyertown Sanitary Disposal Company _

5) The observations noted in paragraphs (3) and (4) above correct the outstanding violation of 40
CFR Section 264.73 (a) and (b) (“Written operating record...”). The following violations remain
outstanding:

a. 40 CFR Section 265.111 (b) “Operator prevents leachate from leaking into the ground”
b. 40 CFR Section 265.92 (a) “Groundwater sampling plan developed and implemented”
c. 40 CFR Section 264.99 (a) “Groundwater monitoring performed”

6) A Compliance Order (CO) was issued on September 9, 2004 to Warren Frame, Kenneth Frame, and
BSDC. This CO required the responsible parties to remove and properly dispose of waste from land
clearing, grubbing and excavation (LCGE). At the time of inspection, no new LCGE waste was
observed to have been brought onsite. Some remaining material was observed to have been moved to
one side of the area. BSDC is reminded that the stumps, branches and roots should be disposed of at a
permitted facility. Mr. Frame pledged to have the remaining exposed branches removed from the clean
fill within thirty (30) days of this inspection, to ensure that they would not be buried.

In summary, three (3) outstanding violations remain. A copy of this report was mailed to the facility.

This inspection report is notice of the findings of an inspection conducted by a representative of the
Department, This report is formal notification of any violations observed during the inspecticn.
Additional notification of violations may be issued concerning either violations noted herein, or other
violations identified as a result of review of laboratory analyses or Department records.

This report does not constitute an order or other appealable action of the Department. Nothing
contained herein shall be deemed to grant or imply immunity from legal action for any violation noted
herein.

Signature by the person interviewed does not necessarily imply concurrence with the findings on this
report, but does acknowledge that the person was shown the report or that a copy was left with the person.

Person interviewed (signature) 47/1//6/#‘(/6 /ﬁ;t@ Date 2’/2{/2%}7'
Inspector (signature) _4MA 7?//,,/4/\ Date  (yR3/i07

Page 7/ of 7/



ER-WM-129: Rev. 7/95 ¢
' Commonwealth of Pennsylvania
Department of Environmental Protection
Bureau of Land Recycling & Waste Management

—

Inspection Report Comments

Date of Inspection 4/18/2007 Identification Number PAD048603005

Company/Facility/Site Name- Boyertown Sanitary Disposal Company

On this date, Susan Michler and Charlie Fees of the Department conducted a routine hazardous waste
treatment, storage and disposal (TSD) inspection and a municipal waste compliance inspection at Boyertown
Sanitary Disposal Company (BSDC), located in Douglass Township, Montgomery County. Mr. Warren Frame,
President, granted access to the facility and was the facility guide for the inspection. The following observations
were made: '

1) At the time of inspection, the treated and raw leachate lagoons had the required two (2) feet of freeboard.
Mr. Frame explained that the impoundment liner, which was determined to have been leaking by BSDC,
had not been repaired. A large break/fold in the liner was observed in the treated lagoon A. At the time
of inspection, lagoon A was being discharged to the sewer authority. Mr. Frame stated that takes
approximately twelve to fourteen (12-14) days to discharge because he can only discharge a maximum
rate of 12 gallons/minute. At the time of inspection, the flowmeter read 9.9 gallons/minute. -

2) Atthe time of inspection, the main gas flare was not on. No landfill gas odors were detected.

3) Mr. Frame collects treated leachate samples every six (6) batches. Lagoon A and B are each considered
one (1) batch. The leachate samples are collected from in between the two (2) carbon columns.
Samples are sent to Blue Marsh Laboratories, located in Douglassville PA. Mr. Frame explained that
raw leachate samples are collected and analyzed annually, and a priority pollutant test is analyzed on the
treated leachate annually. Chemical analysis were reviewed for 2006-2007 and found to be complete.

4) The monthly operations reports for the treatment plant were reviewed from August 2006- February 2007.
This report includes the hours of operation, basin utilized (A or B), flowmeter readings, gallons
discharged, pH, carbon change date, and comments (when sock filter was replaced). According to these
reports, BSDC discharges an average of 140,000 gallons from lagoons A and B every two (2) months.
The Department recommends that Mr. Frame obtain a copy of the monthly operations report for
December. BSDC is reminded that they should be conducting routine inspections of the lagoons,
including leachate levels and liner conditions, and that these inspections should be documented.

This inspection report is notice of the findings of an inspection conducted by & representative of the
Department. This report is formal notification of any violations observed during the inspection.
Additional notification of violations may be issued concerning either violations noted herein, or other
violations identified as a result of review of laboratory analyses or Department records.

This report does not constitute an order or other appealable action of the Department. Nothing
contained herein shall be deemed to grant or imply immunity from legal action for any violation noted
herein. i

Signature by the person interviewed does not necessarily imply concurrence with the findings on this
report, but does acknowledge that the person was shown the report or that a copy was left with the person.

Person interviewed (signature) ,4401/1/{/d76 7§a/o//§ Date#/bj/édﬂ?
Inspector (signature) 4% W,\ Date “//'/Zf'/).@/v
=4 7
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2510-FM-BWM0302 6/2005 " COMMONWEALTH OF PENNSYLVANIA
Part B DEPARTMENT OF ENVIRONMENTAL PROTECTION
* BUREAU OF WASTE MANAGEMENT

Hazardous Waste Inspection Report
TSD Facilities - Part B

1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
PA CIT. FED CIT. LINE
123 4 ' REQUIREMENT 25 PA CODE 40 CFR NO.
X Closure plan on the premises and up-to-date 265a.1 265.112 H250
X Post-closure plan on the premises and up-to-date 265a.1 265.118 H251
X Annual closure cost estimate on the premises and up-to- 264a.1 265.142 H252
date - 265a.1 264.142
X Annual post-closure cost estimate on the premises and up- | 264a.1 264.144 H253
to-date ‘ 265a.1 265.144

Page S of 7




2510-FM-BWMO0302 6/2005

COMMONWEALTH OF PENNSYLVANIA

Part B DEPARTMENT OF ENVIRONMENTAL PROTECTION .
BUREAU OF WASTE MANAGEMENT . )
Hazardous Waste Inspection Report
TSD Facilities - Part B
1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS -
, PACIT. FED CIT. LINE
1.2 3 4 REQUIREMENT 25 PA CODE 40 CFR NO.
X Emergency coordinator designated and on the premises or 264a.1 264.55 H232
on call 265a.1 265.55
X Only Department approved manifest used, unless manifest = | 264a.71 H233
not required by 40 CFR 262.20(¢) ' 265a.71
X Manifest properly completed and routed within time limits 264a.71 264.71(a)(b) H234
265a.71 265.71(a)(b)
X Manifest discrepancies resolved or reported within time 264a.1 264.72(b) H235
limits 265a.1 265.72(b)
X Written operating record maintained on the premises 264a.1 264.73(a) H236
265a.1 265.73(a)
X Written operating record contains description and quantity 264a.1 264.73(b)(1) H237
of waste received and method of treatment, storage or 265a.1 265.73(b)(1)
disposal
X | Written operating record contains location and quantity of 264a.1- 264.73(b)(2) H238
each hazardous waste ‘ 265a.1 265.73(b)(2)
X | Written operating record contains results of waste 264a.1 264.73(b)(3) H239
analyses and treatability tests 265a.1 265.73(b)(3)
X Written operating record contains reports and details of all 264a.1 264.73(b}(4) H240
incidents that required implementing the contingency plan 265a.1 265.73(b)(4)
X Written operating record contains records and results of all 264a.1 264.73(b)(5) H241
inspections : 265a.1 264.73(b)(5)
X Written operating record contains required monitoring, 264a.1 264.73(b)(8) H242
testing and analytical data 265a.1 265.73(b)(6)
X Written operating record contains closure and post-closure 264a.1 264.73(8) H243
cost estimates 265a.1 265.73(8)
X All records retained on premises and available for 264a.1 264.74 H244
inspection 265a.1 265.74
X Biennial reports submitted on the Department’s version of 264a.75 264.75 . H245
EPA Form 8700-13B 265a.75 "1 265.75
X|- | Emissions, discharges, fires, explosions and groundwater 264a.1 264.77(a) H246
contamination reported as required 265a.1 265.77(a)
X Groundwater monitoring wells located at approved sites 265a.1 265.91 H247
.| X| Approved groundwater sampling and analysis plan 265a.1 265.92(a) H248
developed and implemented
X Groundwater quality assessment outline on the premises 265a.1 265.93 H249

Page L/ of 7




2510-FM-BWMO0302 6/2005 COMMONWEALTH OF PENNSYLVANIA
Part B DEPARTMENT OF ENVIRONMENTAL PROTECTION
- BUREAU OF WASTE MANAGEMENT

Hazardous Waste Inspection Report
TSD Facilities - Part B

1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS
PA CIT. FED CIT. LINE
123 4 REQUIREMENT 25 PA Code 40 CFR NO.
X Ignitable or reactive wastes separated from source of 264a.1 264.17(a) : H216
ignition or reaction 265a.1 265.17(a)
X No smoking signs displayed where the there are hazards 264a.1 264.17(a) H217
from ignitable or reactive wastes 265a.1 265.17(a)
X Treatment, storage, disposal of ignitable or reactive wastes | 264a.1 264.17(b) H218
or mixing of incompatible wastes or materials conducted 265a.1 265.17(b)
according to requirements
X| - Facility maintained/operated to minimize possibility of fire, 264a.1 264.31 H219
explosion or discharge of hazardous waste or hazardous 265a.1 265.31
constituents
X Facility equipped with internal alarm capable of providing 264a.1 264.32(b) H220
immediate emergency instruction to personnel 265a.1 265.32(b)
X Device for summoning outside emergency assistance 264a.1 264.32(b) H221
available at scene of operations 265a.1 265.32(b)
X Facility equipped with fire control, spill control and 264a.1 -1 264.32(c) H222
decontamination equipment 265a.1 265.32(c)
X Facility equipped with water at adequate volume and 264a.1 264.32(d) H223
pressure to supply fire control equipment 265a.1 265.32(d)
X Facility communications or alarm systems, fire control, spill 264a.1 264.33 H224
control and decontamination equipment tested and 265a.1 264.33
maintained
X Adeqguate aisle space maintained to allow unobstructed 264a.1 264.35 H225
movement of personnel and equipment during 265a.1 265.35
emergencies ‘
X Contingency plan onsite and implemented 264a.1 264.51 H226
265a.1 265.51
X Contingency plan describes actin taken by personnel in the 264a.1 264.52(a) H227
event of an emergency . 265a.1 265.52(a)
X Contingency plan describes arrangements agreed to for 264a.1 264.52(c) H228
outside emergency services such as police and fire 265a.1 265.52(c)
department, hospitals, contractors, etc.
X Contingency plan contains an up-to-date list of names, 264a.1 264.52(d) H229
addresses and phone numbers of all persons qualified to 265a.1 ° |265.52(d)
act as emergency coordinator '
X Contingency plan contains list of emergency equipment 264a.1 264.52(e) H230
including location, physical description and capabilities to 265a.1 265.52(e)
each item
X Contingency plan contains an evacuation plan if there is a 264a.1 264.52(f) H231
possibility that evacuation could be necessary 265a.1 265.52(f)

Page j of 7




2510-FM-BWM0302  6/2005 COMMONWEALTH OF PENNSYLVANIA
Part B DEPARTMENT OF ENVIRONMENTAL PROTECTION
BUREAU OF WASTE MANAGEMENT : *

HAZARDOUS WASTE INSPECTION REPORT
TSD FACILITIES - PART B

Site Name Boyertown Sanitary Disposal Co. ID Number PAD048603005 Date 4/18/2007

Hazardous Waste Inspection Report
TSD Facilities - Part B

1 - No Violation Observed 2 - Not Applicable 3 - Not Determined 4 - Non Compliance
STATUS
PA CIT. FED. CIT. LINE
1 2 3 4 ) REQUIREMENT ‘ 25 PA Code 40 CFR NO.
X Part A permit application submitted 265a.1 265.1(b) H200
X [dentification Number 265a.11 264.11 H201
X Wastes accepted at facility transported by haulers licensed 264a.11 H202
by DEP to transport hazardous waste 265a.11
X Waste streams not covered by permit approved by DEP 264a.13 H203
before acceptance 265a.13
X Chemical and physical analysis repeated as required 264a.13 264.13 H204
. 265a.13 265.13
X All waste shipments inspected and analyzed when 264a.13 264.13 H205
necessary . 265a.13 265.13
X Waste analysis plan on-site : 264a.1 264.13(b) H206
. 265a.13 265.13(b)
X 24 hr. surveillance at active portion 264a.1 264.14(b)(1) H207
4 265a.1 265.14(b)(1)
X Artificial barrier around active portion 264a.1 264.14(b)(2) H208
265a.1 265.14(b)(2)
X Proper signs posted at each entrance, minimum 4 inch 264a.1 264.14(c) H209
| lettering 265a.1 265.14(c)
X Facility inspection schedule on-site 264a.1 264.15(a)(1) H210
265a.1 265.15(b)(1)
X Facility construction schedule submitted to Department for 264a.15 H211
inspection and approval - 265a.15
x| | Maintenance schedule onsite for equipment or structures 264a.1 264.15(c) H212
which reveal deterioration or malfunction 265a.1 265.15(c)
X immediate remedial action taken where a hazard is " | 264a.1 264.15(d) H213
imminent or has already occurred 265a.1 | 265.15(d)
X Approved on the job or classroom personnel training 264a.1 264.16 H214
program implemented 265a.1 265.16
X Records retained for each employee at facility of trainin’g, job | 264a.1 264.16(d) H215
title and job description 265a.1 265.16(d)

[\

Page -~ of __7




2510-FM-BWMO0302 6/2005 COMMONWEALTH OF PENNSYLVANIA Inspection Date (fZ/S’ZZﬂid 7
Part A ) DEPARTMENT OF ENVIRONMENTAL PROTECTION Time Start
& BUREAU OF WASTE MANAGEMENT Time Finish

- s o 1379
HAZARDOUS WASTE INSPECTION REPORT sl [l Y03

TSD FACILITIES — PART A

T
s

L

Company, installation name Boyertown Sanitary Disposal Company

Name of Inspector Susan Michler and Charlie Fees

Location 300 Merkel Rd. Gilbertsville PA 19525
County Montgomery Municipality Douglass Twp.

EPA I.D. Number PADO48603005 Employer [.D. Number (EIN)
Name of responsible official Warren Frame

Title President

Mailing Address 1205 Pottstown Pike Glenmoore PA 19343

Area code and telephone number 610321-1236

Name of person interviewed Warren Frame

Mailing address (if different from above)

Area code and telephone number

1. Site Characterization: E] Treatment E_] Storage D Disposal

Check all that apply:

X' surface impoundments ] tanks ] incineration
[] chemical treatment [1 containers [] BIF

[] physical treatment [l waste piles 1 recycle

I biological treatment [] containmentbldg. [] landfill

[] Other Specify

2. Does the facility generate hazardous waste?  [XYes []No

3. Types of hazardous waste produced by Hazardous Waste Number:

F0O39 Multisource leachate

4. Are hazardous wastes transported off-site by the facility? [JYes ™ No

Page _/ of _7




EPA ID Number

RCRAInfo CM&E Evaluation-Violation Form #page 2
Handler Name ;

PAD048603005

Boyertown Sanitary Disposal Co.

VIOLATIONS SECTION
(Additional Violations can be added/updated/deleted using the RCRAInfo CM&E Additional Violations Form)

VIOLATION [ ] Add 0J Update  [] Delete Link to Above Evaluation []
Lol No Violation o Determined Date Return to Compliance (RTC) Actual RTC Date
9 Type gency (mm/dd/yyyy) Qualifier (mm/dd/yyyy)

‘ f ] ’r A RTC Qualifier is required if
! L\D L264' E f S { 7/21/2006 D entering an Actual RTC Date. 4/18/2007
Notes:
LINK CITATIONS TO ABOVE VIOLATION? 'vyes X ~No [ | If Yes, fill in information below
Citation Citation Citation Citation
Type Type
FR 264.73 (a)(b) ‘ |

[
!
¢
i
i
|
58

VIOLATION [] Add

(] Update  [] Delete

Link to Above Evaluation [ ]

Violation

Determined Date

Return to Compliance (RTC)

Actual RTC Date

$eq Mo Type Agenty (mm/dd/yyyy) Qualifier (mm/dd/yyyy)
{ i | ! A RTC Qualifier is required if
| 1 ’ J entering an Actual RTC Date.
Notes:
LINK CITATIONS TO ABOVE VIOLATION? L YES D NO L___] ]L If Yes, fill in information below
Citation Citation Citation Citation
Type Type 1
|
HANDLER SECTION (Fill out if RCRA Non-Notifier)
Handler Name l Contact ]
Street
City | state | | Zip Code |
County

UNIVERSE CHANGE SECTION (Fill out if Universe Change Required)

i. Indicate the Facility’s current Universe(s):

ii. Indicate the new RCRAInfo Generator Universe:
Note: All TSD activity changes must be handled by the IOR and

cannot be made using this form

Lac [
Non-Handler [

sQG [ CEG [
Closed [

iii. Indicate the new transporter status:
= | (Only fill out if the facility requires a

transporter status change)

Transporter D

% gg“ [J water
C1 wighines [J Other

If the transporter box is checked, you must check at
least one mode of transportation below

Non-Transporter D )

Check non-transporter if the facility is
currently listed in RCRAInfo as a~
transporter AND no longer transports
hazardous waste.

"Required Fields



PO RA

March 2006
: RCRAInfo CM&E EVALUATION - VIOLATION FORM
[
"EPA ID Number PAD048603005 EIN
Handler Name Boyertown Sanitary Disposal Co.
Street 300 Merkel Rd.
City Gilbertsville State | PA Zip Code 19525
Actual Generator Status NEE T -
Check only if different from Notified Status. Lec saG O CESQG [ Closed [] Non-Handler []
Universe Change Required? . . ’ :
(Generator Status Change Required) YES D NO @ If YES, complete the Universe Change Section (on reverse side of this form).
RCRA Non-Notifier? [ YEs [] no [X] ives. complete the Handler Section (on reverse side of this form).
Other Facility Information Changes? | YES [] NO [X] If YES, complete the Handler Section (on reverse side of this form).
5 You must provide an Evaluation Identifier (also
EVALUATION X Add [] Update [ ] Delete Kriokin.as e Soniihod Nurbed),
*Evaluation " 7 "Evaluation Start Date x Responsible e
Identifier Typ%’/&;gr (mm/ddlyyyy) Agency Poreon Suborganization
o\ | [ a7 | | ansz007 | E seM | | wM |
T celimmindlyyyy): W\ V7| Reclassified SV Date:

You need to specify Day Zero for all evaluation types except CDI, CSE, FUI,
SNY, and SNN, otherwise it defaults to Evaluation Start Date. For CDI,
CSE, FUI, and SNY evaluations, you must select a previous CE/ Start Date
for the Day Zero. SNN evaluation type does not require a Day Zero.

s Only applicable for SNY
S/0/2004 evaluation type as
appropriate.

Notes:

Evaluation Indicator Field (Check all that apply) l
[] Citizen Complaint [J Multimedia Inspection [0 Sampling [J Not Subtitle C

Focused Coverage Areas (Use Only for Evaluation Type FCI)
Regulation-Specific FCI
BiF- [1 .. -GGk 1] CFlE) - ING "3 - R LT P8 O 4 S B
THI O uiec . vol O uwr O OTHER (specify):
Routine/Standardized FCI
CAR [ cpc O Dos O EMR O | O IS [ RTI O

NO D If Yes, fill in the Violations Section(s) on page 2

Does this Evaluation Add/Update/Delete a Violation? | YES [X] of This borii

If Yes, please use the RCRAInfo 3007

Does this Evaluation link to a Commitment? YES D NO @ Information Requests and Commitments Form.

YES D NO @ If Yes, please use the RCRAInfo 3007

: 5 : 2
Does this Evaluation link to a 3007 Request? Information Requests and Commitments Form.

OUTSTANDING VIOLATIONS COVERED BY ABOVE EVALUATION? ves [X] no [ ] | If Yes, fill in information below.

"Regulation Citation

“Seq. No. *Violation Type  *Agency (Type + Citation) Date Determined

(ex. FR262.1) (i)
A4 9gap | |8 267759 (a) o004 4ula
n, O 265.G S 265-1T1(b) _9/9/2004*  14]24/4

"Required Fields
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[ Examples of Basic
Elements Required by

Performance Standards |

Examples of Technical Inadequacies
that may Constitute Violations

Regu_latééy 'Cit_ations “

7. Samples from

* use of sample containers that may

_‘.§2\6{5.ﬁ90(a)

background and
" downgradient
- wells must be
properly collected
and analyzed.
- (Continued)

- interfere with sample quality (e.g.,
synthetic containers used with volatile

-samples).

.« failure to make proper use

* blanks.

of sample

- -§265.90(a)

§265.92(a)
§265.93(d)(4) -
§270.14(c)(4)

§265.92(a)
§265.93(d)(4)
§270.14(c)(4)




9950 .

Examples of Basic

- Elements Required by

- . Examples of Technical Inadequacies

- that may Constitute Violagions _

, Regulatory-Ciia'tions |

Performance Standards

- ;—Ba'ck:groupd"WC"lls .

must be .
constructed so as
to yield samples
that are |

- representative of
in-situ ground-
water quality.
(Continued)

. Downgradient
monitoring wells
must be located so

" as to ensure the
immediate
detection of any
contamination
migrating from the
facility. -

> improper drilling methods were used,

~ possibly contaminating the formation.

» well intake packed with inaterials that
may contaminate sample.

. _wellscreens used are of an
inappropriate lehgth

e wells developed usmg water other than

foxmauon water.

. improper well develépment yielding-
. samples with suspended sediments that

. may_ bias chemical analysis.-

. use of drilling muds or nonformauon

water during well construction that can

bias results of samples collected from -
. wells. :

s wells not placed 1mmed1ately adjacent
to waste management area. ‘

* -failure of 9/0 to consider potential
.pa,thways for dense immiscibles.

‘o inddequa_te vertical distribution of wells

in thick or heavily stratified aquifer.

s inadequate horizontal distribution of |

 wells in aquifers of varying hydrauhc
. conducuv:ty ’

o'lik_ely pathways of contamination (e.g.,
buried streams channels, fractures,
areas of high permeability) are not
intersected by wells.

o well network COvers uppermost but not -

interconnected aguifers.

.§265.90(a)
§265 91(a)

§265 90(a) :
§265.91(a), (c)

§265.90(2)

_§265.9l(a)(1, 2)

© §265.90(2) .
§265.91(a)

 §265.90(a)
§265.91(a)

$265.90(2)
§265.91(a)

$265.90(a)
§265.91(a)(2)

§26590)
§265.91(a)(2)

. §265. 96(a)
- 8265. 91(a)(2)

'§265 90(a) .
§265.91(2)(2)

§265.90()
. §26591@)(2)

|

§265.50(2)
§265.91@)2)




.
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' Examples of Basic

Examples of Techmcaﬂ Inadequacies o .
Pgeli:ef?rﬁsnlc{:gltl;:ﬂa?gs that may Const:tute Vlolatlons - Regulatory Citations
3. Background Wells » failure of the 0/o0 to consider the effect of §265.90(a) ,
‘must be located . local withdrawal wells on ground-water §265.91(a)(1)
—$0-as-t0- yield- —‘—ﬂow direction: -
‘samples that are -~ o |
¢ Pff ted b -« failure of the o/o to obtain sufficient §265.90(a)
. ot arrecte y water level measurements. §265.91(a)(1)
~ the facility. , o
.+ failure of the o/o to consider flow path of §265.90(a) '
* dense immiscibles in establishing §265.91(a)(1_) X
up‘gradient well locations K
| _ ¢ failure of the o/o to con51dcr seasonal §265.90(a) -
_ ‘ fluctuanons in ground-water flow §265.91(a)(1)
. direction. '
© + failure toinstall wells hydraulically §265.90(2)
- upgradient, except in cases where §265.91(a)(1) .
~ upgradient water quality is affected by
the facility (e. g., migration of dense /
immiscibles in the upgradient direction, e
mounding water beneath the facility). {
. faﬂure of the o/o to adequately §265.90(a) .
charactenze subsurface hydrogcology §265.91(a)(1)
» wells intersect only ground water that | §265.90(a) -
flows around facxlxty §265.91(a)(1) R
4 Background wells * wells constructcd of matenals that may | §265.90(a)A '
must be release or absorb consutucms of concem §265.91(a)
~ constructed so as | -
“to yi el d samples * wells 1mproperly sealed—-contammanon §265.90(a)
) ~of sample is a concern. ' §265.91(a), (¢c)
repr esentative of . nested or multiplé screen wells are used  §265.90(a) -
in-situ ground- - and it cannot be demonstrated that there - §265.91(a)(1, 2)
water quality. has been no movement of ground water . - o
between strata. -
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- dissolved oxygen) _ -

Examp!ec of Basic | Examples of Technical Inadequacxes s ' ]
P%lri‘gl:r:fnl:: g?;;?a?gs that may Constltute Violations - ‘R‘egu,lator y Cifati""s )
7. Samples from | L B §265.90(a)
___background and - ° samples collected with a device thatis' __§765.92(a).
downgradient . constructed of materials that interfere -~ - §265.93(d)(4)
wells must-be . with sal}lple integrity. | §270.14(c4)
- properly collected . samples collected with a non-dedicated . - §265.90(a) -
" and analyzed. \ sampling device that is not cleaned §265.92(a)
(Continued) between sampling events. §265.93(d)(4)
. : ‘ - §270.14(c)(4)
~° improper use-of a sampling device such" §265.90(a)
©. that sample quality is affected (e.g., . §265.92(a) -
degassing of- sample caused by agltauon- §265.93(d)(4)
of ba11er) . - §270.14(c)(4)
> 1mproper ha.ndlmg of samples (e g.. §265:.90(a) -
~ failure to eliminate headspace from ~ §265.92(a) - R
S containers- ohamules*to*bo‘analyzed for ~§26593(dy4y- T T
| . volaules) : - §270. 14(c)(4) ‘
AR ‘
< failure of the sampling plan to establish ~ §265. 90(a)
- procedures for sampling ummscxbles - §265.92(a)
(1 e., “ﬂoaters” and “smkers") +§265.93(d)(4) o
: - -§270.14(c)(4y
L. faxlure to follow appropnato QA/QC §265.50(a)
' procedums : §265.92(a)
§265.93(d)(4)
§270.14(c)(4)
\ . fmlum to ensure samplo mtegnty through §265.90(a)
the use of proper cham-of-custody _§265.92(a) _
: procedures . §265.93(d)@4) -
' ' §270.14(c)(4)
- failure to demonstrate suitability of = §265.90(2) -
~ methods used for sample analysis (other ~ $265.92(a) S
~ than those specified in SW-846). . -+ . §265.93(d)(4) _
s , -~ §270.14(c)(4)
« failure to perform analysis in the field o §265.90(z)
unstable parameters or constituents (e.g.,  §265.92(a)
pH, Eh, specific conductance, alkahmty, §265.93(d)(4)

§270.14(c)(4)
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"Examples of Basic |
Elements Required by
Performance Stan,dards

Examplea of Technical Inadequacies
that may Constxtute Violations

- Regulatery Citations .

6 Downgradlent
monitoring wells
must be

?

- See No. 4.above.

constructed 5o as
to yield samples
that are
representative of
-~ in-situ ground- .
water quality.

7. Samples from
- background and
downgradient
wells must be
properly collected
‘and analyzed.-

» failure to evacuate stagnant water from
the wcll beforc sampling.

« failure to sample wells within a
reasonable amount of time after well
evacuation. :

 improper decisions regarding filtering

or non-filtering of samples prior to
analysis (e.g., use of filtration on
samples.to be analyzed for volatile
orgamcs) } .

~ euseofan mappropnate samplmg

dcvxoe

~cuseofi improper sample preservauon

techmques
N,

§265.90(a), §265.92(a)

§265.93(d)(4)

§2705.14(c)(4)

" §265.90(a)
. §265.92(a)

§265.93¢d)(4)

§270.14(c)(4)

§265.90(2)
§265.92(a)

- §265.93(d)(4)
§270. 14(c)(4)

§265.90(a)
§265.92(a)

§265.93(d)(4)
§270.14(c)(4) -

§265.90(a)
§265.92(a)

§265.93(d)@4)

§270.14(c)(4)

OWPE



Flgure 4. 3

Relatlonship of Technical Inadequacaes t@
‘Ground- Water Performance Standards

~must be correctly

1dent1ﬁed.

hydrauhcally interconnected to the
uppermost ‘aquifer.

« incorrect 1denuficauon of certain
. formations as confinmg layers or
aquua:ds :

 failure to use test drilling and/or'soi'l' :
borings to characterize subsurface

2.' Ground-water flow
directions and rates

must be properly
determined.

hydrogeology L

o fallure to.use pxezomcters or wells to

determine ground-water flow rates and 4

directions (or failure to use a sufﬁc1ent
~ number of them). '

 failure to consider temporal variations

_in water levels when establishing flow
directions (¢.g., seasonal variations,
short-term fluctuations due to- '
pumpmg)

+ failure to assess significance of vertical
gradients when evaluating ﬂow rates
- and chmcuons ‘

» failure to use standard/conéiétem
benchmarks when establxshmg water
level elevauons

o fmlure of the owner/operator (0/0) to
_consider the effect of local withdrawal
, wells on ground-water flow direction.

o failure of the o/o to obtain sufﬁcxem
- water level measux’ements '

Examples of Basic Examples of Techmcal Inadequacles : '

El : Regu itations

P e&gﬁ? ,tsi nf: g?;;?a?zs iA that may Const:tute Vlolatlons Re'gulator,.y C't?mm
1. Uppermost Aqulfcr > failure to consider aquifers §265.90(a)

- §265.91(a)(1;2) - .
1§270.14(c)(2)

§265.90(z)
§265.91(a)(1, 2).

- §270.14(c)(2)

§265-.90(a).' |
§265.91(a)(1, 2)

- §270.14(c)(2)

§265.90(a)

§265.91(a)(1, 2)
§270.14(c)(2)

§265.90(a)

§265.91(a)(1, 2)

§270.14()(2)

§265.90(2)

'§265.91(a)(1; 2)
 §270.14(c)(2)

| §265.90(s)
.§26591(a)(1,2)

§270.14(c)(2)

. 8265.90(a)
 §26591(a)(1)

\

| §6590()
§265.91(a)(1) -
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_a»ccordi—ng—to—t—he~statistical"'an'a'lyseS“p'e‘rfO‘r'm?e'cl"lffthe current operator?

Y/N
VIIL Conclusions ) o | : .

A.Is the faclili‘tycurrent_ly operating under the correct monitoring progaram

: pe A

detection or assessment of any possible ground-water contamination caused by
the facility? '

B. Does the ground-water i_nonito‘ring system, as designé_d‘and operated, allow for

and, where possible, assess the nature and extent of a release of hazardous
_constituents to ground water from the mon
facility? - -

C. Does the sampling and analysis pro«‘:edur_és permit the owner/bperator to detect

itored hazardous waste. management
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YN

2. Documentation of analytical results for:

a. Blahks?

N

b. Standards? |

¢. Duplicates?

d. Spiked samples?

e. Detectable limits for each parameter bemg analyzcd"

C. Are approved statxstacal methods used?

|D. Are QC samples used to correct data?

E. Are all data cntncally exammed to ensure it lms been properly calculated and
reported" . VoL

N Ay o * E

VH Surficial Well Inspection and'Fiel;d‘.Observation

A. Are the wells adequately hﬁinlainéd?

B. Are the mbnitoring wells protected and secure?

1C. Do the wells have surveyed casing elevation'sz?'

| D. Are the ground-water.saniples tﬁrbid*’

notes (i.e surface waters, topography, surface fentures)?

E. Have all physical characteristics of the site been noted i in the inspector S ﬂeld o

location(s) of buildings, location(s) of regulated units, locations of momtormg
wells, and a rough depiction of the site dramage pattem"

F. Has a site sketch been prepared by the ﬂeld inspector with mle, north arrow,
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) Y/N
-—Unusual well rechar 1arge rates? 1 NA
——Equxpmem malfunction(s)?

—Possible sample contamination?
- —Sampling rate? | .

5 = . :

D. Chain-of-Custody ‘Rec'ord

l.Isa chain—of-cusiody record included with each sample?

2. Does it document the followir;g:

a. Sample number?

b. Signiture of collector?

c. Date and time of collection?

d. Sample type?

~ e. Station location?

f. Number of containers?

g. Parameters requested?

h. Signatures of persons involved in cham-of-custody?
1. Inclusive dates of custody? -

e g ' ’ . . l = A {
E. SamplelAn'alys'is Request Sheet’

1. Does a samplc analysis request shect accompany each sample?

2 Does the requcst sheet document the followmg

a. Name of person receiving the sample?

b. Date of sample recelpt?

c. Duplicates?

d. Analys1s to be performed?

IV. Revnew of Quality Assurance/Quality Control

Als the valldnty and reliability of the laboratory and ﬂeld generated data ensured
~-bya QA/QC program?

B. Does the QA/QC program include° "

1 Documentauon of any devmuon fmm approved procedufes?
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YN

| V.’ Review of Chain?of-Cusiody Procedures

A; Sample Labels

1. Are sample labels qséd?

N

2. Do they provide. the following information:

a. Sample identification number?

b. Name of collector?

¢. Date and time of collection?

d. Place of collection?

e Para.meter(s) requested and preservitives used?

3. Do they remain legible éven if wet?

B. Sample Seals

1 Are sample seals placcd on those contamers to ensure samples are not altcrcd"

| C. Field Logbook

1, Is a field logbook maintained?

2. Does it documént the following:

a, Purbose of ‘sampling (¢.g., detection or assesment)?

b. Location of well(s)?

¢. Total depth of each well?

d. Static water level depth and measurement technique?

*——-—_\W'

e. Presence of immiscible layers and detection method?

~ 1. Collection method for immiscible layers and sample identification numbers"’
. g. Well evacuation procedures? - :

h. Sample withdrawal procedure?

i. Date and time of collection?

j. Well samplmg sequence?

k. Typés of sample containers and sample 1dennﬁcauon number(s)?

I Preservatve(s) used? R

m. Parameters requested?

n. Field analysis data and method(s)?

0. Sample distribution and tr‘ansporter') "

. p. Field observanons? , _ _ ~ —
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Y/N

2. Are samples for the followmg ana.lyses field acidified to pH <2 with HNO;:

a. [ron?

N/

.b. Manganese?

¢..Sodium?

d. Total metals? -

e. Dissolved metals?

f. Fluoride?

g. Endrin?

h. Lindane?

i. Methoxychlor?

j. Toxaphene?

k.2,4,D7

1. 2,45 TP Silvex?

m. Radium? . .

-n. Gross alpha?

0. Gross beta?_ ]

~ 3.-Are samples for the followmg analyses field acxdﬁed to pH <2 with HZSO _

a. Phenols?

b: Oil and grease?

| 4.1s the sample for TOC analyses field acified to pH <2 with HCI?

5. Ts the sample for TOX analysis preserved with 1 ml of 1.1 M sodium sulfite?

6. Is the sample for cyamde analysls pxeserved w1th NaOH to pH >12?

C. Special Handling Conslderations

1. Are organic samples handled without filtering?

2. Are samples for volatile orgamcs transfered to the appropnatc vials to eliminate
‘headspace over the sample?

3. Are samples for mctal analysis split into two portions?

4. Is the sample for dissolved metals filtered through a 0.45 micron filter?

1 s Is the second portion not filtered and analyzed for total metals?

6. Is one equipment blank prepared each day of ground-water sampling?
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YN

2 A.re sample contamers for metals (morgamcs) analyses polyethylcne wuh
' polypropylene caps"

N/

3.-Are sample containers for orgamcs analys1s glass bottles w1th ﬂuorocarbonresm-
lined caps7 ~ S g

4. 1If glass bottles are used ,fo't' metals ,samples are the capsﬂuoroéarbonresin-lined‘f

| 5. Are the sample containers for metal a‘nalyse’s cleanedusi_hg these sequential steps: "

a. Nonphosphate detergent wash?

e e S

r————.,

b. 1:1 nitric acid rinse?”

- c. Tap water rinse?

d. 1:1 hydrochloric acid rinse?

e. Tap water rinse?

f, Distilled/deionized water ﬁnse?"

a. N onphosphate detergem/hot water wash" !

6 Are the sample contamers for orgamc analyses cleaned usxng these sequenual steps: -

b. Tap water rinse?

C. Dtsnlled/detomzed water nnse"

d. Acetone rinse?

e. Pesticide-grade hexane rinse? _

7. Are trip blanks used for each sample container type to.verify cleanliness?

B. Sample Préseniation Proceduree
1. Are samples for the followmg analyses cooled to 4°C:
a. TOC? B

-b. TOX?

c. Chlo‘ride?. .

d. Phenols?

e. Sulfate?

f. Nitrate? B )

, g Coliform bacteria?

hCyanide"‘ e

i. Oil and grease?- - - -~

- Hazardous consntuents (]261 Appendxx VIII)"




9950.2

_Y/N

-'12. 'Is sampling .eq'uipr'ncnt thordu ghly dry before use?

N/A |

13. Are equipment blanks taken 10 ensure that sample cross-contamination has not

—oceurred?—— o

14 If volatile samples are takcn with a positive gas dlsplaccment bladder pump,
pumping rates below 100 rnl/rmn" ' :

F. In-situ or Field Analys&
'1. Are the follQWing l?.bile (chemiically unstéblel) paraméters determined in th_e‘:'ﬁeld:

~a.pH?.

b. Temperature?

-c. Specific cbnduc'ti\'rity?‘ '

'.d. Redox potential?

- e, Chlorine? -

~_f. Dissolved oxygen?

g Turbidity?

_h. Other (specify)

2. For in-situ detérminations, are they mide after well evacuation and sample removal?

3. If shmple_ is withdrawn from the well, is parameter measured from a split portion? -

4. Is monitoring equipment calibrated accordmg to mannufacturers’ spec1ficanons and
consxstent with SW-846? ' . .

5. Is the date, procedure, and maintenance for eqmpmcnt cahbratxon documented in the
field logbook" . :

IV. Review of Sample Preservation and Handling Procedures

| ‘A. Sample Containers

1. Are samples transferred from the samphng device dxmctly to their compauble
contamers" ;

~ OWPE
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E. Sample Wi&hdrawal' i

;)

1 For low yleldmg wells, are samples for volatiles, pH and oxxdanon/reducnon

‘ L N/ N
potential drawn first after the well recovers? . B _ ] IV

-

2. Are samples withdrawn wuh either flurocarbon/resms or stainless steel (316 304 or | \ '

2205) sampling devxces"

3. Are samplm g devices either bottom valve bailers or posmve gas dxsplacement ' \
bladder pumps? . ‘ ' '

4.1f ballers are used, is ﬂuoroca:bon/rcsm coated wire, smgle strand stainless stecl
wire, or monofilament used to raise and lowcr the bailer?

5.1 bladder pumps are used, are they operated in aconunuous manner to prevens
aeration of the sample? ‘ 4

A

6. Ti bailers ax?elused,—ars-~;hey~lowered-slow-ly-te-pmyen-t—de-g—assiﬁg? of the-water? ——— S e

7. If bailers are used, are the contents transferred to the sample contamer in a way that
minimizes. agltanon and aeration? :

8. Is care taken to avoid placmg clean samplmg eqmpment on the ground or other
contaminated surfaces prior to-insertion into the well?

9. If dedicated samplmg equlpment is not used, is eqmpment dlsassembled and - A ' B
thoroughly cleaned between samples? . : :

10. If samples are for i morgamc analysxs, does the cleamng pmcedure mclude the
followmg scquenual steps: -

a. Dllute acid rinse (HNO or HCl)?ll If samples are for orgamc analysxs, does’
the cleaning pmcedure mclude the followmg sequennal steps. '

11 If samples are for i morgamc analysls, does the cleamng pmcedure mclude the
following sequential steps: '

a. Nonphosphate dctergem,wash?

. b. Tap water rinse? '
© G Distilled/deionized water rmse? ]
- " d. Acetone rinse? o , o : o 4
_&. Pesticide-grade hexane rinse? = - T o \ / '
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ITI. Review of Sample Collection Procedures

_A_Measunmentoi_Well_D,épthleievation

2. Are measurements taken to the 0.01 feet?

- A
1. Are measurements of both depth to standmg water and depth to the bottom of the
- well made? .

YN

3.-What device is used? .

4 Is there a referencc pbifxt established by a lic_enséd surveyor?

5. Is the measuring equipment properly cleaned betwecnwll locauons to prevcm cross
, ‘contamination? : :

B. Detection of Immiscible Layers

1. Are procedures used which will detect light phase immiscible layers?

2. Are procedures used which will detect heavy phas\;e immiscible Iayers"'

C. Sampling' df_immiscible Layers

;

1 A;e the immiscible layers sahi_pled sepa{ately prior to well evacuation?

2. Do the procedures used minimiz’e.mixing with watcrsoluble phases?

| D. Well Ev‘acuati&n

1. Are low yielding wells evacuated to dryness? -

2. Are high yielding wells evacuated so that at least three casing volumes are removed?

3. What device is used to evacuate the wells?

4. If any problems are encountered (e. g cqmpmentmalfunctxon) are they noted ina
field logbook?
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N

Te Axc the procedures used to make a first dcteﬁmnanonof contamination adequate?

d. Is the assessment plan adequate to detect, charactenze. and track contammant
rmgranon" :

e. Will the ass;es.smcn&momtonng “wells, glven site- hydrogeologlc—condmen
.define the extent and concenu'anon of contarmnauon in the honzontal and
* vertical planes?. ’ -

f. Are the assessment monitoring wells adcquately designed and constructed" ‘ unlk.
g. Are “the sampling and analysis procedures adequate to prov1de true measures of N
contamination? : i / .
h. Do the procedures used for evaluation of asscssmem momtonng data resultin -
determinations of the rate of migration, extent of xmgrauon, and hazardous N
constituent composition of the contaminant plume?
i. Are the data collected at sufficient frequency and duranon to adequately T
determine the rate of rmgrauon" ' . N
j+ Is the schedule of implementation a.dequate" _ 8 N
k. Is the owner/operator’s assessment monitoring plan_adequate? - N
+'If the owner/operator had to implement hisassessment momtonng plan, wa.s it N
unplemented satisfactorily?. : ' N

II. Field Evaluation

i . ' ' ‘ N

A. Ground-Water Monitbring System

-

1. Are the numbers, depths, and locauons of momtonng wells in agreement with those - 18

reported in the facxhty (] momtormg plan? (See- Section 3.2.3))
_ B._Monitoring' Well Construction
1. Identify construction material material diameter

a. Primary Casing ___
b, SeCondary or' outside caSing'

2. Is the uppcr portion of the borehole sealed thh comeu: to pmvem mﬁltrauon from
' the surface“' ' - : ' ’

o

3. Is the well fitted with an above-ground protective deviée?

4. Is the protective cover ﬁttcd with locks to prcyénttamﬁering? If a';.fz‘icili:t"y utilizes
- more than a single well design, answer the above queastio,ns for each well design?

A I s S r
. . . ' .
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. . L Y/N
b. Were appropriate methods used to establish' ground-water flowpaths? Yoo
¢. Did the owner/operator provide accurate documentation? N
- d. Are the potentiometric surface measurements valid? RE
.e. Did the owner/operator adcquately consider the seasonal and temporal effects on
the ground-water? . B N

f. Were sufficient hydraulic conducuvxty tests performcd to document lateral and

vertical variationin hydraulic conductmty in the entire hydrogeologxc subsurface
below the site?

3. Upperrhost Aquifer

a. Did the Owner/opefaior adequately define the upper-most aquifer?

P

- 4. Monitoring Well Construction and Design

wells permit depth discrete ground-water samples to be taken?

a. Do the dcsxgn and construction of the owncr/opcrator s ground-water momtormg |

_ b. Are the samples representative of ground-water quality?

' c. Are the ground-water monitoring wells. structurally stable?

d. Does the ground-water monitoring well’s design and construction perxmt an

1 accurate assessment of aquifer characteristics? o
5. Detection Monitdring‘

a. Downgradxcm Wells _
' » Do the location, and screen lengths of the ground-water monitoring wells or.
clusters in the detection monitoring system allow the immediate detection of a
~ release of hazardous waste or constituents from the hazardous waste

il

managemcnt area to the uppermost aqucr"

T

b. Upgradxem Wells
» Do the location and screen lengths of the upgradxent (background) ground- -
water momtonng wells ensure the capability of collecting ground-water
samples representauve of upgradient (background) ground-water quality

including any ambient heterogenous chemical characteristics?
6. Assessment Monitoﬁhg.

" a. Has the owner/operator adequately charactcnud site hydmgeology to dctcrmme
contaminant rmgrauon?

b. Is the detection monitoring systcm adequately dc31gned and constmcted to

I immediately detect anz contaminant release?
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] . | _Y/N
e. Does the approach employ taking samples during drilling or collecting core |
samples for further analysis? : e N
8. Are the indirect methods 1o be used based.on—re‘rlia;-ble—and—accepted geophysical |
techniques? - o ’ - S | /A
a. Are they capable of detecting subsurface changesresulting from contaminant ,
migration at the site? . ' NIA
b. Is the measurement at an appropriate level of scnsitivity to dctec,t ground-water N
quality changes at the site? ‘ : ' ‘ /
¢. Is the method appropriate considering the nature of the subsurfacc matcnals" , Y
d. Does the approach consider the limitations of these methods? N
e. Will the extent of contamination ang constituent concentration be based on direct | .
metheds and sound engineering Judgmem‘7 ('Usmg indirect methods tofurther \/
substannate the ﬁndmgs ) ' , R
| 9. Does the asscssment approach mcorporate any mame-mﬁcal-mode}ing. topredict . | .
“L* contaxmnant movcment" - : : — - ; ' SN
a. Will site specific measurements be utilized toaccurately portray the subsurfage? kK.
b. Will the derived data be reliable? : - - ' unkK.
¢. Have the assumptions been identified? e . onk.
~ d. Have the physical and chemical properties of the szte-spogific wastes and '

. _ \
hazardous waste constituentsbeen identified? . S / '

{

J. Conclu‘sions_‘
L. Subsurface geology

a. Has sufficient data besn collectod to adequately define petrography and
__petrographi¢ variation? ' i
b. Has the subsurface geochemistry been adequawly deﬁned? Y
C. Was the bonng/eoﬂng gram adequate to definesubsurface geolog:c vanauon? Y
d. Was the owner/opemor 8 narrative descnpnon complene and accurate in 1ts N
__interpretation of the data? Y
“e. Does the geologic assessmem address or provide mean's o resolve any
information gaps? - : \/

| 2. Ground-water ﬂow;sathé»

| ~ a,Did the owner/opcx'ator adequatgly establish the hon«-zoma.! and vertical : 7
s com ncms Of und-water ﬂOW? T TE——— T n—— : '
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Y/N

- a, Does the water quality parameter list include other important indicazors not
classified as hazardous waste constituents?

R

'b. Does the owner/operator provxde documentation for he listed wastes which are
not mcluded" h :

N/B

3. Does the owner/operator’s assessment plan specxfy thc procedures to be used to
determine the rate of constituent migration in the ground-water? ' '

~

4 -Has the owner/opcrator spec1ficd a schedule of unplcmcncauon in the assessment
plan7 - '

5. Have the asscssment momtormg objccuvcs been clearly deﬁned in the assessment

plan?

\/

a. Does the plan include analysis and/or re-evaluation to determine if significant
‘contamination has occurredin any of the detection monitoring wells?

b. Does the plan provide for a comprehensive program of investigation to-fully
characterize the rate and extent of contaminant migration from the facility?

\/

' €. Does the plan call for detcrmmmg the concentrations of haza.rdous wastes and
hazardous waste constituentsin the ground water?

| d Does the plan cmploy a quarterly monitoring program?

..\/‘.

6. Does the assessment plan identify the i mvesugatory methods that will be used in the
assessment phase" '

a. Is the role of cach method in the evaluation fully described?

- b. Does the plan provide sufficient descriptions of the direct methods to be used?

_ ¢. Does the plan provide sufficient descriptions of the indirect methods to be used?

—d. Will the method contnbutc 0 the further charactcnzauon of the contaminant
movement? . .

~ |zl |

~7. Are the investigatory techmqucs unhud in the assessment program based on d1rect
mcthOds? . - . .t .

" a.Does the assessmcnt approach 1ncorporate indirect methods 10 funher support
direct methods?

b. Will the planned methods called for in the asscssment approach ultimately meet
performance standards for assessment monitoring?

C. Are the procedures well defined?

d. Does the approach provide for rnonuormg wells similar in deSIgn and

_ construction as the detectionmonitoring wells?

[~ H=]- [«

L—..; e

— — —
— — =

awopes
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| Y/N.
~|H. Evaluation of the Facility’s Detection Monitoring Program |
1. Placement of Downgradient Detect‘ion Momtorin'g Wells \/
Lo ' : = /
a. Are the grou'nd-water momtonng wells or clusters located 1mmed1ately adjacent
to the waste management area? :
b. How far apart are the detection rnomtonng wells" e’ - 1 Seo’ , —_—
c. Does the owner/operator prov1de a rauonale for thelocanon of each monitOring .
well or cluster? Y

d.- Does the owner/operator 1dent1ﬁed the well screenlengths of each momtonng
- well or clusters? . . . '

\/‘4

e. Does the owner/operator provide an explanation for the well sereen lengths of
each monitoring well orcluster?

f. Do the actual locatons of monitoring wells orclustexs comspond to those
.. identified by the owner/operator” ' : .

N

1 2. Placement of Upgradtent Momtonng Wells - ) |

e J

a. Has the owner/operator documented the locauon ofeach uugrad.tent momtonng

well or cluster? : _
b. Does the owner/operator provxde an explanauon forthe location(s) of the -
. upgradient monitoring wells? = : Y
- ¢.-What length screen has the owner/operator cmployed mthe background
monitoring well(s)? - [0/ Vit Bt wder- L. a«m\ Z e _
d. Does the owner/operator provide an explanauon for the screen lcngth(s) L
- chosen? ' : \/

~e..Does the actual locanon of each background momtonng well or cluster
' correspond to that ldenuﬁed by the owner/opemtor" .

| Office Evaluatmn of the Facility’s Assessment Momtormg Program
1. Does the assessment plam specxfy:

a. The number, location, and depth of wells?

Y

b. The rationale for their placement and 1dent1fy the basis that will be used to select
subscquent samplmg locations and depths in later assessment phases?

E

2. Does the lxst of mor‘xtortng pammeters mclude all hazardous waste consutuents
from the facxhty" : -

Y

y
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s

Y/N
. Whax are the dimensions of the ﬁltcr pack" -
| onKitgesn : . .
e Has a turbidity measurement of the well water ever becn made? : Y
« Have the filter pack and screen been designed for the insitu materials? q
e _ ' o o . N
c. Well development ¢ _
« Was the well developed? 1A
+ What technique was used for well development? .
. —Surge block /-
' —Bailer
ler surging ! _—
~-Water pumping '
.—Other (specify)
) '4. Ahnular Space Seals -
a. What is the annular space in the saturated zone du'ectlyabove the filter- pack /
fillcd with: .
' -hSodxum bentonite (specxfy type and grit) 3;/@«\ ulur \Oe el
. —Cement (specify neat or concrcte) o
—Other (specify) ’
b. Was the scal.mstalled_ by: '
—Dropping material down the hole and tamping ;
——Droppmg material down the insidé of hollow-stem auger o .. _
—Tremie pipe method S |
~ —Other (specify) |
" C. Was a different seal used in the unsaturated zone? If yes, Y By
* Was this scal made’ with? A
—Sodium bentonite (smmfy type and gnt) /A
—Cement (specify neat or-concrete)- Other (speczfy) '
» Was this seal installed by? ,
. —Dropping material down the hole and tamping
- —Dropping material down the inside of hollow stem auger y e
’ —Other (specify) S ‘ : ;
d. Is the upper portion of the borehole sealed th.h a concrete cap to prevent R N i
infiltration from the surface? - I B /
e. Is the well fitted with an above-ground protecuvedewce and bumper guards’i v
f. Has the protective cover been installed with locks to prevent tampering? -
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Y/N

° Were formation samples collccted 1nmally during dnllmg"

Y

* Were any cores taken conunuous’?

¢ If not, at what interval were samples taken?

> How were the samples obtained?

—Split spoon S _ :
- —Shelby tube . S VT
~ #Core drill o

" —Other (specify) -

formation samples (speC1fy)

» Identify if any physical and/or chemical tests were. performed on the

(G

2. Monitoring Well Construction Materials,. -«

. Idennfy construcuon ‘materials (by nurnbcr) and d.\ametcrs (ID/OD)

°anary Casmg o

«:Secondary or outside casing - é.LLS:_'_ S ..é..f.;.
(doubleconstruction) , - o “
» Screen T s (< 47
~ b. How are the sections of casing and screen connected” ‘
* Pipe sections threaded ' :
~ 7 Couplings (fncnon) with adhcsxve or solvcnt

« Couplings (fncnon) with retainer screws

~» Other (specify) S ' : -

C. Were the materials steam-cleaned prior to installation?
« If no, how were the materials cleaned? '

3 Well Intake Desxgn and Well Development

 a. Was a well intake screen mstalled?

. What is the length of the screen. for the well" ' : !
g lO / o

¢ Is the screen manufactured?

b. Was a filter pack installed?

.. » What kind of filter pack was et:ployed,? |

&l bxuMZ YN

i Ts the filter pack companble with forma.uonmatemls"

° How was the filter pack installed?

oA \/\]u »L’ﬂ w/u\ ’\’m 2

[SORPISURE . SR
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YN

d. Does potential for other hydraulic communication exist (e.g., lateral incontinuity
between. geologic units, facies changes, fracture zones, Cross cutting structures,
or chemical corrosion/alteration of geologic umts by leachage” If yes orno, what | .
is the rationale? : \//

' (Kexjrml L\«Ac IS VA ‘Tt\e \S!/umsw}c.!( ‘l"of‘/"lfﬁ“(o./i

/

G.'I,Ofﬁce Evaluation of the Facility’s GrouhdaWatér Monito.ring System—
- . Monitoring Well Design.and Construction: :
| These questions should be answcrcd for each dlfferent well design present at'the
facxlxty ' :

L. Drilling Methods
. a. What drilling method was used for the well"
* Hollow-stem auger .
« Solid-stem auger
~» Mud rotary .
. * Air rotary
~ « Reverse rotary
» Cable tool
o Jetting
. Air drill w/casing hammcr
» Other (specify)

nooxaaao CI

b. Were any cutting ﬂulds (including water) or addmves used during dnllmg" If
yes, specify: :
» Type of d.nlling-ﬂuid

* Source of water used

« Foam _____ '

* Polymers__

* Other

{\J/’ﬁ/_\\;' ,

c. Was the cumng fluid, or addmve. 1dcnt1ﬁed’7

NA

d. Was the drilling equipment steam—cleaned prior to dnllmg the well?
+ Other methods __ :

c. Was compressed air used dunng drilling? If yes,
» was the air filtered to.remove 0il?

[y

f. Did the owner/opemtor document procedure. for estabhshmg t.he potennometnc
surface? If yes, /-~

* how was the location estabhshed” ‘
8- Formation samples

|
|
I
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. Dxd the owner/operator unplemem means for gauging long term effects on water
" movement that may result from on-site or off-sxte construcuon or changes in

T land-use patterns?

YN |

| 3 Hy_d,raulic cdudu‘cﬁvity

a. How were hyd.rauhc conducuvmcs of the subsurfa.ce matenals deterrmned” |

-« Single-well tests (slug tests)? o _ S X
* Multiple-well tests (pump tests) ' L Y
» Other (specify) ' . -
T b If single-well tests were conducwd. was it done by
* Adding or removing a known volume of water" . B N/
e Pressurizing well casing? ' ’ N . N /A
c. If single well tests were conducted i in a highly permeable formauon were |
_ pressure transducers and hlgh-spced recordmg equipment used to record the U P\K.
rapidly changing water levels? _
d. Since single well tests only measure hydraulic conducuvxty ina lumted area,
. were enough tests fun to ensure a representauve measure of comiucm\man.cas:h_w —Nﬂi e .
- ~hydrogeologic-unit? = : T ) e
e. Is the owncr/operator s slug test data (xf apphcable) consistent wuh exxstmg 7.
geologic information (e.g., boring logs)? - ¥ N/
f. Were other hydraulic conductivity properties determmed" ' Y

8. If yes; provide any of the following data, if avaﬂable | K D ’, '
- » Transmissivity ' S
. * Storage coefficient

* Leakage
» Permeability
* Porosity o :
*  Specific capacity .o « oM an

¢ Other (specify)

4. Identificarion of the uppermost aquifer

o a. Has the extent of the uppermost samratcd zone (aqulfer) in the facllxty area béen:

defined? If yes,

* Are soil boring/test pit logs mcluded"

» Are geologic cross-sections included?

'b. Is there evidence of confining (competent, unfractured, contmuous, and low
, permeabxhty) layers beneath the site? If yes, -

* how was continuity demonstrated”

- ¢. What is hydraulic conducuwty of the conﬁmng umt (if prcsent)" CM/Sec How ‘

was it detcrrmned"

H.

. o
v

oxfOonfe to Lo Tem/s o h e
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YN

f. Did the owner/operator provide construction details for the piezometers?

.. 8. How were the static water levels measurcd (check method(s]).
e Electnc water sounder . - __/___
o Wetted tape '

o Airline .
* Other (explain) .

[
. |

h. Was the well water level mcasumd in wells with cqulvalcnt scrcened mtervals at
an equivalent depth below the saturated zone?

1. Has the owncr/operator provided a site water tablc (potcnuomctnc) contour map"

If yes,

« Do the potentiometric contours appear loglcal and accurate based on |
topography and presented data? (Consult water level data)

* Are ground-water flow-lines indicated?

« Are static water levels shown? Y
, * Can hydraulic gradients be estimated? : _ N/
o _] Did the owner/operator develop hydrologic cross sections of the vertical flow
component across the site using measurements from all wells? N
k. Do the owner/operator’s flow nets mclude -
» piczometer locations? N
» depth of screening? N
* width of screening? N
* measurements of water levels from all wells and pu:zometers” N :

2. Seasonal and tcmporal ﬂuct'uations in ground-water

a. Do fluctuations in static water levels occur" If yes, are the fluctuauons caused by -
any of the following:

—Off-site well pumping

—Tidal processes or other intermittent natural
~ variations (e.g., river stage, etc.)

' —On-site well pumping - S A I

7 | Z

—Off-site, on-site construction or changmg land use pattems

—Deep well injection

, —=Seasonal variations

—Other (specify) .

Zlzlz =

b. Has the owner/operator documented sources and patterns that contribute to or
affect the ground-water patterns below the waste management?

<

c. Do water level ﬂuctuauons alter the general ground-water gmdxems and flow
directions? .

d. Based on water level data, do any hcad differentials occur that may indicatea
vertical flow component in the saturated zone?

i
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Y/N

3. Did the -ownér/opera_tor provide a topographic map--which was constructed by a
licensed surveyor? : . ‘

"+ location of borehole? : N)
* depth of termination? N
* location of screen (if applicable)? o NI
* depth of zone(s) of saturation? o N
* backhill procedure? N

4. Does the topographic map provide:

a. contours at @ maximum interval of two-feet?

- b. locations and illustrations of man-made features (e.g., parking lots, factory

buildings, drainage ditches, storm drain, pipelines, etc.)? =

5. Did the owner/operator provide an aerial photograph def)icting the site and adjacent |
 off-site features? _ o .

C. descriptions of nearby water bodies? A N Y
d. descriptions of off-site wells? | | vk
¢. site boundaries? - o 1 v
f. lﬂleLd!.lal_RCR'AulJﬂltS?-—*-:__—“:“ﬂw*_“ I __4._._..:m...iﬁt_._f_;_._»._..- R wm—p Y SR
" g. delineation of the wasts management area(s)? Yy
- h. well'and boring locations? ' Y

residences and are these clearly labelled?

'6. Does the photograph clearly show surface water bodies, adjacent munici'palities,vand

F. Identification of Grodnd-Wate; Flowﬁathé
1. Ground-water flow direction

a. W§§ the well casing height measured bya licensed survéydr to the nearest 0.01 |
__feer? ’ : ~ - S

N

b. Were the well water level measurements taken within a 24 hour beﬁod?

c. Were the well water level measurements taken ta the nearest 0.01 feet?

AN

d. Were the well water levels allowed to stabilize after construction and
development for a minimum of 24 hours Prior 1o measurements?

» multiple piezometers placed in single borehole? _
* vertically nested piezometers in closely spaced separate _ .
* boreholes? : " .
_*-monitoring wells? :

¢. Was the water level information obtained from (check appropriate one):

- |
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+ Column drawings?

e e Y/N

- —soil type? N
—approximate bulk geochemistry? v N

~ —existence of microstructures that may cffect or indicate fluid flow? | Y
» Falling head tests? ' Y

—+ Static head tests? - Y
+ ¢ Settling measurements? W
o Centrifuge tests? N
N

D. Verification of Subsurface Geological-Déta

1 Has the owner/operator used 1nd1rect gcophysxcal mzthods to supplemem gcologrcal
| condmons between borehole locauons? :

2. Do the number of borings and analytical dafa indicate that the confining layer
drsplays a low enough permeability.to impede the migration of contaminants to any
straugraphlcally low water-beanng units?

7/

. | 3. Is the confining layer laterally'continuous scross the entire site?

-4, Did the owner/operator consider the chemical compaubxhty of the srte-spemﬁc
waste types and the geologrc materials of the conﬁmng layer"

1 3. Did the gcologlc assessment address or provide means for resolution of any
information gaps.of geologic data? ;' : -

6 Do the laboratory data corroborate the field data for petrography?

7 Do the laboratory data corroborate the field data for mmeralogy and subsurfaoe
geochcrmstry" : :

' ‘E.’ Presentation of Geologic Data |

1. Did the owner/operator present geologic cross sections of the site?

. 2. Do cross sections:

a. identify the types and characteristics of the geologic maierials present?

b4

b. define the contact zones between different geologic materials?

Lol

c. note the zones of high permeability or fracture? -

d.-give detailed borehole information including:

AAIR
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Auger (hollow or solid stem)

Mud rotary. ,

Reverse rotary z -
‘Cable tool . \

Jetting - e N
Other (spccxfy)

e. Were continuous sample conngs taken? -

f. How were the samples obtained (checked method[s])
- +Splitspoon SR
- * Shelby tube, or similar
* Rock coring »
» Ditch sampling . -
* Other (explain)

H\H\

g. Were the continuous sample conngs logged by a quahﬁed professwnal in
‘ geology" : :

h. Does the field boring log include the followmg mformanora

» Hole name/number? . Y
» Date started and ﬁnmhed? B - i
~+ Driller’s name? o v
* Hole location (i.e., map and elevation)? - Y
_e Drill rig type and bit/auger size? - ’ N
> Gross petrography (e.g., rock type) of cach geologlc umt" Y
* Gross mineralogy of each geologic unit? : N
» Gross structural i Interpretation of each geologic umt and structural features P
(e.g., fractures, gouge material, solution channels, buned streams or valleys, \ /
identification of depositional material)? : P '
* Development of soil zones and vertical extent and descnpuon of soil ty'pe" Y
* Depth of water bearing unit(s) and vertical extent of each? . ' Y
» Depth and reason for termination of borehole? ‘ _ Y
~_* Depth and location of any contaminant encountered in borehole" N/
* Sample location/number? : Y
» Percent sample recovery? Y
. e Narrative descriptions of: :
" —Geologic observations? A
‘—Drilling observations? ~ ~ Y
i. Were the following analytical tests performedon the core samples BT
e Mmeralogy (¢.g., microscopic tests and x-ray dlffracnon)" ' f\vl

¢ Petrographic analysis:
—degree of crystalhmty and cementauon of matrix?

—degrec of sorting, size fraction (1 8., sieving), textural vananons"

. —rcck typc(s)"

-
i

S U

it e e e
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Y/N\

- -g. Watertable/potcmi'()men'ic' rhap?'

>/

-~ h. Hydrologic cross sections? - o . oo

6. Did the owner/operator obtain a regional map of the area and delineate the facility? .

s .
-~

If yes, cloes this map illustrate:
a. Surficial geology features?

b. Streams, rivers, lakcs or wetlands near thc facxhty"

c. Discharging or rechargln_g wells near the facility?

7. Did the owner/operator obtain a rﬁgiona.l hydrogeologic map?

'~\<,\,<'~<

If yes, does this hydroggologic map indicate:
a. Major areas of rcchafgc/disch’arge"

b. Regional ground-water flow direction? N

Y

¢. Potentiometric contours Wthh are consistent. thh obscrved water levcl
elevations?

|8 Did the owner/opcfator'prepare a facil_ity-’s‘i;c map?

If ycs, “does the siie map show:

~a. Regulated units of the facxhty (¢.g., landfill areas 1mpoundmcnts)‘7 ) | >/
~b. Any seeps, springs, streams, ponds, or wetlands? v
c. Locution of monitoring wells, soil borings, or test pits? Y -
d. How.many regulated units does the facility. have? _| Y
1f more than one regulated unit then, oo
« Does the waste management area encompass all regulated units? -5\://5( o
-+ Is a waste' management area delineated for each regulated unit? N/ A

C Charactenmuon of Subsurface Geology ol’ Site

1 Soil bormg/test pit program

B _' a. Were the soil bormgs/test pxts perfonned under t.hesupcmslon of a quahfied

N

. ¢. Were the borings drilled to the depth of thc first confining unit bclow the
./ uppermost zone of saturation or ten feet into bedrock?

_ profcssxonal" : \
b Did the owner/operator provide documentanon for selecung the spacmg for ) L
borings? \/ '

‘UV\K .

d. ledlcate the method(s) of drilling:

L Aarm
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B. Evé!ugtiom of the"Owner/O.perator’s Hydrogeologic Assessmem

1. Did the owner/operator use the followmg dmect tcchmques 1in the hydrogeolog'ic
assessment: - : :

soii. :ientist, or geotechmcal engineer)?

‘a. Logs of the soil bormgs/rock corings (documcmed by a profcssmnal gcologlst .

b. Materials tests (e.g., grain size analyses, standard penetration tests, etc )?

tests?

c. Piezometer installation for water lcvel measurments at different depths”d Stug

" e. Pump tests?

i. Geochemical analyscs of soil samples? e

g. Other (specify) (e.g., hydrochermcal dxagrams and wash ana.lysw)

1942z ==

2. Did the owncr/operator use the follomng mdn'ect tcchmque to supplemem direct
techniques data: . - .

b. Tracer studies?

éGebphysica.l wéll logs?-- . — S N

_c. Resistivity and/or clectromagneuc\conductance”

d. Seismic Survey?

e. Hydraulic conductmty measurcmcms of cores?

f. Aerial photography?

g. Ground penetrating radar?

h..Other (specify)

kb iz 2]zl |

3. D;d the owner/operator document and present the raw data from the site
“hydrogeologic assessment? ‘ .

!

4 Dxd the owner/operator documem methods (cmena) used to correlate and analyze
the information? :

5. The owner/dperatm' prepm the following:

a. Narrative déscﬁption; of ‘geology?

b. Geologic cross sections?

¢. Geologic and soil maps?

.d. Boring/coring logs"

e. Structure contour maps of the differing water bearing zones and confimng layer?

‘ f Narrative description and calculauon of ground—water ﬂows"

| < Z.Z,Z.Z‘% |

)
A_n
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APPENDIX A
COMPREHENSIVE GROUND-WATER MONITORING
EVALUATION WORKSHEET _

The followrng worksheets have been designed to assrst the enforcement officer/ -

. . technical reviewer in evaluatmg theground-water monitoring system an owner/operator

~ uses to collect and analyze samples of ground water. The focus of the worksheets is
technical adequacy as it relates to obtaining and analyzing representative samples of

ground water. The basis of the worksheets is the final RCRA Ground Water Monitoring

Technical Enforcement Guidance Document which describes in detail the aspects of -

.. ground-water monitoring which EPA deems essential to meet the goals of RCRA.
"-'Appendlx A is not a regulatory checklist. Specific technical deficiencies in the :
monitoring system can, however, be related to the regulations as. illustrated in Figure 4.3
- taken from the RCRA Ground-Water Monitoring Compliance Order Guide (COG) =

(included at the end of the appendix), The enforcement officer, in developmg an
enforcement order, should relate the technical assessment from the worksheets to the -
regulatrons using Frgure 4.3 from the COG as‘a guide. :

Comprehensrve Ground-Water Monltormg Evaluatlon YN

- |I. Office Evaluation Technical Evaluatlon of the Desrgn of the
Ground Water Momtormg System

A. Revrew of Relevant Documents, |
’ 1 What documents were obtamed pnor to conductmg the mspectxon

aRCRAPanApermrtapphcauon" ' - I ] N )

b. RCRA Part B permit application? - Y
c. Correspondence between the owner/operator and appropnate agencies or S
citizen’s groups? B | \ hé

d. Prevrously conducted facility i mspecnon reports? ‘ - Y
¢. Facility’s contractor reports? ‘ } oy
f. Regional hydrogeologic, geologic, or soll reports? o T Y

" g. The facility’s Sampling and Analysis . Plan? - ' R B
h. Ground-water Assessment Program Outline (or Plan, 1f thefaczhty 1S 1n '

. assessment monitoring)? | 4 o | Y

i. Other (specify) ___C.: ¢ (£ S0 V\Aw\-c.ﬂ'
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Commonwealth of | Pennsylvania
Denartment of Envirommental Protection

L ' . : - ' Boyertown Sanitary Disposal Landfill
' ' Gilbertsville, PA

Figure 1i—2

Monitoring Well Locations
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Figure altered by PADEP to reflect current monitoring well designations. [.E] 'fETRA TECI:—I FW, INC.
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Figure 1—-1 .
Site Location Map

TETRA TECH FW, INC.

Formerly Foster Wheeler Environmental Corporation




CME Inspectlon Report Boyertown Sanitary Dlsposal Landfill (GllbertSVllle,
Montgomery County)

‘Performed on September 11,2008

Jennifer A. Wilson, Llcensed Professional Geologist, PADEP Southeast Reglonal
~ Office

The Boyertown Disposal Sanitary Landfill, located in Gilbertsville, PA, accepted

waste, including some hazardous waste, from the 1970s through 1985. The landfill was
. finally capped in 1997. There have been many compliance issues at this facility. The

landfill is currently in violation, not having conducted quarterly groundwater monitoring
as required by its post-closure permit for a number of years. The PADEP was able to hire
a contractor, Tetra Tech FW, to conduct a sampling event for a CME in 2004. There has
-been no-groundwater sampling conducted at the facility since then. No sampling was
conducted for this CME inspection. PADEP is currently assessing penalties against the
owner of the landfill.



2510-FNBWND1T9  Rev. 772008

COMMONWEALTH OF PENNSYLVANIA
DEPARTMENT OF ENVIRONMENTAL PROTEGTION
BUREAU OF WASTE MANAGEMENT

RCRAInfo CM&E EVALUATION ~ : VlOLATION FORM

*EPA 1D Number

’7&?—30%3/60300

EIN

-Handier-Name -

- i‘)CJ\(;/IQw!/\ waV\\'}-JU\ L)‘S“Jb"‘ L

LAl T

4 L_H P IR

Street 306 Mg / }/ﬂ\\ \umx

N

'

cty | & “7\.4"\ vitle i State { PA ! Zip Code l 14525
“Actual Generator Status - -
Check ony f dffersnt from Novfed Status___ | FAG T 8060 cEsac Dl Closod B Non-sandier []

Universe Change Requdred? .
{Gonerator Slalus Change Required) .

YES D NG E\l WYES, completn fthe Linivarse Cmngﬁ Seciion (on teverse side of this enl

RCRA Non-Notifier?

{ Yes [ o B 1 vEs, complets tre Handier Section (20 reversz si6a of tis formg,

Other Facility Information Changes? [ves [

HO Q if YES, complete the Handier Section {on reverse side of this form,

You must provide an Evafuation Identvﬂer (also

% p i .
E’VAL!’A T'ON m Add ; /g‘/ U pd'm D Delete known as the Sequence Number}.
*Evaluation . ‘Evaluation Start Date , ‘Responsible
Identifies *Type NG (mnviddlyy) f'flgency Person Suborganization
. . s < .
e CVi/o% PADE? AW
Day Zovo (mmddtyyyy) . .
You nead i3 sppolly Day Zors for all pvelualion YWpes extest CD.’ s . , . Reclaggified 5V Date!
CSE, FU SN'C, snd SNI, otharwssa it defaitts o Evaluation Stet 601/ /2808 Griy appicabie tor SKY
- Dste. For CD), 2288, FUI, and SNY evalustions, you siusd select s ) . ovaipafion  lype  as
- previcus CE! Stard Date: for tha Day Zore. SNN sveluetion fypa does apiropriste.
ot eomsiir a Nay Poro .
" Notes:

{3 citizen Complaint

Evatuation Indicator Field (C,heckv i that vapp.y) —

{1 #uttimedia inspection -

{3 Ssmpling

I3 Mot SubtitieC

BF
TH

CAR

Focused Covetage Aress {Use Ondy for Evaluation Typa FCly
Regisation-Specific FC!.

O oo
O uk
[ cee

O ¢ 0O w Qwr O efe O px 0O

O vo Ouww O OTHER {specityy;
Rewline/Standardized FCI
[J oos 0 eMrR 0w [ w I &N

£

Does this Evaluation Add/Update/Delete a Violation?

vedhd Noegf/ of this Yo,

N Yes, fitt (n the VIoiatfons Sectionfs) on page 2

Does this Evaluation link to a Commitment? ves [ no j;,;,fahoﬁ';g;,ggn;?@gﬁgxg;,ﬁ”r
Does this Evaluation link to a 3007 Request? ves [ nio [ g,;mmﬂgg;“*ggm"gm;fmgﬂ,;;f?

OUTSTANDING VIOLATIONS coveaso 8y ABOVE EVALUATION? ves O no L]

¥f Yos, fitf in information bolow.

*Regiriation Citation
L P {Type + Citation} ‘Date Dotermined
'Seq. No. *\iolstion Typa ﬁgem:y C O fex. FRIELL (mmfdd/yym
26 .0 | PADER| f-}o PR § 25 3[(11,3()\ RN /200F
*Raquired Fields




